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AN ORDINANCE AMENDING DIVISION 3 OF THE 
VENTURA COUNTY ORDINANCE CODE, 
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THE UNIFORM BUILDING CODE, 1973 EDITION, 

THE UNIFORM MECHANICAL CODE,  
1973 EDITION, 

THE UNIFORM HOUSING CODE, 1973 EDITION, 
THE DANGEROUS BUILDINGS CODE,  

1973 EDITION, 
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AND THE NATIONAL ELECTRICAL CODE, 
 1971 EDITION; 

CERTAIN ADDITIONAL PUBLICATIONS 
ADOPTED BY REFERENCE THEREIN, TOGETHER 

WITH RECOMMENDED AMENDMENTS. 
 
 

ADOPTED APRIL 16, 1974. 



BOARD OF SUPERVISORS, COUNTY OF VENTURA, STATE OF CALIFORNIA

TUESDAY, APRIL 16, 1974, AT 9:00 O'CLOCK A. M.

* * * * * *
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ADOPTING ORDINANCE NO •. 2830, RE EDITION OF THE UNIFORM BUILDING CODE
FOR BUILDING REGULATIONS ; DIRECTING PUBLICATION

An ordinance amedning Division 3 of the Ventura County Ordinance

Code relating to Building Regulations adopting by Reference the most

current editions of the Un~form Codes

is presented to the Board at this time, and upon motion of Supervisor

Bennett , seconded by Supervisor Flynn , and duly carried,

it is ordered that the same be passed and adopted as an ordinance of"

the County of Ventura, to be kno,vn as Ordinance No. 2830.

Upon the roll being called, the members of the Board vote as follows:·

Ayes:. Supervisors Jewett, Bennett, Schmidt, Flynn and Conlan.

Noes: None.

Absent: None.

All members of the Board present voting on the passage and

adoption of said ordinance, it is hereby declared and ordered that

said ordinance is hereby passed and adopted as an ordinance of the

County of Ventur3, to be kno~m as Ordinance No. 2830.

It is further ordered that said ordinonce shall take effect and

be in force at the expiration of thirty (30) days from the date hereof

and before the expiration of· fifteen (15) days the'same shall be

published, ~qith the names of the members of the Board of Supervisors
\

/ yoting for and against the same, at least once in the Daily

News , a newspaper of general circulation printed and published

in the County of Ventura, State of California.

* * * * * * *



2830

AN ORDIl':1\J:~iCE AI'-ENDII-TG DIVISIO?:]- 3 OF THE VJ3NTUHl'.l..·
COUi:JTY OF:.Dli'JANCE CODI~ RSL?/eI?-JG rro f,UII.:DIHG
RZGULATIO~>;S ADop:rI:':G BY l:~..El?EF2NCE 'EE.C I·~OST

CU:rrR3l'JT EDITIO)"iS OF 'liaS UlJIFOR.>l COD:;:;S FaR:
BUILDI(~GI 1973 ~DITIO!-J, j'1BCHANICAL, 1973
EDITIO~, HOUSI~G, 1973 EDrTIO~, D~~JGEROUS

BUILDINGS, 1973 EDITIO~, SIG~S, 1973 EDITION,
PI1U:1BIIlG, 1973 ZDITIO::J, ~·ilp.lnG, 1968 EDITION,
]\~''!D i.J]\.~'IO~::<A.L :GLECTTIr c / 1971 J.:;DITIOi'-I; CE:[:Tp~IN

I\DDI'rrO?JAL PUBLICA710lJS ADOPTED BY H.SFEREl\}CS

The Board of Su~ervisors of the County of Ventura do

ordain as follo\,!s:

A o The fol1o\f1in9 secti.ons are hereby d(::;l~ted from t.he

Ventura County Ordinaace Cads without any referenc~ to such

deletion being plac2.Q th2r9in:

3100-9; u~c l04(a); DEC 402; G3C 901; DEC

2903(b); GBC 2903(c), USC 2303(d); UBC 2903(2);

0BC 2903(f); UBC 2905(a); DEC 1.7; upe 1.IOed);

upe 1.12; upe 1~15; UPC 2.1(e); UPC 2.4.

B", The follo~.}ing artiGl-ss are hereby c1el'2ted from ·the

·Vent.u!:-a -County Ordinanc o3 Cod~ ui t:hout any 1:Gfersl1C'2 to SUCil

deletion being placed therein:

Article 1 of Chapter 0; and-Article 6 of

Cl1apter 60

c ~ The follo~:lil1g £.',:;ctions are her~by added:

3101- 8; 3110-6; UBC 1313 (n); UBC 1807 (f) (l) ; J}BC

1807(i)(1); DEC 1807(n)i UBC 2314(m); UBC

2905(f); UEC 4905; upel; upe 2; upe 3; UPC 4;



UPC 5; upe 6; upe 7; upe 8; upe 9; UPC 10; upe

11; upe 12; UPC 13; UPC 14; upe 110l(g); upe

1114(e); upe 1114(£); NEe 90-11; 3630-4; and

3630-5$

D. The follo'\\7in';r tables are hereby added:

UEC Table No. 23-K; and UPC Table 11-6.

E. Chapter 3 of the Ventura County Ordinance Code is

hereby added:

F. The following sections are hereby am9nded:

3100; 3100-1; 3100-2; 3100-3, 3100-4; 3100-5;

3100-6,; 3100-8; 3101~'3; 3105-2; 3105~"3; 3105-4;

3110-3; 3110-4; 3120; DBC 202(e)i UBC 301(b);

UBC 301(£); UEC 302(a)i VBC 701; VEC 1002(0);

UBC 11011 UEC 1102(b); UBC 1313(d); DBC 1313(£);

UBC 1313(h); UBC 1501; DBC 1503; UEC 1504; vnc

1505; UBC 1506; VBC 1507; UBC 1508; VBC 1509;

UBC 1510; UDe 1511; UEC 1605; UBC 1704; UBC

1807; UBC 1807(a); DBC 1807(b); UBC 1807(c); VBe

1807(8); DBC 1807(f); VBC 1807(g); UBC 1307(h)i

UBC 1807(i); VBC 1807(j); VEe 1807(k)i VEC

1807(1); VEC 1807(m); UBC 2305(d); DBC 2310, UBC

2514(a); UBC 2518(g)-4i VBC 2903(a), DBC 2904;

UBC 2905(b); DEC 2905(c): VBC 2905(e); UDC 29061

DEC 2907(a)i U3C 2907(b)i DBC 2910; DBC 2911,

VBC 2912: VBC 2917; UEC 4901; VBC 5108; DBC

5109; UBC 5110, UBC 5111; DBC 5112; UBC 5113;
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-UPC 1111(a)i UPC 1111(£); upe 1113; UPC 1114(b);

UPC 1116(b)i UPC ll16(d); UPC 1117(a)j UPC

1117 (h); L'1'1C 111.6; NEC 680 III 6; i~EC 680-20 (a) (2)·j

3630-1; 3630-3; 3631-1; 3632-1; 3633-3.1; 3633

3.2; 3633-3.3; and 3633-3.4.

G. The follot'ling t?JJ1es are hereby amend~d:

VEC Table No. IS-A; UEC Table No. 15-B; UEC

Table No. lS-C; UBC Table No. 23-B; UEC Table

No. 29-A; UBC Table :~o. 29-Dj and upe Table No.

11-1.

H. VBC Appendix Chapter 38 is hereby amended.

I. The following penalty clause sections are reenacted

in full pursuant to the requirements of section 50022.4 of

the Government Code:

3110-5; DBC 205; liNe 202; VI-le 303 (d); UHC 204;

DBC 203: usc l03(d)i ~~C 320-1; m~c 330.1; and

ti1'1C 340. 1 0
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(Division 3, page3 71 t:hroug!1

DIVIS ION 3 -- BUILDING P£GULATIONS

CHAPTER 1 -- GE~'JEP~""';L PROVISIONS

Sec. 3100 - ;t.~I?OPTI9~'~ OF UN~Fom'i J\:~D },10DEL CODES - The following
Codes are hereby adopted as orcinances of the County of Ventura
and by this reference a~e incorporated herein as though set
"forth in full. In ..Iche event of conflicting provisions, the
most restrictive shall prevail.

Sec. 3100-1 - Uniform Building Code (UBe) - The Uniform Build
ing Code, 1973 Edition, including the Appendix" thereto,
except Appendix Chapte~s 15 2nd 38, and the Uniform Buildinq
COd8 Standards, 1973 Ec1i t.-'-on, as approved by the Interna.tio;1~1
Conference of Building Officials, are adopted.

Sec. 3100-2 - Uniform ?'lech2nicCll Code (Vi·le) - The Uriiform
J"lecbani.cal Code, 19 -; 3 E<.li-t:.ion, as 2?provsd by the :~~terna.tional

Conference of Building Officials, is adopted.

Sec. 3100-3 - Uniforn HOllsinq Code (UBe) - The Uniform
Housing Code, r973 EaltlOlj ~al.so kn.m,"n as the Substandard
Building Code), as Clppro7cd by the Inte:r.national Conference of
Bu i 1din g" 0 f fie i a 1 s, is z.:.dopted .

Sec. 3100-4 - Danaerous BuildinGs Code (Dge) - The Danqerous
Buildirlgs Ccde-, 1913 Edi ticJ[l (5iso;:no·.·;r.----as-the Unifor!; Code
for tt2 Abat0~cnt of Danscrous Buildings), as approved by th2
T·-1-i"er-- _<..1_ i 0'-' ~ 1 Con.(:c.·rr-nc c:. 0 r- BUl' 1."Q~ ~ r,r~ O.;:..c .. c l' -, 1 s ~ C' a"c·· ""p"f- e-o"........ J...... ... J. ~ ~ \..- _ J. ... ~... '" L __ _ ~ .........L ..L 1 1 '.:::5 ... J..... L Q ,....L ....:J. ~ .....c. ._'...... •

Sec. 3100-5 - Unifo::c:n Si~rn Code (USC) .- r;.'he Uniform Sign" Code,
1973 Edition, as o.r~)i:-o\lecr·bj 'tl10 In cerna tior;al Conre:r:GJIce of
Building Officials, is adopted.

~ec. ~lOO-6 ~ - U~i.!~!-!n _~}~~-,binq Code (UP~)_. - The Uniform .
Plur;-:';:.Jlng COQe, .1.913 ECl~t.l0n, a::~ apFy-oveG ny the Interna.tlonal
Association of PJ.umbing and Nechanica1 O::ficie.ls, is adopted.

Sec. 3100-7 - Uniform ~.'lirinq Code (U~'TC) - The Uniforrl1 t·.Jiring
Code, 1968 Edition, as approved-by the-Southern California
C~]apter of the International Associatio:l of Electrical
Inspectors, is adopted.

Sec. 3100-8 - National Electrical Cede (NSC) - 'J'he Nat.ional
~lectrical Code, 1971 Editio~, as 2Doroved by the National
Fire Protection Association, is adopted.

Sec." 3101 - DEFINITIO~·lS - Hhen used in t.his Division and in any
. of the Codes incorporated herein, the follo'.·,ing terms shall
.have the meanings stated, unless otherwise indicated.

Sec. 3101-1 - Administrative Al1thorit.v - "Administrative
Inithori tylf shall mean the DiJ.':"ect.or 0·[ Building and Safety.

Sec. 310J.-2 - Bui lc1 in9 Department - II Building Departm2ntil
shall mean the Dcpart!"tlent of Building and Safety.



Sec. 3101-3 - Building Official··· lIBuilc1ing Official" shull
me.:t~l tb2 Dir~cto-ro.fBllilding~~nc1Safety, except that
II Buil,c1ing Off icial ll shall 'mean the Director of Public~';orks

fo~ purposes of 2drninistering Chapter 70 of the Uniform
Bcilding Code.

Sec. 3104--4 - Ci ty - 11 Ci tyll shall mean the County of Ventura
or the arca under the jurisdiction of the County of Ventura .

. Sec. 3101-5 - Ci ty Council - IlCity Cot!.ncil" shall mean the
Board of Supervisors of the Ccunty of Ventura.

Sec. 3101-6 - Electrical Safety Engineer - IIElectrica1 Safety
Engineer ll shall fil.can the Dircctor of Building and Safety.

Sec. 3101--7 - Director of Public ~'lorks - "Director of Public
Horks ll shall mean the Director of Public ~'i()rks e:~:cept that
it shall mean the Director of Buildina and Safety for Dur
poses of directing work of repuir or ~cmclition pursua~t to
sections DEC 1401(c)3 and DBC 701(c)3 of this Code ~,.;ith an
estimated cost of $4,000 or less. ADD. ORD..2651 - 1/16/73

Sec. 3101-8 Minor Structure - Also called minor building.
l\";IY struct:'lre or building not. custo~;larily used by human being.;

. and less than 1,000 square feet in area.

Sec. 3102 - SECTIO!:r :·JCl,:2E?S AnD l~,r·jEr':D!{S:·~TS - To facilitate
cross-refercfic(:s and l;se of amerl<Jaent:.s to' t.ne Uniform Codes

. adopted by refere:lce, affie:ndraents in this Chapter are numb(~recJ.

to correspond to the uniform code sections that are aGended.
Generally, each alphab(: ti.2SG PCJ.:~:::·t:ion of a cod'2: I for cxo.~ple 1

DRC l04(a), is deemed to be a separate section of the Ventura
County Ordinance Code. An arnend~ent to sue1} an alphabetized

'section, for example, USC l04(a), amends only that section a~d

does not, by o~ission of reference delete any other section,
such es VBC 104 (b) through une l04(h).

I

:Sec. 3105 - BOARDS OF ~PPEALS - To determine the suitability of
:alternate ma~erials and methods of construction, and to provide
~for reasonable interpretations of the provisions bf this Divi
;sion, 'and to hear the appeals piovided for in this Division,
:there shall be and are hereby created Boards of Appeals. Each
Boa.ro shall consist of five rr~embers, and each memb2r shall be
'qualified by experience a~d training to pass upon matters per
:taining to the type' of cO:lstruct.ion related to each Board IS

;jurisdiction as hereinafter described. The Building Official
shall be an ex officio member and shall act as Secretary of each
Bo~rd. Each Board of Appeals shall be appointed by the Board of
Supervisors and shall hold· office at its pleasure. Each Board
shall adopt ~easonable rules and regul~tions for conducting its
:investigations Cl.no shall rer:der all· decisions and fi~dings in
~riting to the Buildjn~ Official with duplicate copy to the
apellant. A decision of a Board of Appeals shall be final.
;(l~;·l. ORD.' 2486 - 11/9/71)

Sec. 3105-1 - Board~f AUP8GIs - General - The jurisdiction
of the General Board of Appeals shall be all the appealable
matters contained in this Division, except those matters
e:~pressly pla.ced v.'i thin the jurisdiction of one of the
foLlowing Boards of Appeals.



Sec. 3105-2. - n0~n:-d of: An::ecl.ls - Gr2d:Lnq .- The jurisdiction
of the Grading-f30.::lrd 6·f-~-\1)peals-shaII--be·the appealable
rnatte~s contained in Chapter 70 of the Uniform nuilding Code~

Sec. 3105-3- Board of f\..2peals - r.1echanical. and Plumbing 
The jurisdiction of the Kcchanical and Plu~bing Board of
Appeills shall be the appealable matters contained in the
Uniform Mechanical Code and the Unifor~ Plwiliing Code.

Sec. 3105-4 - Board of Appeals - E18ctrical - The jurisdic
tion of the Elec-L:2.'ica.l -nozn:d of Appeals shall be the .
appce..J.able natt.ers contained in the Uniform Wiring Code and
the National Electrical Code.



S('·c. 3110 .9 Fee s for Permi ts and Service s - Use deteri'Qir~ation
of value or valua tion u'nder any of the provisions of this
Division shall be made by the Building Official.

Sec. 3110~1 - 1?~liL~lir~2"J~ermi.t Fees ~ A fee for each build
ing peJ~r~~it shall be paid to the Building Official in
accordance 'Hith the fo11o~']ing schedule:
AM "9-11-73 Ord. 2719

'$1.00 to $500.00

$501.00 to $1,000.00

$1,001.00 to $25,000.00

$25,001.00 to $50,000.00

$50,001.00 to $100,000.00

$100,001.00 to $500,000.00

$500,001.00 and up

$8.00

$8.00 for first $500.00 plus
$1.00 for each additional $100.00,
or fraction thereof, to and
including $1,000.00

$13.00 for first $1,000.00 plus
"$5 . 00 for ez.ch addi tional $1,000.00
or fraction the!.:eof, to and ....
including $25,000.00

$J.33.00 for first $25,000.00 plus
$4.00 for each additional $1,000.00
or frac.tion thereof, to and '
inclucing $50,000.00

$233.00 for first $50~OOO.OO plus
$3. 00 for each additional $l,.OGO.OO .
or fraction thereof, to and .
including $100,000.00

$383.00 for first $100,000.00 plus
$2.25 for each additional $1,000.00
or fraction thereof, to and
including $500,000.00

$1,283.00 for first $500,000.00
plus $1.50 for each addition~l

$1,000.00 or fraction thereof

NOTE: Fractions of dollars or $0.50 or more slwll be rounded
up to the neDrestdol1ar; all others shall be rounded
down to the nearest dollar.

1. '{vh.en plans, specificd tions) or calcu1a tions are required
for checking any of the fUl1ctions for \·;hich pei.:mi ts are
required, a fee for plan checking shall be charged in an
'amount equal t6 sixty-five per cent (65%) of the amount
charged for a building pennit.

2.' A 'tstandard plan" is defined as any plan v1hich shall be
utilized at more than five site.s for repetitive construc
tion. Any deviations from the complete original approved
plan shall auto~Eltica l1y disqua lify it for tbe reduced fee
under this seetio:.\. 1\ 11 f ·: tancJard plan" shall be considered
void upon the revision of p~rtinent codes, or three years



after 2.pprov:11 as a "standard plan, It 6r at the discr~tion
of the Building Official. The initial Ifstandard plan"
"Jill be processed as such upon the payment of :1 full plan
checking fee. Subsequent submittals of the identical plan
tozether with an accurate plot plan and required details
and documents \'7i11 necessitate the payment of one-half the
initial plan checking fee.

3. \fuere plans ar.e changed, or incou::ple te, due to the absence
of adequa te or proper inforIT'.:..'l tion or details so as ,to
require additional plan checking, they will be subject to
an additional plan checking fee equal to one-half the
initial plan checking fee.

Revic\ving res\lbmitted plans for previously listed
·corrections is not to be construed as additional plan
checking.

The Building Official is authorized to wiive fee for
inconsequential additional plan checking.

Sec; 3110-2 - Hechanical Peri:.iit Fees - Fe2s f8r mechanical
permits shC1l1 b·e para-in accoi'dal~Hith the follo't'ling schedule:
A:H 9-11~· 73 Ord. 2719

1. For the issuance of each permit

2. For the installation, alteration, or relocation of
each refrigeration compressor or absorption unit,
and for each fuel-burning furnace, boiler, heater~

anJ vented decorative appliance, including vents
attached thereto:

Vp to aDd including 100,000 Btu's
More than 100,000 Btu 1 s to and including
500,000 Btu's
More than 500,000 Btuls and including
1,000,000 Btu1s
More than 1,000,000 Btu's to and including
2,000,000 Btu's
}lore than 2, 000, 000. ~tu.' s

3. For the installation, relocation or replacement
of each applicnce vent installed and not
included in ~n appliance pelmit

4. For each air-handling unit for air conditioning,
including ducts attached thereto:

$ 4·.00

5.00

7.50

10.00

15.00
25.00

2.50

Up to and including 2,000 CFH's . 2. 00
More than 2,000 CPU's to and including 10,000 e~rls 5.00
More than 10,000 CFM 10.00

NOTE: This fee shall not apply to an air-handling unit
which is a portion of a f2_C tory-,as scmbled a ir- condi tioning
appliance for \vhich a peD"l.lit is required els€'~·7here in this
Division.

5. For each evaporative c001er other than portable
type l~. 00

6. For each ventilation fan connect.cd to a single duct 2.50



i. For each ventilating system 'dlich is not a portion of
nny heating or air-conditioning system authorized
by a pcr.mi. t 4. 00

8. For the installation of each hood or spray booth
served by mechanical exhaust, including the fans
and ducts attached 5.00

9. For eaeh appliance or piece of equipment regulated
by this D~vision but not classed in other appliance
categori~s, or for which no other fee is listed in
this Division 4.00

10. Incidental gas ·piping 2.00

11. For the installation or relocation of each
cO~j:nerci.al or indue tria1 type incinera tor 24. 00

NOTE: For refrigerator system ratings one ho:rsepCJHer,
one toY}, or 12,000 Btu r s per hour shall mean the salTte

. quantity.

fo:c .1-~ech8.ni.cal Permits
~~--~---------

Plan-Checking fees equivalent to 50% of the pei.:mlt fee shall be
paid at the time of sub~itting plans and specifications for the

. installation of confort heating and cooling systems, refriger~

_tioD and ventilating systems and hoods for the following:

1. Any group A, B, C, D, or E Occupancy.

2. HeH buildings having an aggregate floor area of 15,000
-square feet or more.

3. Installations other than those listed in Items 1 and 2
above where the eggregate Btu input capacity for either
co~nfort heD. ti.llg or cO~"Tlf()rt cool ing is 1, 000, 000 Btu Isand
over, or installations containing a single co~fort heating
or comfort cooling air h~ndling system with a capacity of
10, 000 .CFi,t or morc.

~. - " ~~ _ _. ~_ ~ ~ r _~ ~ ••• _ _ _.- ~ .• ' .,.;. __ • __ ~ ~ .,.. ••• _ • +~. _.•.. _.~ __ ~__.-__ .~._. 4 __ -, •••• --~- ••



Sec. 3110.... 3 - Plumhill'"!: PeTluit Fees - Fees for pluElbing permits
sha11 be paid _-1 n [~ccorcla-nce \vi th the follo\'/i~g schedule:
AH 9-11-73 Ora. 2719

1. Fot.- issui.ng each permi t $ l~. 00

2. For each fixture rough-in, including water 1.00

3. For eQch fixture finish 1.00

4. For each building sewer and each trailer or mobile"
home se~er hook-up 6.00

5. RainHater systems per drain 2.00

6. For each cesspool, seepage pit or leach field not
otbE:r"7ise included on a permit 6.00

7. For each private sewage disposal system 12.00

8. For each "later heater and/or vent 2.00

9. For each gas piping system of one (1) to five (5)
outlets

10. For each gas piping system ip excess. of _five (5)
per outlet. -.30

: 11. For each indus tria1 ,.~a. s te pre- t rea tment intercepter,
including its trap and vent, excepting kitchen type
grease interceptors functioning as fixture traps 2.00

12. -For ins talla t ion, a 1 t(:ra ti on or repair of 1;'7a ter
piping and/or "later ti:eating equiprllent 2.00

:13. For repair or alteratio~ of drainage or vent piping 2.00

i 14. For each residential l.::nTh sprinl:ler syst-em on one
meter, including back flow prev~ntion devices thercfor2.00

:15. For each con~ercial lawn sprinkler system on one
meter, including back flow prevention devices ~. -
therefor 10.00

:16. S,·]it!!..rning pool recirculation piping _2.00

: 17. For VaCUUill breakers or back f10\,] preventive devices
on tanks, ,V2.ts, etc.) or for installation on
unprotected plumbing fixtures including necessary
'oater pipi~.g -- one (1) to five (5) 2.00:

Over five (5) each

f18. Private se~mge disposal system test inspection fee

"
J

;.

.30 

25.90



Required to be p2,id at the .time of subrnitting pl~ns and
sp.ccificD. tions based on the follo'\\'ing:

\

1. A single building contain
ing more than 180 drainage
fixture units or the
initial.models for tract
h~using and townhouses

50% of the plumbing permit
fee required

2. A potable water line
serving one or more build
ings with an aggregate
der~1.3nd of more than 180
water fixture units or
100 GPM (excluding buildings
under Item 1 above 2nd mtnor
accessory buildings)

$20.00 and·$1.00 for each
additional building over one

$20.00 and $1.00 for each
additional building over one

3. A fuel gas line serving one
or niare buildings '\"lith 2n
aggregate dew2nd 1,000,000
Btu's or nore (excluding
buildings under Item 1 above
and minor accessory buildings

4. 'A sewer collection system
se:v~~g mo~e then one
bUllolng wlth an aggreGate
load of more than 180
drainage fixture units
(excluding mlnur accessory
buildings).

$10.00 and $1.00 for each
additional building over one

- " .....

For the purpose of this section a sanitary plumbin.g outlr2t on
or to ,"ihich a plu~;bing fixture or c.:ppliarlce IT'.t:J.y be set or
att2.ch~~d shall he construed to be a fi-:.-:ture. Fees for
reconnection and retest of e:r~isting plumbing systems in
relocated buildings shall be based on the nu~ber of plumbing
fixtures, gas systems) v7ater hea ters, etc. ) involved.

\ihen interceptor traps or house trailer site traps are
installed at the same tiQe as a building sewer on any lot, no
se,<ler permit shall be required for the connection of any such
trap to an appropriate inlet fitting provided in the building
SCl;'ler by the perii.littee cons·tructing such Se1)er.

rnlen a permit has been obtained to connect an existing
building or existing work to the public sewer pr ~o connect
to a ncw private disposal facility, backfilling of private
sel;'lage disposal facili tics 2.bandone.d consequent to such
connection is included in the building sewer permit.



Sec. 3110·,L} - Elf~ct~~ic.:.11 Pc:cmi..t Fee Schedule - Fees for
Electrical instal}ctlonss-Eafl be paid in accordance \\'ith the
-£o11_owin~ schedule:
AH 9-11-)3 Ord. 2719

reuuit issuing fee, each $ 4.00

For issuing supplementary permits when the original
pernit is stitl in force, each 3.00

Service

Up to and includi~g 400 Amperes

Above 400 Amperes plus $1.00 for each additional
100 A~peres, or fraction thereof

- Raciiant heatin~-j sy3tefll per each corlm-:ercial tenant
or --d·,·lellirLg unit - - -- ---- - ----- --_. --- -- --- --- - ---

In addition, the follo'\·;ing fees shall apply to
electrical systc~s contained within or on any
l1e\v structure, inc luding nC"\'j addi tions to
existing structures~

i. $0.0025 per square foot

.02/Amp

12.00

5.00

a •. For the portion of Harehollses, stores, markets
(\'.-:holesale or retai1) in excess of 10,000
square feet

b. Storage garages "Jhere no repair "Jork is being dc}ne

c. Aircraft hangers ~lcre no repair work is being done

2. $OwOOS per sq~are foot

a. Residential acce.ssory buildinG'S (attached or
detached), such as garages, ca.rports, sheds, etc

b. lJarehotlses, stores, markets (Hholesale or retail)
up to and including 10,000 square feet

c. Cowmercial garages and carports._

3. $0.0075 per square 'foot

a. Office Buildings

J). Hospital.s, sanit2.rit'ITls, convalescent hospital?,
nursing homes, child day-care cent~rs, nu~~er1es

c. Schools, churches, and assembly buildings.



4. $0.0125 per square foot

a. Residential occupancies.

b. Hotels, motels, apartment houses, etc.

c. Repair gara~es- and aircraft repair hangers.

d. Factories, rr~nufacturing and assembly plants.

e. All '6ther occupancies not listed above.

fu..£.~heckin.c~ Fee~ for Electrical Permits

50% of electrical- fe~s_ charged t:lhen service s\'1i tch size
exceeds 200 amperes ~r 300 volts.

50% of electrical fees charged for the initial models of
Group I occupancies.



Alterations and Additions

Wher~ no structural work is being done or where it is imprac
tical to use the square footage schedule:

. ;..: ':;'~'..:'.~ ...··(>~':r~-ert the folla""ling to units ..·. then charge $1.50 for each
ullit.

V ••

.........

1. For each 5 outlets or fraction thereof
'\\'here 'current is used or controlled

2. For each 5 lighting fixtures or fraction
thereof l,'lhere current is used or controlled

3. For multi-outlet assen'.bly (festoon type
.. pJ.ug mold, etc.)

1 unit

1 unit

".. ~.

' .... ' .
':·:x:~·::·_-~) 20-feet or fraction thereof 1 unit

;B. For equip~ent rated in Horsepower (HP), Kilowatts
(~1), or Kilovolt-a~peres (KVA) , the fee for each
motor, transformer, and/or appliance shall be:

o to 1

... Over 1 and not over 10 .

Over 10 and not over 50 . .. . .. '! . . . . . - . . . . . . . ... . . ..
j Over 50 and not over 100 ... ... .. . . ..... .. ... .. . . . . .

Over 100 and not over 500 ..........•..•...•.•.....

Over 500

Fee

$ 1-.50

3.00

5.00

10.00

15.00

20.00

:. Note:

!
, -

1. For equip~ent or appliances having more
than one motor or heater, the sum of the
combined ratings mny-be used to compute
the fee.

2. These fees include all switches, circuit
breakers, contractors, relays and other
directly related control equipment.

,Temporary Service

~l. Temporary or construction services including
';pole or pedestal, each

;2. Approval for temporary use of permanent service
j equip~ent prior to ocrnpletion of structure or

final ,':;:1spection, each

3- Additi0Dal supporting poles, each

.$ 5.00

2.00

.-" ....... -o;:"_u~ .. ...-. _ .• _" _", ••~ ....... _ ........ ~~ __--..._,.~ __• - ~_ ... _ ._~ ~ _ • --~ ...~ ._ - ~ ~ ••• • ~ ~. ... ..... ~



Niscella.ncous

i
!

- i

i

1. Area lighting standards (over 6-feet in height),
up to and including 10 on a site, each

Over 10 on a sit~, each

$ 2.00

1.00



2. Private resiclential swim pools, iDcluding supply
wiring, lights, motors, and bonding

3. COl1uuercial s\'lim pools

4. Temporary sales stands and Christmas tree sales
lo~s, including service connections, etc.

5. Inspection for reinstallation of idle meter
(removed by Utility Compa~y)

6. Inspection for electrical work for which a
penni t is requir~d but no fee is other\'7ise
provided .... -$5 . 00 per half hour or frac tion
thereof of inspection

5.00

10.00

5.00

5.00

Illuninated Sj~~ns Relocated, or Altered

Up to and including 5
Over 5 and not over 25
Over 25 and not over 50
Over 50 and not over 100
Over 100 and not over 200
Over 200 and not over 300
Allover 300 $0.10 per square foot

5.00
12.00
15.00
20.00
25.00
30.00

. ....

Overhead Line Constructior:
---.---~~~

1. Poles and anchors, each

(In addition all applicable fees shown in this
scheCiule shall apply).

Annual Naintenance Permits

2.00

A fee of $35.00 shall b0 paid for each an~ual electrical
maintenance permitat the same time such perilli t is is sued.
The fees for all work done, excluding pernit issuing fees,
under such annual permit shall be paid at- the tiwe -of trans
mitting monthly reports. Each such ~nnual permit shall expire
on June 30 annually.

Blanket Hark Permit

A blanket penuit may be issued, to allow a project-to
corr.mence, prior to the issuance of an itemized permit
\·]hen the total ir:stallation requirer.12nts have not been
determined. A full permit must be secured as soon~as

practical and Vlithin 30 days, for which full -fees \'7ill
_bE; required.

-Miscellaneous Conduits and Conductors

El:ect·rical cOlldui ts and conductors for which nermit is
-. ':.':- ... . re-ql~_- ·->-:-ed 'but for 'vhich no fee is herein set f~rth

7.00

5.00

." No tc;; This fee is not applicable l;.Jh~I1 a fee is paid
for.one or more services, poyer apparatus, busways,
signs, motors, feeders or branch circuits.



Sec. 3110-5 ~ Pen~lty__~~~ - Any person, firm or corporation
,dl0 s~l:"lll proceed \vi th or CC:E~lence ~'7ork ~ for ,,;,~hir.h a perIni t
is required by this Division, without first having'obtaihed
such pennit shall, if su~:-:;equently perrnittcd to obtain a
pe1.-Eii t t:herefo~:, pay daublethe permi t fee fixed for such
work provided, ho";,,ever, that this provision shall not apply
to en~('rgency ,·;~)rk Hhen it sh~ll be proved to the satisfaction
of the Building Offic ial tha t such Hork ,·,as urgently
necessc])~Y and t.hat it "las not practi.cal to obtain a permit
before the corr:.nenceulent of the '·lork. In all such cases a
perwit must be sec-ured as soon as it is prac-l::icable to do so,
and it there is an unreasonable delay in securing the required
permit, the penalty fee as provided herein shall be charged.
In DO event shall such penal.ty fee exceed the permit fee plus
$500.00.

Sec. 3110-6 - Expiration of Plan Check - Applications for
v:hieh no p e rr~itis iss U Q d \'1 i t 11 i n 18 0 day s f 0110',';ing the date
of apIJlication shall expire by limitation and plans sub
mitted for checkincr ma.v thereafter be retu~ned to the
applic~nt or destr~i~d-by the Buildina.Official. The
Buildinj Official ma~ extend the time for action by the
applicant for a period not exceeding l80-days upon written
request by the applicant showing that circumstances beyond
the control of the applicant have prevented action from being
taken. In order to renew action on an application after
expiration, the applicant shall resubmit plans and pay a new
plan check fee.



Sec. 3110-7 -Rcinsnection Fee - If more than one additional
inspection is ·riecc:ssary-for a-fai.lure to correct a discrepancy
res111 ting from c1efective \'YOrkm:lllShip or ma terials, a
reinspection fee of ten dollars ($10) will be charged for each
such additional inspection. AH 9-11-73 Ord. 2719

Sec. 3110-8 - h-_c~1lillistr~l_ti:ye Fee ... Hhen 'Hork or inspection
services are performed by personnel by the DepartElent of
Building and Safety for 'ilich no fee is specifically
prescri.bed, the CltliOunt of the fee to be charged shall be
based upon the same hourly rate fo:e which the County performs
\vork or inspection services for cities under contractural
arrangcnents.

Sec. 3110-9 - Docn;;:ent Fee - The BUilding Official may charge
a fee for docu~ents and codes in an amount not to exceed
their cost to the County.

Sec. 3110-10 - Occunancv F~e '~lenever an occupancy or use
an existing strc~cture'-rs-chClnged, there shall be charged by
the Building Official an inspection fee of twenty dollarij
($20) to check the structure prior to its acceptance or
rejection for co:npliance \.;ith the occupancy or use requested
except \'ihen such use or occupancy is covered by a current
permit. AM 9-11-73 Ord. 2719

r-
0:£

Sec. 3110-11 - Code Cor~Dlic:.nce 2.nd Investi~atioD Fee 
Requests for inspectior:S- oL-burrc::Crlgs, berng-orfered for sale,
to d(~terl:line their eornpliance \"i th the applicable codes or
investigations of buildi.ngs not involving projects currently
covered under a valid pel~lit, will be conducted when an
aprjlication is lr~ide by the building I s O~T(lCr, or authorized
representative, and a twenty doll~r ($20) fee is paid.
AM 9-11-73 Ord. 2719 .

Sec. 3110-12 ... Der~:olition Fee ... A fee of ten dollars ($10)
shall be chzrgec1 for the issuance of a demolition permit.
AN: 9-11-73 Ord. 2719

Sec. 3110-13 - F~e For a Sp~cial Insp~~tor Certificate o~

Re~istration:

The fee for a Special Inspector Certificate of Registration,
issued pursuant to the exarnination required under Section
3115 of this Dj.vision, shall be tl;·;enty-fivp dollars ($25)
ini tia11y a.nd $10.00 for annual rene\-Jal. Certifica te of

-Registration for Special Inspectors shall be valid for one
year or fracti.on t:hereof, sha11 £:xpire June 30, and may be
rene\-7~d annually by a qualified Special Inspector by payment
of a renewal fee of ten dollare ($10). Failure t~ renew
vlithin 30 days after the expiration date will require
re-application, the payment of $25.00, and re-examination.
AM 9-11-73 Ord. 2719



Sec. 3110-15 - l~ecommencer.1ent F(~cs - 'rhc fee for v.fork recom- .
mencl.:~(l aftel: a perioc[-of suspension or abandonr:ient shall be
govc).oncc1 by the provisions of Section 3120 of this divisio·n.

Sec_ 3110-17 - Refund of Fees - Refunds of fees paid pur
suant to this Division nay be made by the Building Official
in the amount of 75% of the original fee, subject to the
following conditions and limitations:

For plan checking fees: that the plans have not
been checked or have not caused an expenditure of
time beyond the normal processing ti2e.

j
I

-0 i,
For permit fees: that no work shall have conunenced~
on the.project for which the permit was issued and!
tha.t the permit Ir~ust be canceled by the O\'lner or !
holder thereof iri writing within sixty (60) days of:
the date of issuance. - !

1
I

i

-For all fees: that no refund shall be made when
the fee paid is $15.00 or less.

(b)

(a)

(c)

i Sec. 3110-16 - Appeals Hearing Fee - A fee of $25. 00 shall
! accompany an application for~Lhea-ring before any of the
I

I appeals boards established under Sections 3105, et ~eq _0.

I
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Sec. 3115 _. Sp~ci~.:'11 _.I~cto.~ - In addit·ion to the Special
Inspectors provided for in ~ection 305 of the lTNIFORN}'.UILDING
CODE, Special Inspectors I:l.::ty be utilized a t ~li(.", opLioft tlr the
permi.t holder or his agent for any of the provisions of any
of the cod~s contained in this Division.
AM 9-11-73 Ord. -2719

Applicati.ons·· shall be made in Hriting and sh.'1l1 be accompanied
by the fee set forth in Section 3110-13. A separate applica
tion, a separate fee and a separate Fxarnination shall be
required for each·classification of inspector, Every
applicant \·;ho fails to pass an exa:nin;-ltion shall not be
eligible for another examination of the sane classificc~t:ion

until 60 calendar days after taking the previous examination.
Any 8.pplicant \'lho fails to pass upon the thj.rd trial shall not
be again eligible until si}: rGonths thereafter.

T:'1e Special Inspector shall be a qualified person approv'2d by
the Building Official. The Special Inspector employed on any
\·:ork must be present during t.ile execu ti.on of all the l70rkhe
has undertaken to inspect:. He shall l1c}tify th2 De?art·ment of
the CO::hi!enCement of his inspection of a job and shall specify·
the type of inspection for ~hich he h~s been engaged. This
ndtification shall be l~de no later than the last working day
preceding such co~~ence~ent of inspection. He shall report
t:o the job sufficiently in D.dvar..ce of construction to
familiarize himself \-lith th~ plans and to inspect all materials
to be' used or concealed within such work; he shall inspect the
construction, erection, placing, or other use of such L8Lcrials;
c.nd he shall observe \·jheth2r there is compliance wi th this
Code as to all the foregoi.ng. During the execution of the
work, he shall not undertake or engage in any other task of
occupation ~'7hich \-?ill interfere 1;.71 th the proper perf01.1t18.nce
of his duties ofinspectioD4 He shall report, as directed,
to the Euilding Official, noting 211 violations of this Code
\-:hich have occurred and such other inforrca tion as may be
required. At the .conclusion of his duties on any project
uhich has been cOfapleted in accordance \'7ith this Code, he shall
submit a report to the DepartQent setting forth the portion
of the work he inspected. The report shall be made on forms
supplieQ by the Department and shall be filed in the records
of the Department.

~fuere, in the opinion of the Deparbnent, the v2gnitude or
complexity of a job is sufficient to warrant, additional
Special Inspectors may he required. .

vnlere, in the ·opinion of the Departm2nt, the Spec!?l Inspector
is negligent in the perforr,~nce of his duties,' the' job shall
be stopped.

Upon evidence, satisfactory to the Building Official of
incompetence, of· willful or negligent failure to observe or
report violations of this Code, or 6£ any other failure to
perform properly and effectively the duties assumed by a
Specia~ Inspector, the Building Official may revoke, suspend,

.: ..··:·.::r ref:·.:.~:.e to reneH any Certificate of Registration, but prior
....::-.J such ac·tioD, tll(~ holder shall be given an opportunity to
·.{.-<)pear before the Building Official. and be heard.



Sec. 3120 - EXPIPJ-\~IOi'1 OF PER.>1IT - In ·aCidi tion to any other
provision of the above':"'r.1entioncd Codes adopted by reference,
every permit issued by the Building Official under the pro
visions of this Division shall expi're by lirai tation and be-
corne null and void, if the building or work authorized by such
permi t is not COrrLr:1encec1 \'Ji thin 120 dl.ys aft:er the date of such
permit, or if the building or work authorized by·s~ch permit
is suspended or abandoll~d at any time· after the work is

cOTIl.:Tienced for a period of 120 days. Before such \-lork can be re
commenced, a new perDit shall be first obtained to do so, and
a fee therefore shall be one-half of t.he aIilount required for·
a new permit for such work providing no changes have been made
or \<lill be !;1ade in the original plans C'~nd specifications for
such work and provided further, that such suspension or aban
dorn~0~t has not: exceeded one year.

Sec. 3121 - HEVOC!\TIO?'~ OR SUSPEiiSIO)J OF PE~"1IT - In addi tiorl to
any other pro·VlSJ.O;l of the c.bo-~-e-i:le!ltion~(~ Codes o.dopted by
reference, the Building Official nay, in writing, suspend or
revoke a permit issued under p~ovisions of this Division wher
ever the pernit is iss~ed in error or on the basis of incor-

. rect inrorodt.ion suppli_ed or in violation of any ordinance or
regulation o~ any of the provisions of this Division.

Sec. 3125 - RIGET OF E~TRY - In addition to any other provision
of the above-2entione~ Codes adopted by reference, whenever
necessary to makG an irlSi)cction to enfo~ce any of t.he provi
sions of this Division, or whenever the Building Official or
his z:l:thorizsd repre3~r'~tati·\.·c: has reasonable caUSE:: to believe
that there exists in any buiJ.dir:~j or structu.re, or upon Clny
[
"\)"-0 ....." l' ,... e c ;:> '.\,7 conUl' f-": 0 ....1 ','hi Ch r"'~J i ... r' c SUCh ~)l~; i r1 ; ..... n c: ~_. ru cJ...urE:'.;- -:..... .;,;) -.::: ....... ~ • .I ~ .~ _ ... -'- J. .. - ~. .'"""""J)..,~,J .... • ,-,- _.~..:- .. --::: l .j ':'- • L. - ~ _ ,

or.preSlses unsare, dangerous or unsanltary, t!le BUlldlng Ozrl
cial o~ bis authorized r~presentative Day e~ter such building,
~tru~ture, 6~'pre~ises at-all reasonable-times to inspect the

·'~·o~;"';· same ·or ts P81~·for!:'. any uuty inposed u?on the Building Official
by this Division; provided that if such building, structure,
or pre~isEs be occupied, he shall first present proper creden
tials and dC2and entry; and if such building, structure, or
pre3ises be u~occupied, he shall first make a reasonable
effort. to locc.te the O·;iner or the persons having charge or
control of the building, structure, or premises and denand
entry. If such entry is refused, the Building Official or his
authorized representative shall have reco~rse to every remedy
provided by laH to secure entry.-

No OT"lner or occupant or other person havirlg charge I care or
control of any building, structure, or premises shall fail or
neglect, after proper demand is made as herein provided, to
properly permit entry therein by the Building Official or his
authorized rCDresente.tive for t.he purDose of insnect':t'on and
examination p~rsuant to this Code. A~Y person violating this
subdivision shall be guilty of a misdemeanor.



CHAPTER II - UNIFOR~ AND MODEL CODES

ARTICLE I

UBC - UNIFOI~l BUILDING CODE

Sec. UBC 202 (e) ~ Stop Orders - 1'Jhenever any building \.,Tork is
being done contrary·-to t-he provision of this Code, the Build

; ing. Official may o!.~der the \'lork stopped by notice in writing
. served on any persons engaged in the doing or causing such
.'-lork to be done, and any such \·jork until authorized })y the

. Building Official to proceed with the work.

l1heneV8T. the Building Official believes a permitted building or
structure ~ill be flooded or inundated or subject to erosion

. hazard if the v,'or]: conter-~platec1 is cO!;lpleted in the mcJ.nner pro

. posed or that the completio~ of such work will result in the

. flooding or inundation of other buildings or structures, the
Building Official may order all work ·stoppad and refer the mat- .
ter t.o the Engineer I·,.ran2ger of tr.e Ven.tura CUl..mty Flood Control
District_ or other County officer for revie~"l and report as to
such danger. If the Engineer Manager of tha Veritura County
Flood Control Dist.rict or other County officer reports t.hat such
substantial danger exists, the Building Official shall order no
further v:ork to be done until plans approved by the Engineer
Manag'2r of the Ventura County Flood Co~trol District as provid
ing reasonably adequate protection for such buildings and
structtlrcs in consideration of the lise. or proposed use t.Lereof
shall have been incorpor~ted as a part of the plans for work to
be done, provided, however, failure to order work stopped or
make such referral, or both, shall not be construed as a repre
sentation that such danger does not, or will not, in fact exist

:if the l,·;ork is cor:1pleted in the manner proposed.

Sec. UBC 203 ~ Unsafe Buildings - All buildinys or structures
.which· are structurally unsafe or not provided with adequate
·egress or which constitute a fire hazard, or are otherwise
dangerous to human life, or which in relation to existing use
constitute a hazard to safety or health, or public vlelfare, by
'reason of inadequate maintenance, dilapidation, obsolescence,
fire hazard, disaster dasage, or abandonment, as specified in

:this Section, umsafe buildings. Id.l such unsafe buildings are
hereby declared to be public nuisa~ces and shall be abated by
repair, rehabilitation, demolition, or removal in accordance
with the proc~dure specified in Chapters 4 through 9 of Volume TI7
;of. th~ Uniform Building Cod~ o~ procedu~es provided.~y law .

.AII resulting building debris, trash, junk, vegetation, dead
·organic matter, rodent harborage, or combustible material that
.~onstitute a threat to life, health, or fire hazard, or is
·inimical to the public welfare or depreciates adjacent property
shall be removed from the site within 30 days after the demoli
tion of .the structure involved.

_-". -~. ~~.".. , "'-._ ~ r,. -.... ~ -"' " •. _.~ ~...... __.__ "". ~_ ~ '-~ •._,..0;-." __ -.. __ .. - _ • .-.. ~_ ...-..O!-__ _ _ • __• ~,,-.1')- _. _- .. ~ .4._4 __ "C. ~



Sec. USC 204 - Board of Appeals - D01ete Section 204 of the UDC,
provided, hOHcver I anappe~lG;hich \·:ould othe.r~"lise be heard
pur~~u,:!!1L -to SQc{~i.o:n 20~ of th(-~ UBC ~:;hall bt? h;~<1rd by ;\ n()cl)_~d

of APPc2.1s as p:covidcd in Sections 3105, et seq. of this Divi
sion.

Sec. UBC 205 - Viola t·ions . and PenCJ 1 ties - It: shall be unlawful
- for any person, firm or corporation to ereci.-., construct,· enlarq0,
alter, repaii move, improve, remove, convert or demolish, ·equip ,
u~e, occupy, or· :nainta in any building or structure in the city, or
6ause the s~me to be dono, contrary to ·or in violation of any

.of the provisions of this Code.

Any person, firm or corporation violating any of the provisions
of this Code shall be deemRd guilty of a misdemeanor, and each

· such p::rson shall be decc.2d guilty of a separ2.te offense for
each ~:nd every day or portion of this Code is cont:l1itted t con
tinued I or perrr~iti:ed I and upon convictioYl of any such violation
such person shall be pu~ishable by a fine of not more than
$500, er by imprisonment for not TilOre than six months I or by
both such fine and iRprisonment.

·Sec.· VEC 301(b) - Apnlication - To obtain a permit the applicart.. ~J..-- .__

: shall first file an appl icC! tioD therefor, in writing, on a form ~- ..
furnished for that tur.pOSE:. Every such application shall:

· -;

i·

,I

. ;
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1. Identify and describe the work to be covered by the per
mit for \Vhich application is- made;

2. Describe ths land on which the proposed ~ork 10 to L~

done, by lot, block, tract, and house and street address,
or similar description that will readily identify and
definitely locate the proposed building or work;

3. Indicate the use or occupancy for which the proposed
v-lork is intended.

4. Be accompanied by plans and specifications as required in
Section bne 301(c);

5. State the valuatio~ of the proposed work;
6. Be signed by the permittee, or his authorized agent, who

may be required to submit evidence to indicate -such
authority;

7. Give such other information as reasonably may be required
by the Building Official;

8. Include \'lhatev-er additional information is required by
any pertinent ordinance of the Ventura County Flood
Control District relating to fees for flood control
:!=_~_cilities j and .

Scc;_- UBC 301 (bj"':' fi) ----. !~ppfica tioD Do<?un-:ents_-. -.:.: _-~rhe :~-_ap·pl:Cc~-ti~n

for p~rmi"cs for buildinss shall be acco~panied by the doeu·
~ents listed below, unless the documents,· or-portions· thereof,
are- exempted b~7 the Builc1ing Official:

)

(a) Zone Clearance.
(b) Soi Is Repo;::t, except as not Y. equired in Sec. Ui3C 2905 (b) .
(cl Percolation test for private sewage disposal.
Cd) Water adequacy certificetion from the Ventura County

Fire District. Such certification ~ust indicate that
sufficient water is available for fire protection as
deemed necessary by the Ventura County Fire Protection
District.

EXCEPTIO~S: Certifications· will not be required:

(1) For additions or alterations to existing build
ings when construction U028 not exceed 50% of
the existing building area;

(2) For ne~ accessory structures when a main build
ing exists on the property;

(3) When total area cover~ge capdbility certifica
tions are on file for the area in which
construction i~ PLoposp.d;

(4) When, due unusual circumstances and factors in
an individual case, compliance with thi~ requim
ment creates a hardship on the applicant; and
such requirement is waived by the Board of
Supervisors; or

(5) For insignificant minor structur~s as determined
by the Building Official.

Sec. UBe 301(e) - i~~~r8itted Stru~tures - In order to'
properly maintain and safeguard healthful living conditions, it
is hereby declared unlawful ~o use any discarded, used,
salvaged, abandoned, or replaced street cars, box cars,
refrigerator cars, motor bu~ bodies, trailers or similar means
of conveyance, -or structures of s irnilur na ture or con~-:;truction,

for places of habitation, residence or business in this COUIlty.



Sec. UHC 301(f) - Exc·mptio!l frOfJ Ch::lp'cer - j\ p8rm.j.t sh~ll be
i.ssue'-} without fee and' no ins-pcction shall be required for,
ali'-=-: the provisions of this Chapter shall not apply to, any
bu_i.lding or struct.ure on prcperty held under one legal
m3nJgcmc~nt having an area of t\'lO and one-half acres or more
when such property is used primarily for agricultural pur
poses, and when such building or structure is to be used
exclusively as an IIAgricultural Building ll and does not exceed
1,500 square feet in area. This exemption shall not apply to
p~iViltc garages, structures which normally are occupied or
used by humari beings on a full-time or part-time basis, and
II i\gricul Lural Buildings II u~3ed primarily for horticultural
products.

:



Sec. UBC 301 (g) - "lai-vcr - !'linor Projects - The Building Offi
ci(ll may I by adr:tini:S"trativc order I WCl1.\Te permi t requi~-emcn ts
f C/°i:' n:i. no J: pro j c:c L.s \-/ll i;:. h arc nJ t. in iiTli c-..tl Lo tb (; PLlD]. i c 11 ea 1 t:h T

-safety or \';elfare, or ,\o,'hich because of their temporary nature
or special prupose, do not full \'1i thin the purvie\v of the
intention of this Code.

Sec. UBC 302(a) - Issuance - The applications, plans·and speci
fications filed by an epplicant for a permit shall be checked
by the Building Official. Such plans may be reviewed by other
departments of the Coun ty to check cOiupl iance ~·:ith the la"o~~s ilnd
ordinances under their jurisdiction. If the Building Official
is satisfied that the work described in the application for
permit and plans filed thcre\~ith conform to the requirements of
t.his Code and elll other pertinent County or State la....ls and or
dilian,~es etnd that the fee specifiE-cJ h-:t.s hf.;c~n I?{~ic1, [-,nd all
app1. icable £c;es for f] ood control faei Ii ties prescr i.}j';~c:1 by any
ordinance of the Ventura County Flood Control District have
1: '.." 11 . . t 1 - 1 1 •_ )een_ l?~ J_.Q r ne Sl1a ,JoS sue a per!~l t. 0 J.1ereIor t~J tne app ..... lca n t.

\'men the Dt.lilding Official issues the -permiE-·he--·shaiJ. eOridorse
in writing or stc~p on t'oth set.s of plans and specifications
"APPR0.....'ED. II Such approved plans and specifications shall noot
be altered without authorization from the Building Official,
and all work· shall be done in accordance with the approved
plans.

\'Yhere an indus try I process ing plant r or other co~r.ercia.l enter
prise has wastes r sewag~ or other effluent that is disposed of
In or on the grotlnd -in ot!H·~r than a i:-ecogni Z(?cI sewage tree.:. tI:1en t
plant, then the pl<.;ns Ii1USt be; approved for ~;uch c1ispo:;-~tl by the
County Health Official prior-to the issuance of any building
perr:-li t.

A building permit shall not be issued when terrain or topogra
phic features are present that pre~ictubly could pose a threat
to t:he life or safety of a building 1 s occupants or adverf3ely
affect the structural integrity of buildings and structures.
Such featur~s include but are not limited to:

(1) Construction above or belo·..l precipitous cliffs or other
nearly vertical land masses of unknO~ln stability;

(2) Construction on land subject to exp~nsion, contraction
or subsidence, or other soils and geologic conditions.

(3) Construction within designated waterways, watercourses,
flood channels or areas subject to flood or Hater hazald.
vlhere it appears to the Building Official that there
may be substantial d~nger that the building or struc
ture propos~d to be erected r installed r constructed r

reconstructed, enlarged or placed will be frooded or
inunda ted or sub:i eet to erosion hazard if the Hork·
contemplated by sneh appli.cant is completed in the
manner p~oposed or that the completion of such work
will result in the flooding or inundation of other
buildings _or stru~tures, the Building Official may
refuse to issue perBits and refer the matter to the
Engineer Manager of the Ventura County Flood Control· ." ~

District or other County officer for revievl and report
as.to such cl2nger. If the Engineer Hanager of the
Ventura Countv Flood Control District or other County
offic~r reports toha t such substantial danger exists r



the Building Official shall not issue the building
pcrmi.le until the applicant shall have incorporiltcd as
a purt of the plaris for ~\'ork t:o be done pursuant to
such perr:li t plans approved by the Engine(·;l.~ !·]an;.:gcr of
the Ventura County Flood Control District as providing
reasonably adequate protection for such buildings and
structures i~ consideratio!l of the use or proposed use
thereof.

EXCEPTION: Building permits may be issu0d ·i.'lhen special
Cdcsigns, supported by complete test data
satisfactory to the Building Official or other
involved County Departments, have been submitted
specifying the manner and method by \-lhich such
potential dangers have been eliminated or
neutralized.

\'lhen a perini t is denied for any of the above reasons, the
Building Official shall, within 10 days of such action, notify
the 2.pplicant in ,·.!riting of the reasons. The applicant shall
have the right to appeal such decisions to the Board of Appeals.

Sec. UBC 303 - Fees - Dele·te Section 303 of the UBC, provided,
hOldcver, that all natter \·;hich ",auld otherT,.;ise be subject to
Sec-tion 303 of the UBC shvlJ. be subject to Sections 3110,

.et seq'. of this Division.

·Sec. VBC 417 - Definitions "ptl - Section 417 of the UEe is
her:.::bv amended to·IncJ.11Ge c..IT""of: the defini tiOIiS cont':aincd
therein 'except -tbat "pGrson II is here:by amencJ."ed ~s follows:

: "Person II - is a naturci.l person, his heirs, executors,
~administrators, or assigns, and ulso inc]~des a firm, partner
,ship, corporation, municipal or quasi-municipal corporation
. or governr:.:ental agency, its or t-.hei.r successors or assigns,
; or the agent of any of the aforesaid ..

Sec. USC 701 - 9roup B Occuna~cies - Group B
Occupancies shall be:

"Division 1. Any assembly building with·a stage and an
occupant load of less.than 1000 in the b~ilding.

Division 2. F4ny asscl.lbly building viithout a stage and
having an occupant load of 300 or more in the building
including such buildings used for educational purposes not
classed as a Group C or Group F, Division 2 Occupancy~

Divi s ion 3'. Any assembly bui lc1ing wi thout a stage and
having an occupant load 'less than 300 in the buildIng
including such buildings used for educational purposes not
classed as a Group C or Group F, Division 2 Occupancy.

Division 4. Stadi~ms, reviewing stands, and amusement
park structures not included within Group A nor Divisions
1, 2, and 3, Group B Occupancies. Specific" and general
requirements for grandstands, bleachers and reviewing stands
are to be found in Chapter 33 .

. ~. _._.........---~ --_ .... ~ --..... --_.__ .... ----_..._----_.------------~-------_._-----_........ ~._-~ . -' - ...... _. -. .~ ........ - ..



'For occupDncy separations see Table No.5-B.

For occupant load see Section 3301.

A£~scmbly areas 'having an occupc:.nt load of less than 300
occupants which exit independently of all other assembly
areas need not be included in determining the total number
of occupants for purposes of this section.

Sec. UBC 1002 (b) - Special Provisions - Division 5 Occupancies
shall have exterior walls of not less than one-hour fire
'resistive constructibn or shall be surrounded by public spac~;
streets, or yards, not less than 60 feet in width.

The area increases allowed by Section S06(a) shall not exceed
.500 percent for aircraft repair hangers.

: In areas \'There marine motor vehicles or airplanes ure stored,
: repaired, or operated and where fla~~able liquids are stored
. or used, floor slabs and surf'a.ces sha 11 be portland cement
. concrete.

:For special provisions and hazardous chemicals and magnesium
:see also the Fire Code.

: I\. Division 4 Occupar;cy having a floor area of not exceeding
2500 square feet shall have exterior \'/alls of not less than
two-hour fire-resistive co~struction when less than 5 feet

"from a property line and of not less than one-hour fire
resistive construction when more than 5 feet but 1e~;;s t.rten
10 feet from a property line, when located in Fire Zone No.3 .

. ...;..

"40. ~ -~~.:o- __ •.•• ~ ..... ,.. - ~ _ .....-.- •.~- ..... _~.-4" ........ _ .I'.~•• ... ~_~_ ~_. _ •• I'~. __• - ~_ ....



Note: Tables in DEC Chapter 29 appear at the end of the Ch~p~er

Sec. VBC 2903 - EXCj\VA'l'IO~JS AND FILLS -

Sec. U~C 2903(a) - General - Excavations or fills for build
J.ngs or s·tructures ·sfl.-:..ll be so construct.ed Oi:" protect.:ed that
they do not endanger life or property.

Cut slopes for permanent excavations shall not be steeper
than 2 horizoDtal to.1 vertical 2nd slopes for permanent
fills shall not be steeper than 2 horizontal to 1 vertical
un1.t.;~;s substantiatj.ng data justifying steeper slope:> are
submitted. Deviation from the foregoing limitations for
slopes shall be pernitted only upon the presentation of a
soil investiga.·tion report (rE~fer to Sec. UBC 2905 (c), Item 14)
acceptable to the Building Official.

No fill or other surcha.rge loads shall be placed adjacent
to any building or structure unless sue}1 building or struc
ture is c~l?uble of ~'Ji thstariding the ac1di tional loads co.used
by the fill or surcharge.

Existing footings or foundations which may be 2ffected by any
e~-:c<tvdtion Ei'li"tll be u-'1dErpinned: zu3.cquatcly, - or other'dise
protcc~e~ agains~ settlenent, and shall·be protected against
lat.-oral move;n8nt.

Fills to be ussd to sup~ort the foundations of any building
or structure sh2.11 he placed in 2.ccordaIlcG \-lith accept.ed
engir,.eering practice. A soil invcostigation report aDd a
report of safisfactory placement of fill, both acceptable to
the Bu.ilding Off icial, shall bc~ submitted.



Sec.
be:

1101 - Group F Occl~1?:ln<2.ie~ -- Group F Occupancies shall

1~i-J5.sion. 1. Gasoline service statio!1s, stO.L-Clqe. gu,:cag-cs i,·.'!:cre
ilO repair Hork is done except eXCh2:1CjC of parts ~nd P.1~lint.c:na!lce

requiring no open flame, \.;clding, .or the usc of highly flam
mable liqu:ids.

!?ivi-.:~i0I?---.?_. \'~holesale and retai·l stores, offi.ce buildings,
drinki~g and dining establish~ents having an o2cupant loan of
less than 100, printing plants, Elunicipul police and fire sta
tions, factcries B.nd workshops using materials not highly
flar.~lable or conbustible, storage and sales rooms for combus
tible goods, paint stores without bulk handling. (See Section
402, for defini tion of Assem.bly Buildings.)

.B!.'.ilclings or portions of buildings hnvin.g rc-,oms u~;ed for educa
t.i.Q11al purpos(~s, beyond the 12th grade wi th less than :'0 occu~

punts in any room.

Division 3. Aircraft hangars where no repair work ·is done ex
C2P~ exc;lange of parts and ~aintenancc requiring no open flame,
w81ding, or the use of highly fla~mable liquids.

Open purking garages.

Heliports'.

. Df v.i~;ion 4. Special purpose t~c.st f2cilities, oil refinery
. towers, and similar structures which, because of their
uniqueness 1 cannot be classified in any other ca.te'~ory. Use
restrict.-i-ons and .-. rcauire::ients of the G:COUD F occu~)ancy t:ha t
most nearly reser.1ble~ ·t.he Division 4 occup;.ncy shail be r3.pplied.

For occupancy separations, see Table No.5-B.

:For occupant load, ·see Section 3301 •

.Use provisions of Part III, Part IV, and Cha?ter 33 of
:Part VII may be rnodifiedby the Building Official for Division 4
occupancies when iridividual circumstances in th~ design make
compliance with the listed requirements of those provisions

. impractical. .

~Sec. VBC 1102(b) - Speciat Provisions -·Marine or motor vehicle
: service stations including canoples and sUPI-ort~: over pumps
. shall be on noncombustible, £j.re-retardant treated vlDOd or
of one-hour fire-resistive construction.

EXCEp rrrOt'lS: 1; Roofs of onc~-story service stations may be
of heavy-timber construction.

2. Canopies conforming to Section 5212 may be
erected over pumps.

·In areas where motor vehicles, boats or airplanes are stored, .
and in gasoline s~rvice stations, floor slabs and surfaces shall
be portland cement concrete. Floors shall drain to an approved
·oil separator or trap discharge to sewers in accordance with
.the PluDbing Code.

-~ "'~--' -":. ......... ~ -.. . . -..... ~. - . ~ .. . .. - ~ ~ ... ~. -~ -..~. - ~ -~.-~ ... - _..... --- - - -.-... . ........ ~
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Storage areas in excess of 1,000 square feet in connec~ion with
\·.'ho1QSiJ.lc or r!2tail sales shall be separated. from the public
.2.re.as by 2. One-Hour Fire-Resistive Occupancy SepuY.'a.tio/1 as
defi.ned in Chapter 5. Such areas may be increased to 3,"0 00
square feet ""hen sprinklers 1 not other\vise required, are
installed in"the storage area.

EXCEPTIO~: A One-Hour Fire-Resistive Occupancy Separation
is not required when an approved automatic fir~-extinguishing

s1's tcra is insta lled throughout the buildir:.g. i\rea increases
also shall be permitted as specified in Section 506(c).

" For attic space and ·draft stops see Section 3205.



CHAPTER UBe 15

BEQUIREMENTS.FOR GROUP J OCCUPANCIES

Sec. DEC 1501 - GrouD J Occupancies D~fined - Group J
Occupancies shali be~

Division 1. Private garages, carports, sheds t and minor
buildings.

Division 2. Fences over 6-feet high t ·tanks, and towers.

Division 3. Agricultural buildings.

For occupancy separations other than agricultural buildings,
See Table No.5-B.

For .o:.;c'..~pant load see Section 3301.

-Sec. DEC 1503 - ~ocation on Property - For fire-resistive pro
t~ction of exterior walls and openi~gs of Group J, Divisions 1
and 2 Buildings,- as determined by location on·property. See
Sec. 504 and Part v.

-Sec. BBe 1505 - Carport and Garage FJ.cor Surfaces - Carport and
garage floor slabs and surfaces shall be portland cement con

·crete.

EXCEPTION: Floor surfaces of carports, not located under
useable floor area or att.ic space shall be of noncombustible
materials of asphaltic paving materi~ls.

; Sec. U3C 1506 - Fire Protection Fror:! Au t.orr1(Jbi Ie Storage Areas
Adjctccnt to Group-:TC)i::--fOC:CUr;2IiCie::3 - ~·lhen living quart-ers arc

"loca tea. 0:1 any sJ~ory above the story of an automobile st.orage
area, \';alls and ceilings listed belo~tl, [lay be f ireprot(~cted

;as required for on0-hour fire-resistive construction for a
:horizontQl distance of. eight feet beyo~d any exterior ~Jalls of
'the story above. The fire protection need he applied on the
automobile storage area and entrance side only to:

-1. ~alls and ceilings of an automobile storage area such as
garage or carport.

2. Walls adjacent and within three feet horizontal of
automobile storage area entrance driveway.

3. Horizontal projections above automobile storage area
entrance driveway, such as ceilings, decks and balconies
of story above.

In cases \'ihere exterior \-Jalls of the dfdelling intersect a
required fire wall, and contain openings within three feet of
such fire wall, the protection on the garage side shall extend
four feet beyond such int~rsection.

Should othe~ Code provisions "be more restrictive than Sec.
VBC 1506, the most restrictive shall govern.

':'''' - _ ~~- ~.~ ~ . ..,."•• ~ ~ __ • ~ ''''-4 - ~ _ __ ~ .~.; " _._~ "_;' _. __ ._.- r ...., ~••.• + ._•. _ ~.". __._ .• +_ __ _ _ _ ._a
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Sec. UBC 1507 - Purpose - r~Phe purpose of the sections herca£t.er:
in DBC Chapter 15 is-to provide a reasonable degree of safety
for.agricultural buildings.

Sec. DBC 1508 - Scope - The provisions of the sections hereafter
of this Chapter shafr apply (~xclusively to agricul tural build
ings located in Fire Zone No.3. Such buildings shall be
classified as a Gro~p J, Division 3 Occupancy and shall include
the following subdivisions:,

1. Horticultural structures (greenhouses and crop
protection), shade and storage st.l"Uctures having non
combustible and .non-explosive contents.

2. l:1ilk baJ:-ns: liv(~st.ock structures, p::>ultry structures,
shade and storag'2 struct.urcs having combustible contents.

Sec. UBC 1509 (a) - General - Buildings classed a.s Group J,
Division 3 Occupancy shall be of one of the types of con
struction specified in t:his Code and shall not exceed the
area or height limits spe~ifieG in Sections 305, 506, and
507 and DEC Table No. IS-A.

Sec. DBC 1509(b) - Sp9.cial Provisions - The area of any
on~- or two-story G~6~p J, Division 3 Occupancy shall not
be limited if the buiJ.ding is entirely surround~d and
adjoined by public space, streets or ye..rds not less than
60 feet in width and is provided with an approved automatic
fire-extin~uishing systen throughout, conforming
to U. B. C. Stanoard No. 38-1.

The irea of a-o~c-st6r~ Group J, Division 3 Occupa~cy in
a Type I, Type II, Type III HQavy-Timber, Type III One-Hour,
or Type IV building shall not be limited if the building is
entirely surrounded ~nd c~djoined by pulJlic space, streets
or yards not 'less than 60 feet in "ltlidth.

The are0 of a one-story Group J, Division 3, $ubdivision 1
structure shall be limited to 50,000 square feet if the
structure is covered ~,'lith polyethylene (vinyl) plastic or
polypropylene-saran cloth shade mat:erial sheets "'hich do
not support combustion, and the structure is entirely
surrounded by public space, streets, or yards not less than
20 feet in width and separated from si~ilar buildings by
not less th2n 20 feet .

. : The area of a orle-st.:·ory Group J, Division 3, Subdivision I·
structure shall be unlimited if the structure is covered with
polyethylene (vinyl) plastic o~ polypropylene-sar~hcloth
shade material sheets uhich do not su?port combus.!cion,and the
structure is entirely surrounded by public space, streets, or
yards not less .than 60 feet in width.

No portion of Group J, Division 3, Subdiv~sion 1 shall be
used for storage of any cOITbustible material unless
separated from the remainder of the building by a onc-hour
fire-resistive occupancy separation as d~fined ln Chapter 5,

·,.L!BC, 1973 Edition.
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Sec. UBC 1510 - OC_~~J?.J.ncv Ser?..~:'~l.tioll~ ".- Occupancy separiltions
shall be as specj.fied in Section 503 and OEC Table" No. 15--13.

Sec". UBC 1511 - Location on Property - Fire-resistive prGtec-
tion of e>:tp.rior \·:alIs"ancr openJ.~ngs of Group IT. Division 3 r

Bnildinqs shall "be as determined by UEe Table No. lS-C and
Part v.

-Boiler rooms shall be enclosed "-7ith a one-hour" fire-resistive
occupancy separation as defined in Chapter 5, UBC, 1973
Edition, a~1d shall be -located a minimum of 60 feet --_."
froM property lines and adjacent buildings occupied by human
beings.

EXCEPTION: Detached boiler rooms separated by a minimum
of: 6-feet from adjacent structures-usually not occupied by
human beings need not be enclosed with the one-hour fire
resistive occupancy separation.

'. "'._ ' • . ~- .... r- • ....__.,., •• ,_ ~_~ • -,.~ ~.-. -_ '.- .. ~ -.~ + •. "- ~ -_._._ _ - - --~. ~ _.- -~- - ._-. -_. -.-,,,, - - ".-



USC T/'SLE NO. 15·A- :Jf\SIC flLlCW,iSlF.IiREfI FOR r. Cr:O:.J? J, DlvrSIQN 3 OCCUrM~CY. Oi,E $TOr:V IN HEtGHT,
LOCATED H~ FIHE ZeNE t~a, 3, f\;;n ~M\~i~W,\1 ilt:IGHi OF SlJell DCCUPM~CY

II I HI IV V-.---.--.---1------- ---'[ .-~.
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M.'~iMIII" Ifc:~~l i~ Stoflc~2

t'ltlilnill·d J l~ =1--.1 [---~--"-"l=-·-·I---or ~ T--'J--T 2

l Sce Scction.UDC1309 for unlimited areet under cc.rtnin conditions ..

2For llici..,i.l1~-:m height in feet, sec U3C T2..ble No ~ 5-D.

. ?
UBC TASlE NO. 1!j·B - RCU:JlllED SEPARf\TIO~;S nETWE~~ GROUP J, C;V1SION 3 ANn OTHER OCCU::'A~,CIES oJ

(lr. flours)

?'\
(kn1p;\l\l'Y --.l-~_·-I'·-·~··_L-(~·---I---~·-..I-~::---.l-~:~-f-~: ..-.I_-!2_1 ~J_l_1.-1 I I

Halill~ 1··l ·l 1·1 ., I ·1 I·: 1 I 1 I I 1
• I

3See USC Sections.1509 and 1511 for additional r~lired separatibns.
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UEC TABLE NO. 15-C-t'lALL AND OPENING PRO'rECTION FOR GROUP J, DIVISION 3 OCCUPANCIES BASED ON LOCATION

OJ? PROPERTY

(For all types of construction)

Located in Fire Zone No. 3

~

Exterior openings to be I

protected less than
3-feet

Protected less than
20 feet

. I J

I
I

1 Hour less than 20-feet

,_._-----
Milk barns, livestock structures, I

poultry structures, shade and
storage structures having
combustible contents

2

I' J ' !. I

. PUBDIVI~~~ DESC~~_~~_O~~Ul'~'NCY_ '-:[i~fEI2K~~~£¥·~~~r j._~~.ENINGSW~~L;XTERIOR i

I I Horticultural structures (grccn- I
I
I houses and crop p:,:otcction) r sh.:tdc

1 and storage structures hC1.ving 1 1 Hour less than 3-fcet

I
non-combustible and non-explosive
contents

I'

1

(1) When requirements in UBC Table No. l7-A for Types I, II and III buildings are more restrictive,
they shall apply ..



Sec. tJBC 1605 - R(~;str.iction~; 5_n Fire Zone No.4 - Pire Zone 4
is defined ~s 2ny <lrca \·;ithin 500 feet of noncultivated, brush
c\')""c?~c:(l hi.]]:, :~~.i""~, sri C~(~~;i::'fnv.t.ec1 by 1-.he Vc\nt:lIr~: Cou:"JLy Fire.
Protection District.

l~reas ~'lithin Fire Zone 4 shall be excluded from such zone when
a condition of Tentative Tract Map approval requires the re
moval of forest, brush or grass-covered lands for a distance
of not less than 500 feet from the area to be excluded, and
\vhen f-:.uch condition has been fulfilled.

(a) Requirements .in Fire Zone 4 for the fire-resistive pro
tection of exterior walls and openings, as determined
by location on property, shall be the same as required
for Fire Zone 3, except the exterior side of the
ex-teria:::- KalIs for the lo~..ler "t\·;o stories shall be
protected as requirec. for one-L:onr CCDf.itruc·ti.on. DrY\lall
on the exterio~ face of studs shall be protected by a
,,\-'cather resistive barrier and siding \·,i th nails increased
in length accordingly.

(b) Roof covering. Roofs of such buildings shall be covered
with a fire-retardant roofing conforming to one of the
follo\·;ing:

(1) As specified in Section 3203(e).
(2) As specified ~s Class C by a recognized

t_esting labo~-:-atory.

(3) Special Purpose Roofs ~pproved by the
Building Official.

( c) Horizontal Prot2ction. Portions of the structure !:!hich
have combustible cO:Istruction eler.1ents in the horizont.al
plane, locate::d on the e}:terior o~ t.he building InUS t be
protected as required for one-hour or heavy timber
constructioa, but such protection need not be applied to
those cle~ents \'ihien are locatE:d inside the structure.
Heavy timber floors of tight-fitting plank, splined, or
tongue and groove, of not less than three (3) inches in
th ickness need not be covered vIi th flooring or plY\"iood.
The following are examples of elements requiring pro
tection from threatening external fires:

Exposed rarter tail-s and roof shea.thing (eaves).
The underfloor system of II stil t type II canst.ruction.
Combustible s·ta.ir\·,~ays and balconies.

(d) Fire SprinBers. Although their installation is
encouraged, nei i.:her manual nor aut::omatic sprinklers
nor other water systems may be substituted for the
fire retardant roof or vertical and horizontal
protection requirements set out in sub-paragraphs
(b) and (e) of Sec. DBC 1605 for the reasons that,
among other things, such sprinklers are subject to
corrosion, neglect and mechanical damage and 2re
dependent upon an assur~d"water supply for their
effectiveness.



(e) The following exceptions ~hall apply to Section 1605:

(1) Buildings or. structures not used for hur:1an
occupancy \·:hich are located fifty feet or more
from buildings or structures us~d for
human occupancy shall not be required to have
fire-resistive wall covering.

(2) Buildings not used for human occupancy \·,hich are
Ioea-ted less than fif-i:::t (50) feet from build
ings or structures used for human occupancy
may have noncombustible exterior sides for
exterior Halls.

(3) Carports open on two or more sides located less
than fifty (50) feet from buildings or structures
used for human occupancy shall have the underside
of the roof of heavy timber construction, or
protected with materials approved for one-hour
fire-resistive construction. Supporting members
shall be heavy timber or protected with materials
approved for one-hour fire-resistive construction .

.(4L.__ .~·~indo·,·lS and doors in ezterior walls shall noJc
be required to·be fire-resistiv~ unl~ss other-.- .---~~~._-.~-~_=~ :_-'·d.-s-e- so -r-c:.qui -red by -the-provis lOnS .of -the Unifo-rm·

__ ___ __. - -Bu~~_d _ing -Code, 19 7 ~_ E~i ti?r1~· ----.-.. --- -. ------"- ..- -." ~_~ ~ __"_. "

(f)- -No -attic"or foundation ventilation openings or ventila
tion openings or ventilation louvers shall be permitted
in soffits, in cave overhangs, -b0tween rafters at eaves
or other overhanging areas. Attic and foundation
ve_ntilation louvers and ven.ti1ation openings in vertical
Halls sha11 not e:·:ceed one hundred and forty (14 0)
square il~ches each and shall be cov~~red \';3. th one- fourth
(1/4) inch mesh corro::;ion resistc.nt IT:stal screen.

; .

(g) Each chimney used in conjunction with any fireplace,
barbecue, incinerator, or vny heating appliance in
which solid or liguid fuel is used, upon any building;
structure, or premises locu~ced \'ii thin 200 feet of
Fire Zone 4 or any United States Forest Areas, shall
be maintained with a spark arrester constructed with
heavy 'i,'lire mesh or other noncombustible rna terial ldi th
openings not to exceed one-half inch.

Sec. UBC 1704 - Roof Coverings - Roof covering shall be fire
-retardunt ezcept in Type V buildings housing Groups H, I, or
"J Occupancies, where it may be as specified in Section 3203(£).
Nothing herein affects the restrictions in Fire Zone 4 as set
forth in Section UBC 1605 of this Chapter.

EXCEP'rIONS: In Fire Zone No.3, Class C roof coverings vJhich
compJ_y with U. B. C. Standard No. 32-7 and roofs of No. 1

.cedc:n:· or red~../ooc1 sha!~cs a.nd No. 1 shing-les constructed in
accordance with requirements of U. B. c. Standard No. 32-14
for Special Purpose Roofs may be used on buildings of Types
III-N and V-N construction housing Group B, Divisions 3 and 4,
Group C, and Group F, Divisions 1 and 2 Occupancies, provided
the horizontal" clearance between cornice ~nd property line,
except street front, is not less than 10 feet.

Skylis.rhts shall be constructed as required in Chapter 34.
houses shall be constructed as reql.1ired in Chapter 36.

Pent-



For use of plastics in roofs see Chapter 52.

Tor Attic Access and Area, sec Section 3205~

For Roof drainage, see Section 3207.

Sec. VEe 1807 - SPECI~1.k.RROVISTOi~S FOR HIGH RISE BUILDINGS 

Sec. VBC 1807(0.) - .Scope - These requirE:nents shall apply
to all types of OCCllP211Cics for high risc~ buildings and
shall apply to all floo'J:s \·.ri.thin, regardless of the type
of construction .. A high rise building is defined as a
building having a height of seventy-five feet (75 1

) or
greater, or having more than six (6) stories ..

Sec. lH3C 1807 (b) - CODJ?2rtgent~~.:.ron - Cornpartmentation
shall be provided in every building to provide areas of
Tcfugc for the building occupants. This may be provided
by either of the following:

1. Horizontal exits dividing a story into two or
more areas of 2pproxi~ately the same si7.e not
exceeding 30)000 square feet; or

2. Subdividing tflt:: ~uilding ~nto £ive-s~ory
compart82nts oy lnterruptlng the stalr
shaft with smoke barriers every fifth
floor 01~ through the us e of 'smokeproof
enclosures for all stairways or any other
method ,,;hich \'71.11 protect against th~

mOVE:mCl1 t of silloke from one comparti"aent
to another.

Openings in exterior walls) located vertically above one
another, shall be protected by approved flame barriers
extending thirty inches (30") beyond ·the exterior v;all
in the pL:u1e of the floor or by vertical panels not less
than three feet: (3 1

) in height.

Horizonta1 exi t \·,alls us ed for compartmenting a building
shall not have openin;s therein \o711ich \'lould permit transfer
of smoke fro~ one co~partment to the other except for
required exits ..

Sec. UBC 1807(c) - fi~~J.RrM - A manual fire alarm box
. ·shall be located adjacent to ezit doors :Lnto stairVlay

shafts and in Gveryelevator lobby. The bo x shall be
connected to the ccnt!:al or fire control station and to
the voice cOE%vnication system as required by Secs. UBC
1807(£) and (g). The system ~hall be d2signe~ i~r
accordance with UBC Standard No. 18-1, to be based upon
applicable provisions of the National Fire Protection
Association Standards 71, 72A, or 72B.

·Sec. UEC 1807(c) - Voice Alarm System - Doth the detection
system and the fire alar~m system shall activate a voice
alal~ system capable of bein8 operated from the central
or fire control station on a general as well as a selective
basis dependent upon the compartmentation involved. The·



alarm shall be designed to be heard by all occupants \vithin
the building or des igna ted portions thereo·;'..:.--~: ~;pc'.c:i [j ed
for the voice co~~unication system. The elevator lobby
detector required by Chapter 51 shall be connected to the
system.

Sec. UBC 1807 (f) .;. Voice CO:iL'"":iunica tion Svs tem - There shall
be t\~·o s eparate, approveci COll t inuou·s-j~~- eI"ec trically
supervis ed voice COtTullllLlica tion sys tCii:S; on(~ for Fire
Department co:nmunication system and the other a public
voice cOffi2unication (address) syst~n bctNecn the central
or fire control s ta tion and the follo'\·;ring areas:

1. Elevators, elevator lobbies, corridors and stair\'lays.

2. Every office area exceeding 1,000 square feet in area.

3. Each dwelling unit and hotel guest room.

4. Or any other bccupancy and/orrooills a~ may be
required by the Fire Department.

lfuen approved, the Fire Dppartment co~~unication system
may be cc@bined \·.'ith the rublic voice communication -system
and voice alarm system.

Sec. UBC 1807(£)-(1) - Eire Depar~:m2n~_ComnunicationSvstem-

A SOlJn~1 pO~:i'ere~d tc:lephon~ corr::-nunication system capable of
COUimunlcatJ.on Dct~·:een all floors and ;;lith the Fire Control
Station shall be: provided as folloldS:

(a) Phone jacks shall be located:

(1) At every floor level in each stair shaft.

(2) At every exterior Ioea ti.on 'i.vhere a stair
shaft exits to a public r,'lay.

(3) At the exterior of e~ch stair shaft
penthouse located on the roof.

(b) All exterior phone jacks shall be designed to
cormnunicate r,-lith the fire control station and all
other levels of the building, including external
locations.

(c) Sound po1,'lcred phone equipment, including
communicaticns panel, phone sets andlocat.ion
of phone jacks, are subject to Fire Departmen:t
approval.

(d) A minimum number of hand-held phone sets shall
be made available and stored at the Fire Control
Station.

Sec. nBC l807(g) - Central Control Sta.tion or Fire Control
Station - A central or fire control station for Fire----
DepaTtQCnt operations shall be provided in a location



approv"td by the Fire Dcpo.rte"t(~nt. I t shall contain the
voice comnlunica t ion sys teras panel and the controls therefor·- . ,
f ~~ rc. d(;" t cc. t.: L:lfI Li.l-id .:.:.l.:l-::-iil ~:.:y;~:: C~iil p':'inc.ls..; ::'.-L:Li.tu~ .:iXid :1.('.3 lor!;
and controls for elevators and air handling systems; con
trols for unlocking stairHay doors; annunciator and the·
controls therefor; -a minimum nUQbcr of hand-held phone
sets; a public telephone; auto3atic sprinkler valve and
water flow detectors; and standby power controls and
indicator. .

Sec. nBC 1807 (h) ~ Si:!lqke Control - Natural or filechanical
ventilation £01.· the removal of the products or co:nbus.tion
shall be provided in every story and shall consist of one
or mOl.·e of the fol1o~'fing, as determined by the Building
Official:

1. Panels or \·d.ndo~!s in the exterior \'lall ~'-lhich Ci.:l~n

be opened fro~ an-approved location other than the
fire-floor. Such venting facilities shall be pro
vided at the rate of at least 20 square feet per
50 lineal feet of exterior wall in each story, and
distrihuted around tb~ D2rimeter at not mo::-:-e than
fifty foot (501) intervals. Such panels shall be
clearly identified as required by the Fire
Departmen t .

2. Approved tE:mpcrecl glass may be use in lieu of
openable panels.

3. \·:hen fire spri.nklers are ins taIled in c:ornpJ. iance
\'lith Sec. UJ3G 1807 (rf!) , tbc mc:.chanical air handling
equipment Elay be des i.gned to assis t ·smoke removal.
Uncle}.:" fire condi tions, the r£turn and exho.us t air
shall be taken direc tly to th2 au ts icle '11 ithou t
recirculation to other sections of the buildings.

L}. A Ehaft through ;;·;;hich saloke and hE!at can be
.mechanically vented to the outdoors. 'rne size
of the shaft shall be uniform throughout and of
such dimensions as to provide not less. than 60
air changes per hour in the largest compartment
served any~vhere in the· building.

Openings into the shaft shall be protected with
an automatic single piece shutter located as high
in the room as possible and designed to vent the
entire cO:.lpartment.

Smokeproof enclosures may be eljminated if each required
stain'lay is pressurized RS provided in Sec. UBC .3.309 (h) ,
to . 15 inch of \va ter colunn. This sys tem shall be inter
connected to activate upon the operation of the-fire
sprinkler system and shall remain oper<lble in case of
failure of the electrical service in the building.

A control for the smoke c9ntrol system shall be installed
at the fire control station designated by the Fire Depart
ment. TIle panel shall contain controls for r(~ote operation
of the fclns, bloH(~-L~S and s:noke-control dampers. The panel
sha11 COil Luin me:ans to indiea t(~ \·.:he ther the fans and b lo~·.'crs



arc energized, the position of ill smoke-control dampers
;::.·nc1 in '.vhich floors 01" ducts the smoke detectors hav~ been
activated. Indication shall be actunl operation of a light
01.~ other activ2 signal. Til.e smoke-control system shall be
maintained in good working order~ Smoke-control d~~pbrs,

fans and blowers shall be 0Eeratcd at lenst every six months
by t.he o;·:ner or his representative. A H-ritten record avail
able to the Fire Department shall be kept on the premises
of all maintenance and test operation of emergency equip
ment.

Every duct and plenum shall be constructed of metal as
specified in the UNC Table Nos. lO-A and IO-B.

Exception: This shall apply to that p~rtio~ ..
of a required smoke control systCt<l \·;Olcn lS utl.lJ.zJ.ng
the cornfort heating and cooli.ng circulating air
supply ducts o.nd plenuzfls for Sf.l0ke removal. . Ducts
e:nd plenu~Tis shall be substantially airtight tllrough
~ut and have no o~enings ot~er than th~se required
:tor proper operatlon c9.nd malntenancc or the syste3.

Se.c. UBC 1807 (i) - Elev,~tors - There 51-1211 be provided at
least one elevator in ~Qch hank available for Fire Deoart
lller:t access to any floor. rl.'lle elevator shall onen into a
lobby, \'lhich E:3.Y serve other eleva tors, and shall be
separated fro2 the rcnainder of the building by construction
as requ ired for corridor;;. The el evator may be Ioea ·ted
Hithin a smoke:pY.'oof enclosure. See DBC Chapter 51 for
additional requirements.

All el~vators shall have smoke detectors over elevator
"call buttons". The dc::tcctor, \'7ac:'1l activated, shall
deactivate the elevator controls and allow the elevator
to safely pass the floor or floors containing fire.

Installation, alteration and major repair of any elevator
system shall be performed under pCLlnit of the Department
of Building and Safety, when a pennit is required by that
Department.

Sec. UBC 1807(i)-(1) - Fire Control El~vf-ttQ.E - One
elevator in each bank of elevators shall be designated
for Fire D~partment usc and shall have its controls so
modified that a key switch located in the fire control
station \--1i11 recall said elevat"or to the floor where
the fire control station is located.

Sec. USC 1807 (j) - St2.nd12.v PO~I_ and Light - There shall
be a permanently installed stanel.by electrical pO~'l-er and
light generation system driven by diesel engines. The
sys ten shall conform to UBC Standard l'~o ~ 18. 1. The sys tern
shall ·be equipped \'li.th suitable means for auto~aticQlly

starting of the generator set upon failure of the normal
electrical service and for automatic transfer and operation
of all the required electrical functions at. full power
"li thin 60 s econcls of such norillal s ervic e failure. ~ys tern
supervision with manual .start and transfer features shall
be provided at the central or fire control station.



An on-preElise fuel supply sufficient for not less th£Hl t\-lO

h01.,lrS full de~!land operation of the systera shall be provided.
All pO;Jcr, lir;hting, signal, and co::-m~:..:.nicti.tlon f~cil.i.tics
provided under t.he requirements of this Section shall be
trans f crab Ie _to 1;hc s t-andby pO~'ler sys tem.

The po'\Ver requirement shall be determined so as to provide
service to, but not limited to the following:

1. Fire alal~ system

2. Exit and othel": emergency lighting

3. Fire protection equipment

4. Mechanical ventilation required by this Section

5. Fire Department elevator

6. Voice communication system

Sec. lJBC 1807 (k) .. Sf~iStTI·tc ConsidcY[-ttj.ons - In Seismic
Zones No. 2 and No.-3 the- c:"nchoiage--'of tnc folloHing
mechcnical and electrical equip~enL TQquired by the Section
shall be designed in accordance '\'lith Sec. UBC2311+ for a
lateral force b2sed on a C -value of 0.5 unless data sub
stantiating a lesser valuePis furnished:

1. Elevator drive and suspension systems

2. Standby power and lighting facilities

3. Fire; pumps nnd other fire protection equipment

Sec. UEC 1807(1) - E:s.-its - All stair1day d001"S 'I;'7hich are to
be locked frOi"il the: stairuay side sha.l1 have the capability
of being unlocked \1ithout unlatchir16 upon a signal from the
central or fire control station.

Emergency .telephones available to the public shall be
provided at not less than every fifth flobr in each
required stairway.

Sec. UBC 1807(m) - Automatic Fire fu?rinklcr Svstc~~ 
Automatic sprinkler system prote~tion, confor:aing to the
follo~ing, shall.be provi~ed in addition to compartment
ation:

1. The sprinkler system shall be hydraulically designed
using the parameters set forth in DEC Standard No.
38-1 and_the following:

(i) Shutoff valves and \"ater floH devises she.1l 
be provided on each floor. In addition to
actuating a local alann on the floor upon
which the. \Vater flo~v is detected, such valves
shall be supervised by a cont~nuously manned
control station or by a central station.

(ii) Ibc sprinkler system shall be looped betHeen



st~ndpip~ rise!s.at.the ~~ttom, to~, and~id
hCJ_glyt at all bu~ldll1gS \-]lth a rna:::Ll~~t~-r! at
t"t'lenty (20) stories served by any loop. At
each loop level there shall be check valves,
the ins talla tion of \;~hich shall be approved by
the Building Official. .

. (J.l_~) Piping may be copper or steel \'lith no nn.l1:Lmum
size of pipe required. Solder used in connect
ions shall contain not less than 95 percent tin
and 5 percent antimony.

(iv) Pitching of lines is not required.

(v) A minimum of 'two fire pumps independ~ntly

driven shall be provided arid sized for the
sprin~(ler c1e~and a.nd, ~or a miniT~u~ 500 gall~ns
per r.ll.nu te Fl.re Depart:mellt s tanClplpe opere: t10n8 .

(vi) An on-site supply of water equal to a 20
'minute demand or 15,000 ga lIons on CJ. co:cbined
sprinkler and standpipe, Hhichever is the
sm~ller, shall be provided. This supply shall
be avai12ble autci:13.tically if the principal
supply fails.

(vii) 'Operation of the sprinkler system shall activate
the voice cO~rlunication systeii1.

(viii) The autorr~:3.tic fir(~ sprinkle.r sys tern shall be
installed to provide coraplete coverage of all
areas of the building.

EXCEPTIO:'1: Sprinkle.rs nEed not be ins taIled in
boiler rooins, bD.nk vaults, teJ.ep~1CJne equipGlent rOOins)

or escalD.to}~ gear rooms containint elec trical sf,·,ritches;
nor in spaces occupied by electrical generating and
trans fO:~TJing appara tus and sHitcllboards; nor any room

. lIhcre the applic2.tion ,?f ,,;rater or. flarae . and ~vas~r to
the contents nay constltute a serlOUS 11fc or rlre
hazard; provided that other approved fire protection
equip~ent is installed.

(ix) System piping shall be hydraulically designed
throughout all areas usi.ng 8inimu~n design
densities and lliaximum areas of application as
f0110\'1s:

a. Light hazard occupancies - 0.125,~PM per
~quarc foot and 2,000 square feet.

b. Ordinary hazard occupancies - 0.20 GPM
and 4,000 square feet.

c. Other occupancies - as !equired by the
Fire Department.

(x) Standpipes, v'?here inlet connections faY t\'lO or
more standpipes are installed at one location,



shall be connected to one set of Fire Department
inl c.t conncc tions . \'!here Firc D2r.3_rt·~n.C'nt i.nlet
connections for standpipes are installed at
separate locations the sign "combination stand
pipeT!. shall also callout the lccation of the

. stc.ndpipe in the b~lilding,. i. e., east, .\-lest,
. etc., in addition to the Hords "combination

s tandpipe" .

2. l,n1en the autOr.1a tic sprinkler sys teta described above
·is install~d, the folloT.-iing reductions frow the
requirements of the Code are pennitted:

(i)

(ii)

The fire·-resistive time periods set forth in
UBC ~able.No. 17-~ may ?~ reduced.by one ~our
for. l.nte:r:Lor bearlng \'ia11 s, e;.~ter~.o::~ beaTl.ng
and non-bearing t ....alls, roofs and the beams
supporting roofs, provided they do no-t frame
into . c()lu:r;ns~. All off.ice bu~lding I?ar~itions
requlred to De of onc-hour flTe-reslstlvc
construction by UEC Table 17-A and/or Sec.

·UBC 3304 (g) !!-;.a.y be of nOiicoiilbus tib Ie con
struction ~ithout a fire-resistive time
period, provided the surface Datcrial
has a flame-spread rating not greater than
225.

Dead-end corridor or tYibutary corridor
1-. r- (20 1 " • - •may De t~'Jcnty ~:eet ) In lengtn.

(llJ.) Travel distance to a ho!~izont<ll exit or
to an enclosed stairway may be 300 feet.

(iv) Exits need not be inter-connected by exit
corrid?LS proyidcd cv~ry portion of the
story n~s unobstructea access to all
required exits.

(v) Exits shall be provided at the r~te of
at lC8st one for each 8,000 square feet
or fractional part, of floor area.

(vi) That openings i.n corridor vlalls shall
conform to Title 19, California Adminis
trative Code, Section B3304(h). In Group
H occupancies, ~orridor and dwelling unit
or guest room separation may be reduced
to orJc-half hour.

(vii) The·l~ inch hose lines and nozzles may
be omitted.

(viii) Smokeproof enclosures may be eliminated
if each requi.red stairuay is pre.ssurized
as per Sec. UBC 1807(h) of this Division.

(ix) Spandrel protection required by Se.c.
DBC 1807(b) may be ·omitted.

Sec. DEC 1807 (n) - 11s~1. i.stop .. Each 1Juilding shall be



provided. \\7ith . a .helis ~op. .A clear unobs true ted land in?
aLen h':1Vl.llg mln1.n~u:n c!llnCnS l.ons of - thirty- five feet (35 )

-on all sides, shall be located as 2pproved by the Fire
D2r~;'J.~tLlent, on the roof of the building. Refer to Sec.
UBC-23l5.

Sec. UBe 2305(d) - ~S1?ecial Pln~12ose B.9ofs .. Roofs to be
used for special purposes shall be designated for appro
priate loads as approved by the Building Official.

Greenhouses, lath houses, and agricultural buildings shall
be designed for .a vertical live- load of not less than ten
(10) pounds per square foot.

EXCEPTION: Shade structures and horticultural
s true tures covered ~'li th 1 1.8ht- \,:-eight, polyethylene
(vinyl) plastic or PoJ.yp:ccD\'lE:nc-saran cloth shade
mCLterial Bheets shall. have.L a miI1imum roof live load
of zero (0) psf.

Sec. lillC 2310 (a) - lJ:?s j gn. - Retaining Halls shall be
designed to resist the lateral pressure of th~ retained
material in accordance with accepted engineering principles.

The soil characteristics and design criteria necessary
for SL~Ch. a dct0rminatj on shall be il!cluded in the soils
::cp?rt. The ~cpa~tnen~ shall 6.ppro'~e.such ch.::racter-. .
lstJ.CS and crl.terla onJ.yaftE:r recc~vJ.ne a urJ.ttcn OpJ_nlOn
from the investigation agency together lIlith substantiating
evidence.

EXCEPTIOX:· Retaining Halls ,·;hich are not over 15'
-in hcfght or ba2cr:~(;nt ualls J:;·:b_ich helve spe.ns of 15 r or
less bctHeen supports raD.y be d0signecl in accordClnce
with subsection (b) of this Section.

S(:~C. UBC 2310(b) - A·~bitrarv Design ;··1~thoc! - Halls Hhich
reta.in drained earth and co:ne Hithin the limits of the
exception of Subsection (a) of this section may be
designed for an assurned eaTth pre~surc equivalent to
that exerted by a fluid weighing not less than sho~m

in UBC Table No. 23-K.

The depth of the-retained earth shall be the vertical
dis tancc belo,,·] the ground surface measured B. t the \Yall
face for' stem design or measured at the heel of the
footing for ove~turning and sliding.

Sec. 2310(c) - SurchnY~ - Any superimposed loading,
except retained earth, shall be considered as surcharge
and provided for in the design. Uniformly distributed
loads may be considered as equivalent added depth of
retained earth. Surcharge loading due to continuous or
isola ted footings shall be determined by the follO"~'7ing

formulas or by an equivalent method approved by the
Building Official.



Resultant Lateral Force
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Location of Lateral Resultant

/
, tan

-1 h) _
x C) ]

Where:
R = Resultant lateral force rreasurc-...l. in FOll.'10S p2r foot of ",all ,,,7idth.
P = HesuJ.t.:."{nt surcharge lOad of CO:1tir..u::r.1S or isola'ted footing-s

ITf23surec1 in r:ocmds p2r fcot. of 12~gth parallel to t.1-}-2 \·.~ctll.

~ = Distraricc of result.?..rrt l02d frCi.l b2ck face of "Iell r.D3,SUl:2d in
feet.

h :=; D.~pth bola.-: }?Oint of 2pplicatiotl of surcharc,e lO3.c1L"1g to top of
_. wall £CX.ytiJ:9 p:sElsurcd jn feet.
d = D8pt...lt of lat:e~al resulta'1t be10':.· r:oint of application of surcharge

loading m:::asurcd in feet.

( t2n -1 ~) = The ansle i.'1. ra(!ia'1S '·;;~QSe t2nse;~t is equal to (~)

Load~ apoliad- within a horizontal distance eoual to the
wall st;~ height, measured fr~~ the back fac~ of the wall,
shall be considered as surcharge.

For isolated footings having a width parallel to the wall
less t.han three feet, IIR

II rnay be reduc~d to 1/6 of the
calculated v&lue.

The resultant lateral fo:;:cc "I.:.Il, shall be nssumed to be
unifo:cr~l for the lenGth of foot-:ine pa1.-all<::l to the \Jall,
and to diminish unifor2ity to zero at the distance "x"
beyond 'the ends of the footing.

Vertical pressure due to surcharge applied to the top
of the wall footing cay be considered to spread uniformly
within the l~nits of the'stem and planes making an angle
of 45° with the vertical~

Sec. L~C 23l0(d) - BC~~lng P~ess~re ~nd Overturni~0 - The
maximum vertical bcari-ng pressur(', L~nd(;r any retaining \'lall
shall not exc~ed that allc~ed in DEC Chapter 29, ~xcept

as provided in the soils report. 'Inc factor of safety
for overturning ~hall be at least 1.5.

Sec. unc 2310(e) - FricticTl and Lateral Soil py.e'~Sl1res
Retaining \·;ralls shaTl- DC res trained aga1.ns t sliding by
friction of the base against the earth, by lateral re
sistance of the soil, or by a combination of the t-';·lO.

Allowable friction_and lateral soil values shall not
exceed those allo~ed in UBC ChQpter 29, except as 'pro
vided in the soils report.

When used, keys shall be assu:-lled to lOH'2r the plane of
frictional ~csistance and the depth of lateral bearing
to the level' of the bottom of the key. Lateral bearing



pyessures shall be assumed to act on a vertical plane
located at the toe of the footing.

Sec. UBC 2310 (f) - - Cons true ti on - No retaining \vall shall
be constructed of wood.

Sec. VBC 2310 (g) - Spec:i.a! Co_~di-tions - ":hencver the
adequacy of the founda t ion rna tcrial to support a 'vall is
questionable, an unusual surcha~ge condition exists, or
\,;hc:never the retained earth is so stra tified or of such
a character as to invalidate TIolmal design assumpti.ons,
snecial reco~n::ncndations should be included in a soils
r~port acceptable to the Building Official before approving
any pertnit for such a Hall.

Sec. UBC 2310 (h) - Setb3.cks - Thc= setb.3cks in Sec. ·DEC
7011 are applicable_ to retaining walls.

Sec. UEC 2314 (m) ~ ~~(-d.srfd.c Dc~ if.!,!""! fo:r:_~tTuc tures Q~'7ned

or_ to J:?.e P, c 5l:..:_~ i.'~ ed J2..y_ the C9un LV of. VS1-j "t-_Ui:" a .. Sp ec ia1
s(=~ismic design criteria as listed beIoH, \.,7hich may exceed
current or future 1!tinir::l~1m code req~..lirC'2cnts-) shall apply
to e~ch of the fol1o~-,:rj.n5! classifications cf public
ace u:)2.ncy in cons ic!cr2 t ion of 1) th.e inv es trnen t in teres t
l-n-·s-trt~ctur2s o,\·med or to be acquired by the County of
Ventura., 2) the need for continued publi.c servic-es in
tinic of disas tcr) and 3) the recluc tiOl1 of earthquake
cD.used disaster in buildings housing many persons:

1. CHITIC1\L OCCUPl~l-;CIES - hospital, b0<11 th, fire fi.ght
ing) la\'l ell fore e;-ILQIt t, det (:ni:ion, CO:~imJr.i·1. ca t :LOli S ,

public utility, pouer, and Hny other far..:ilities
deemed by the Building Official or Director of Public
Harks to serve fu-nctions \,;'hich arc vital either
during or after a.n emergency. Nechanical, electri
cal, and other prir:lary sys tCill~ in thes e occl1pancies
shall also be des igned for seisrrd.c events.

2. HIGH COST FACILITIES - fncilitics involving a total
expenditure in excess of one million dollars in
structures.

3. HIGH OCCUPA!,:CY FACILITIES ~ structures having an
occupancy factor in excess of four hundred thousand
man-hours per year.

4. lL.4.Zi\.JlDQUS SITES - locations kno~·m to be near or
suspect~d- to be traversed by major faults.

Application of-special seis~ic design criteria ~ball ~e

as folloHs:

1. Geologic-Seismologic investigations shall be ob
tained for all projects involving structures.
Hinimum inforrJation to be furnished Hill be
statements as to locations of knol.vn faul ts l,;lhich
could affect the structure, intensity-and duration
of ground shaking, rrlcD:imunl anticipated ground
acceleration, Etnd potentiaJ [or ground rupture)
liquefacti.on, settlement and landsliding. Scope



of Geologic-Seismologic investigation and structural
design critc:t:ia should be established at or before
time of review bE ~chcmatic sub~ittals.

2. Major structures employing steel or concrete rigid
frames for- l[lteral br2.cing and shear Hall structures
(five storics or over) shall be designed utilizing
dynamic analysis procedures. Geologic-Seismologic
information in excess of minimum noted above \-1i11
be required to furnish input for dynamic analysis.
Need for dynamic analysis or other design method
will be determined by the Building Official.

3. Structures (under five stories) utilizing shear
walls for lateral bracing shall be designed for
1ateral forces predicated CIl the l:eslJlts of the
Geologic-Seis8ologic investigations as n~gotiated

by the applies-TiL I s Structural Engineer and the
Building Official.

L~. Design latc:ral loads effectively at least t'-1ice
current code values.

5. Building sep,::~.:cations not less thCln tHice calculated
deflection [or shear wall buildings and quadruple
for "filOment £r3:.~e buildings.

6. Shear '-7alls to resistt\'1ice thr~ increased design
forces, to be the same material throughout the
buildiilg, and to be continuous to the fou:lda tion.

7 . All lateral fOl:cc-res iE.:~ ting fragE>s shall COI:lp ly ,·;i th
Code reqUirc;T;c:n ts for 1\ duc tile" fre.TIles. Fra!T:es
shall r~sist 100%0£ seismic forces. Fra~es shall
be designed for elastic response to Cal Tech simu-
latcd earthquc.kc types C x 2.5 £'.nd D occurring at
the site and type A occurring on the San Andreas
Fault extrapolated to the site; and the elastic
response of local faelts, determined to be active
within the past 10,000 years and extrapolated to
the Dite, as negotiated by the applicant1s
Engineering Ge61ogist, Soils Engineer and/or
Structural Engineer, and the Building O£ficial~ _
In no case should frame strength be less than twice
that required by current code.

8. CD for vital equipment shall equal 0.30 in shear
\vall and 0 .Ii-Din rigid frame buildings. _

, ;
;
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IJBC 'I'l\BLE N'). 23 - B

I
IFlat or rise less than 4 inches

I p2r foot
Arch or "dorrc "'lith rise less th2.J1r one-ei<J~t-.h of Sp3.Tl
tRise 4 il1chc-s-'-r-J~-.;r-~f·-cc'"-OC-~-t-t-o~l-e-s-s---t

II than 12 inches p2r fo:Yt
~ch or dO~2 wi~~ rise One-eighth,

L
~.r. span to less than three
C19hts of S0"";1)

:----:.----i------!------1!-----iruse 12 i.nches f2r fcot and
l greater

[
"\rch or dom9 with rise three-

cic..,nts of sf-2n or C]reater I

}i.'.'lInngs exceJ2t c:.l~o--:-th_L-'L.~_-C~O~\-l_e-_:...-f~c_::\..-rl_t-::2~~~~~:1~~~~5~~_~~::~~~_5~-__-_~-+ 5_ ___t

~reenr~oJses, lath hOUS2S and I'

I2gricultural buildings 3 . ,

~i'l(":;re sna,'i loads occur f th£! rCXJf structure shall be
dcsi~Jncx1 for such loads as deterra.incrl by t.fie Building
Official.

2l\S sp;£:i. fiecl in Sec. IJEC 4506.

3. EXCEPTION: Shade structures and horticultural
structures covered t·;ith light-\'!cight, nen-rigid
poly.ethylene (vinyl) pIas tic or polypropylene
saran cloth shade material sheets shall have a
minimum roof live load of zero (0) pounds per
square foot.

tJBC ~'A.BI.E NO. 23 - K RETAINED DPJ~lliD EARTH

SURFJ\CE SLOPE OF
RET1'~It,rED 1·1i\'rERIAL*

HORTZ. TO VERT.

EQUIVl~LENT I
FLUID ~';EIGHT

LB/FT

LEVEL
5 to 1
4 to 1
3 to 1
2 to 1

l~ to 1
1 to 1

30
32
35
38
43
55
80

* Hhere the· surface slope of the retainErl earth
varies, the design slop:! shall r..,e obtained by
connecting a linG from the top of t.he vlall to
the highest point on the slope, "It,Jhose .linits
are \,.~thin the horizontal distance from tlle.
steIn equal to the stern height of the wall.



S lJ" C 25' 4 ( ~) - \,1f- - r1 D·" '"' .~, 1~ '!:": (n" C' G·.... ~, - L" 1 A d. ec. J) 1. c. ._:..':"~S?_~l l.U~'::_i:~'..::'_' h n<?l [l..!.. Udl )e1. an
pl~Yh;ood diaphragms n~ay be used to resist horizontal forces
in borizontal and vertical dis tribll ting 01.-- rp-s is ting
elements, providc;dthe deflecti.on in the plane of the
diaphragm, as detCl.Tlined by calculations, tests, or
·analogies dr2.\·;n therefroI";l, does not exceed the permiss ib Ie
deflection of attached distributing or resisting elements.
See VEC Stand3rd i'~o" 25- 9 for a method .bf calculating the
deflection of a bloclced pl~,;Tood diaphragm.

Pe~nissible deflection shall be that deflection up to
which the diaphragm and any attached distributing or re
sisting element '~'lill maintain its structural integrity
under asslll:led load conditions, i. e., continue? to support
assuQed lo&ds without danger to occupants of the structure.

Connections and anchoj-::-ages capable of res isting the design
fo:c<;es "shall be provid.'2c1 ~et\'ler;!1 ~l!e diaphl"a.gD~ .anel the
res 1-S t2.ng elernents . Operl1.ngs J_ n Ci l2. ph1~2.g!7;S ~'lll]_ch

materially affect thsir strength shall be fully detailed
on the plans, and sh211 have their edges adequately rein
fo~c€d to transfer all shearing st~csses.

Size and sbape of diaphragms shall be liraited as set forth
in Table No. 25~1.

Hood c1iQphrag~s and Hood· shear \·;alls shall be considered
flexibl'2 and shall not be lised to tre.nsr.1it rotational
[oIces unless otherwise approved by the Building Official
where in his opinion no hazard would result.

Hfn:ir;1lJ:n dis tance bE. tHt2Cn res is ti.ng ·el em~nts of horizontal
diaphragms shall not exceed 200 feet for pl~~ood with
bloc king, 75 ~eet for plY~'7ood Hi. thou t b locking, and 75
feet for diagonal sheathing, unless evidence is subnitted
for approval by the BlJilding Ofticial i.llustrating that
110 hazard \10111d resul t from dcflec tion.

Flanges,connections, and anchorage capable of resisting
all design forces sha.ll be provided along the margin of

. all diaphragr:1s and shear Halls.

Openings in diaphragQs and shear walls shall be placed so
as not to irr:pair the strength of diaphrC::_E!:lS and shall have
their edges reinforced to transfer all shearing stresses.

In masonry or concrete buildings lumber and plyvlood
dia.phraf:)l11s shall not be considered as transmitting lateral
forces by rotation.

Sec. UBC2518 (g) - If - COn\Jel~t ional· Cons t:cuct:L6h
Prov is ions - Rafter Ties - Ral:ters shall be nailed to
adjacent ceiliLg joist:s-to form a continuous tie bct~een
exterior ,..~alls when such j ois ts are parallel to the
rafters. \Thcre not pe.-r-allel, rafters shall be tied ,by
members located directly above the ceiling joists.

For rafters ,'.:hich qU3.lify for' the span tables of this
Department for dead loads of 7 or 10 pounds per square



foot, the rafter ti.cs shall be spaced not morc than four
(4) feet on center and ties, other than ceiling joists,

. s.hal1 be not ] ~·:ss tl.l~ln 011(' 1.11Cfl by six inches in size ,,,ith
5 - gel face l1.::.iling •.

lfuere the rafters require the use of span tables for dead
loads exceeding 10 pounds per square f~ot, the rafter ties
shall be tHO inches in thickness and located tO J l1ot exceed
an average SP2.Ci.)1S of t'\·,;o feet \'Jith 3 - IGd face ncliling.



Sec. USC 2904 - E~pansivc 5011-- The exp2nsive char~cteristics

of a soil shall S(i (k~term.inc:d by the procedures in accordance
\'li th Ui3C S tandurd No. 29--2 -and the soil shall be classified
according to UBe T~ble No. 29-C. Foundations for structures
resting on soils ~ith an exp~nsion index greater than 20, as
deternined by UBC Standard No. 29-2, shall require special
design consideration. In the event the soil expansion index
varies with depth, the weighted index shall be determined
according to UBC Table No. 29-D.

The Expansive Index Test shall be conducted for each individual
building site except that in subdivisions such test need not
exceed one per each. five contiguous lots, or five acres,
whichever is less in area. In subdivisions, fou~dations on
lots, b:=v:;eal lots ha.ving E:x:;B..11sion irldex tests, shall be installe-cl in
accord~nce ,..1i~ch the hig-her expansion index. In all casE~s,

Expansive Index Tests shall be run after rough grading is com
pleted on the various soils in the top four feet or on the most
expansive type soil exposed in the four foot soil profile
\'lhether it be cut, fill or combination of cut and fill.

~Foundations· shall be installed "in accordance"wlth DBC Table
No. 29-1;. pursuarit to the J:esul t.S 0-£ s-uch tests. Other designs
may be acceptable but must be subsLantiated with appropriate .
data und must be accompanied by the required expansion index
test data. In the absence of expansion index tests a founda
tion for a one-, t\~O- or three-story, Group I or J Occup~ncy

Type IV or V building may be ~nstalled in accordance with the
require!nents for an Expansion Index of either 51-90 or 91-130,
as rletcrmined by the Building Official.

Sec. VBC 2905 - FOUNDATI01-J I::'~VESTICATION

Sec. USC 2905(b) - Soils Investigation - An investigation, or
investigations, shall be conducted for each site (single lot
or subdivision) by a licensed Civil Engineer experienced in
soils engineering and reports s~bDitted in abcordance with
Sec. VBC 2905(c).

EXCEPTIOi-IS: 'l"lhe following may be exempt from this
reCjuireBe~t:

1. Sites having natural formations known by the Building
Official to be free of adverse characteristics.

2. Sites for minor buildings and additions less than 1,000
square feet in area.

3. Subdivisions requiring supervised mass grading when a
soils investigation considered adequate by the Building'
Official is submi~ted for the subdivision ..

Investigations shall include observations and necessary tests
to determine characteristics such as compressibility, expan
siven8ss, bearing value, and tile effect of moisture variations

: on bearing capacity and other pertinent characteristics of the
foundation materials which affect the suitability of the site

, in regard to the int8ndcd use. Borings shall be taken at
: appr~priate locations 2nd to appropriate depths so as to pro
"vide necessary subsurface information in relation to the type
: and _import;fnce of the planned fueil i ty. For the purposes of

,,_"_""'- •• _~_. • ~_ 4 ._~ ... ~ .:._ .. ~•• _a ...... _.... .. __ .._.a .. -.... ~ ... _.--.., ..



this Chapter, the defini tion and cla~sificatioll of soil IlBterial:;
for use in Table No. 29-8 shall be according to UBC Standard
No. 29-1.

-Sec. UBC 2905(c) - Reports - The soil classification shall be
-0 sho'hTn on the plans, unless- the foundation conforms to DBC

Table No. 29--A. Submission -of a wri t-ten report of the investi
gation shall include, but need not be limited to the following
information:

l~ A plot plan showing the 16cation of all test borings and/
or excavations and location of cut-to-fill "daylight
line ll

•

2. Descriptions' and classifications of materials encounter~.

-3. Elevation of t_he \'la ter table if encountered.

~4. Expected total and differential settlement.

5. Location of property or site, including address or parcel
number.

6. Description of site, including existing usc of ground,
topographical irregularities such as barrancas, existing
structures, and elevations or ground slopes.

7. Description of proposed structure.

8. Boring logs showing subsurface material to a depth of at
least four (q) feet.

9. Expansion indexes, including location and depth of
samples.

10. P~ny information that may indicate geological or earth
quake problems.

11. Reco~~endations for foundation type and design criteria
including bearing capacity, provisions to minimize the
effects of expansive soils, and the effects of adjacent
loads.

12. Percolation tests for on-site sewage disposal (if
applicable, and not conducted by the Building Official).
In hillside areas the effect of se\'lage effluent on
stability should be included.

13. Retaining t:,rall design studies and recolmnendations shall
be included (if applicable).

l~. Special studies and reco$oendations concerning the
expansion potential, erosion potential, erosion control
and irrigation requirements and maintenance requirements
shall be includ~d whenever approval of cut or fill
slopes steeper than two horizontal to one vertical are
requested of the Building Official.

15. Pile and st_il t design studies and rc'con...rnendations shall
be included (if applicable).



16. S\'linilling pool design studies and recommendations shall
be included (if applicable).

17. Special si te investigations shall be included (if
applicable).

Sec. VEC 2905(e) - Special Foundation Desiq~ - Designed
founda tions shall be required on the follo~:ling and a soils.
engi neer shall sign the plans:'

1.. Hhenever the cu t-'l.:o-fill "daylight line" lies \'li thin the
building lir.1its and depth of fill exceeds depth of
footing bottom.

2 _.UT~,P""PTT. yo' ..:l' .f:.r-!':> ...... ~ (' <~ i1- 0 sol.!.rl, ..... io y"~.L.es- ..• ,: .•'-_~_ve_ 1..~1~ ..~~.Ll~1;j ~... o_ c n .L ... aL._ n _c'l. are
encountered/ special consideration shall be given to the
foundation design to minimize differential settlement.

3. l';henever sla.b and/or footings are supported by soil
having less than 90% de;'lsity, except as noted in
UBC Table No. 29-A 1 Footnote 5. However, in no
case shall the density be less than 85% and/or bearing
pressure exceed 1,000 pounds per square foot.

-. . .
Sec. DBC 2905 (f) - §.P":-:""c ial 51. te_Inv:.::stigi.:~tion - l'lhencver / in
the opinion of the Building Official/ the adequacy and overall
stability of a building site cannot be determined by the test
borings or excavations required by the provisions of Sec .

.._ DBC 2,903 and 2905/ he rGay require a special geologic, hydro
logic/ earthquake, or other investigation., Geologic.
invest:lga.t~Oi1;)/ such ··i.i-s· -hillside stability and potential' fault
activi ty 1 shall be conducted by a California Certified Ensr;Lneer-
,ingGeologist.

Sec. DBC 2905{f)-(1) - Hillside Stability -

(a) The report shall be based upon an investigation
conducted to reveal any subsurface conditions which
may lead to landsliding, slunp, or settlement.
It shall include descriptions of topographic relief,
drainage, earth materials and structure, a detailed
geologic map, geologic cross-sections and rccoTt"iInenda
tions for site development including consid(~r'ation

of location of on-site sewage disposal, if proposed,
and site drainage.

(b) The report shall describe the effects of the
develop~ent on the site and adjacent properties'
?lnd specific conclusions concerning the feasibility
and anticipated future stability of the overall
development.· Specific recornracnda tions for the
correction of all known and/or anticipat~d geologic
hazards on "the site must be included.

Sec. 'UBC' 2905 (f)"": (i) - Fa_~1- t. Activi ty ...- Th"e_'~eport· shall
.1.i1cll1deinformation and recomrnenda.tions conc8rn~l'?g:

Ca) Surface rupture along faults, including age, type of
surface displacement and ilIDount of re~sonahle antici
pated future displacements of any faults ldithin or
irnmedia t.cly adj acen t to t:he siJce; d<2fini tion of tiny



areas of ld gh ris~·::; and reCOmi:10nd(~d b:.1ilding
restrictions or use limitat.ions \'l.i.thin any designated
high risk area.

·Cb) Secondary ground effects, including estimated
magnitude and c1istClnce of all relevant earthquakes,
lurchinsr and shallo~" ground r.upture t liquefaction o£
sediments and soils, settlement of soils, and potential
for earthquake induced landslide. .

Sec. DBC 2905(f)-~(3) - General - The engineering geologist's
\,;1ork shall be based upon Cldetailed, accurat.e topographic
base map prep3rcd by a registered civil engineer. The map
shall be of suit.able scale, and shall cover the project
area uS well as any adjacent area which Qay be affected. The
map shall include the existing and proposed contours~ locations
of streets, pads, slopes, structures and pertinent elevations.

Sec. VBe 2906 .;.. P.llo\vable Foundation and La ter21 Pressures 
The allo'\·lable foundation and lateral press1.lre shall not
exceed the values set forth in UEC Table NO. 29-B unless data
to sUbstantiat~ the use of higher values is submitted. UEC
Table No. 29-B Bay be used for design of foundations on rock
or non-expansive soil for Types IV and V buildings which do
not exceed three stories in height or for structures which
have continuous foot.:ings baving a load of less than 2, 000
pounds per lineal foot a:1Q isolated footings vd.th loads of
less than 50,000 pounds.

Sec. UBC 2907 (a) - General - Footings and foundations,
unless otlv~r",ise speciflc~l.lly pro'.lided, shall be con
structed of masonry or concrete and in all cases extend
belo':,'i the frost line. Footings shall be constructed of
solid masonry or co~crete. Foundations supporting wood
shall chtend at least G inches above the adjacent finish
gra.de. Bearing footings sh::1.11 COYI1p1y Hi th the minimum
requirements of UBC Table No. 29-A. Mortar used in founda
tion walls and footings shall be as specifi.ed in Section
2 4 0 3 (t), VEe.

The perimeter of slab ar8as located within the exter.ior
beari.ng \'lalls shall be surrounded by a continuous moisture
barrier of portland co~crete or solid grouted masonry.
Bearing footings used as a moisture barrier shall comply
with the minimum requirements of UBC Table No. 29-A. Non
bearing footings used as a moisture barrier shall be fou~

(4) inches rnininium thic}:ness and have a minimum depth- belovl
earth grade as set forth in t.he tabl e belovl: .
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Sec ~ PBC 2 ~ 07 (b) -Bearing "1aIls -- Bearing Halls shall be
supported on masonry or concrete fou~dation or piles or
other approved £oundation system which shall be of sufficient
size to support all lo2.ds. ~,~inimu:'J foundatio?! requirements
for' bearing \-lalls -shall be as set forth in ODC Table No. 29-1L

_.~XCEprl'-IQNS:

1. One-story wood or metal frame building not used for
for human occupancy and not over 400 square feet in
floor area ~ay be constructed with walls supported on
a wood foundation plate when approved by the Building
Official.

2. rrhe support of })uildings by posts eIPbcddcd in earth
shall be. designed as specified in Sec. UBC 2907 (f).
l'lood -posts or poles ernbedded in earth shall be press
sure treated with an ~pproved preservative. Steel
pos-ts or poles shall be protec t(~d as specified in
Sec. DEC 2903(h).



Sec. l1BC ~~ 910 - Dc s ~ C;l S t.:~nc1a ~~d[; For Hnu ::;('s on St i 1 t FOl.H1da
tions - rrl:e Building Offi.ciZl]~m2iy issue pt"?rmi ts for stilf
s-uI~;0orted G',}ell ings on cClissons r piers, or piles \·:hc·rc locatcel o'/I..=--r a
cut-or-fill slope exceeding the ratio of t.\vO horizontal to one
vt2rticul. Prior to i.ssuinsr said permi t the Building Official
shall determine that. sood engineering practice \'lould permit
the conditional use of such a dwelling subject to compliance
with the following COllditions and such other precautions found
to be reasonable and necessary.

1. All footings shall be designed by a licensed engineer
and extend throuC]11 the· fill a minimum of 3 10" into
the underlyin~ bedrock but not less than the depth
required to resist the lateral load by friction or
passive resistance as determined. by the foundation
engineer.

2. All caissons shall be reinforced ror their full length
with a minimum of four No. 4 bars tied with No. 3 in
diameter hoops at 12 II O. c. Hinir:n.lill reinforcement shall
compl~ with requirements in VEe Chapter 26.

·3. All caissons or pier footings shall be tied laterally
in two directions at the ground surface with grade beams
or tie becar.s a. I;;iniLlum of l2 11 x 12 II in cross-sections
reinforced with a minimum of four No. 4 bars tied wifh
3/8" hoops at 12 11 o. c. l ..11 piles shall be tied laterally
in two directions near the top of the piles.

4. All roof draip.':~~fe is collected and conducted to the
street or approved 'f,-7ater course in a non-erosive device.

5. No additional fill from the foo1.:ing excavation is
placed on the slope.

6. All loose brush and debris shall be removed from the
site p):-ior to sJcarting cOrlstruction.

7. The fill placed upon this prop~rty is susceptible to
downhill creep which must be presumed and allowed for
in the design \','hen either the natural or final slope
exceeds 1:5.

The designing engineer shall provide support against
downhill creep ~iliich shall not be less than lLOOO
pounds per linear foot acting UpOl-l ea~h caisson--; ·pier, or.
pile for the full lengrh of its penetrution
through the fill. If the designing engineer or the
B~ilding Official finds that a greater force
is probable, the design shall be modified acc?fdingly.

8. viherc there is no fill or fill is less than 12 11 in depth,
caissons, pie~sf or piles shall be designed to resist a
minimum horizontal force of 1, 000 pounds acting dO\'lnhill
on each cLlisson or other type of footing. Caissons,
piers, or piles shall be tied together in two directions
by grade beams as required in No. 3 above.



9. "rhe site shall be plantGd as required by the Building
·Official to prevent surface erosion.

Th~ above requirements do· not preclude consideration of other
design methods if performed by an engineer 'corapeten-c. in
soil mechanics; and if the dcsiqn is based upon exploratory
evidence substantiated by engineers who are approved by the
Building Offici~l to f:ia.ke such' inv8stigaiton."

Sec. VEC 2911 - _~gne:-:Tete~Sl~1Ll~Jo()r Constructic:.tL a-'c-l-.9r Jl~J:..QY!

£~adE'~ - Concrete s lab floors sh3.11 comply vii t.ll the minimum
requirements of UEC, Tc.ble No. 2 9,-A. The follo','ling r,equirer:'tents
for slab floor construction shall be adhered to, except where
engineered modifications are appl-oved by the Building Official'
and continuous inspection during constructron provided by the
Engineer~

1. Loose fill shall be suitably compacted or shall be
removed and replaced with coarse sand or gravel.

2. Except for buildings, or portions therof, used only
for agricultura)., storage, industrial, or similar uses,
rol approved vapor barrier of not less than 6 mil, thick
ness :..;halJ. be irJstalled u~lder 211 slabs. Such vapor
barrier shall cover all earth or fill material v!ithin
the exterior perimeter barrier required in Sec.
UBe 2907(a). At all footings or barriers, such vapor
barrier shall bG turned up or down ·at least three inches
or penetrate the footing or barrier at least three inches.
In no case shall the vapor barrier penetrate within
three inches horizontally of any fastener used to trans
fer shear or u~")li£t, such CJ.s anc.hor bolts, tiedo'.-tn bolts,
and shot pins. JointE~ shall be li":..pped a rainirm.un of
tv7elve iric;-les or be f~st~;ned togeth0r \-lith a suitable 'com
pound with three inches minimum lap.

3. A tvlQ inch ninimum barrier of sbnd shall be placed
over the vapor barrier and moiste~ed just prior to
placing concrete, except only one inch minimum layer of
sand is required \>ihen an approved vapor barrier of not
less than 10 mil thicknesses is installed.

4. Slab reinforcement shall be installed in such a
manner that it is thoroughly embedded in the concrete
slab as close to the center of the slab as possible.

Sec. URe 2912 - Foundation Construction Joints - Ilorizontal
construction joints in exterior .foundation \':alls will not be
perr~itted unless such joints are located a minimum of three
inches above finish grade and/dr twelve inches below finish
floor. The requirement does not preclude the use af approve~

: waterproof joints.

I Sec. UBC 2913 - Fire Grading - Lbts shall be graded to drain
:, surface \'later t07:Ja.rd an approved \'laterproof joints.

Sec. UBC 2914 - Drainage Around Building Foundations - Finished
grades around bu i.lding~:sha-l["f;Iopc 2viCiy from the -'build in9
fOl1~dations. NiniTi1Uffi grcJ.die:lts of such slopes sh311 be tKO

, percen t for the first four fee t. rrhc min imurn lo~ritudinal
gradient of sw~les shall be one percent.



EXCEPTION: ~'~hcn concret.e or 0 the1:" appro~.~ed irnpcrvious
su:,::faccs arc ernploYE~d to ca:;ry \'ia-ter, the alJove minimum
gradients may be reduced to one-half of one percent.

Sec. UI3C 2915 - Side Slope Gradient. - l·Iaximum gradient of side
slopes adjacent to a bu{~ilng-shalT be 4:12 for il minimum of
four feet a\';ay.'

Sec. UBC 2916 -- Drainaqe Devic~s - Concentrated roof \'laters
from gutter dC)T,y~nspcuts OJ:" 1:00£ valleys shall bf~ dive.rted by
concrete splash blocks and/or approved nonerosive drainage
devices to convey the \,:a ler in'lay form the building foundat.ion.

Sec. UBC 291 7 - DrZlinaqe Preca~~~_ions in Expans ive Soils - ~'-lhere

buildings are co~structed on soils having an expansion index
readiri g in exces s of 50, drainage provis ions in acdition to
those specified elsewhere in this Code shall be made as follows:

1. Gutters shall be provided to receive all roof Hater
and deli~or it through an approved non-erosive device to
a street or approved water course; however, drainage
devices to convey the water t~enty feet away from the
buildirig will be permitted upon approval of the Building
Departrnent.

2. \'7hen the distance from a building to the toe of an
adjacent slope having an ascending vertical height of
ten feet or more is within five feet of the flow line of
a required druinage swale, a slo~gh ~all shall be
provided.. Thi S \'lall shall extend one foot above the level
grade and five feet beyond the limits of the adjacent
building wall.



u. B. C. TABLE NO. 29-A FOOTNOTES

(1) Foundution .requirements are based on re(:ucing the potcnti~l diffcrentin~ vertic2c.l movements due to
expansive soil by prcmoistcning the soil prior to construction. If ptcmoistcning is not d~sircd, a
much stronger foundation'will be needed or oth2r precautions must be taken as approved by the Build
ing Official.

(2) Crawl holes through footings for raised floors shall be installed with curbs extending a minimum of
6" above adjacent grade to prevent surface ~ater from entering under the building.

(3) Bottom bar 3" from bottom of footing, top bar within 3" from the top of stem.

(4) Slnb reinforce~ent shall be placed at slab mid depth and continue to within 2 '1 of exterior face'of
exterior footing walls.

(5) Moisture content shall be maintained until foundations and piers are poured nnd a vapor barrier is
installed. Tests shall be taken '\..;i thin 24 hours of c:J.ch slnb pour. The moisture con'tent under'
footings may be verified bytllC Building Inspector. Soil density may be as low as 85% after pre
moistening for all soils with an expansion index greater than 50.

(6) Except under footings, the arc~ under the raised floor need not be premoistened. Footings not loca
t8d wi thin a cO:1tinuous footing or equivCllc~lt concrete or rtlusonry moisture barrier per Sec. UEC
2907(a) shall be designed ns perimeter footings.

(7) A 12" minimum width grade beam shall b8 provided for garo.ge openings. Depth and reinforcement shall
be uS specified in UDC Table No. 29-A.

(8) Footing widths may be reduced upon submittal of 'calculations by a registered civil or stru6tural
engineer or lice~scd 'a:tchit.ect, but shall be a minimum of 12" for one and two...;.story, and 15" for
th:r.ee-storv structures.. . ~

(9) The ground under the floor may be excavated to the elevation of the top of the footing.

(10) Bent rebars not allowed between floating slabs and footings.

(11) Vertical steel reinforcing bars in chimneys shall hook under horizontal steel reinforcing bar mat
of at least No. 3 bars at 24 " on center each woy located 3 11 from the bottom of supporting foundation

.,."
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Sec. VBe 1313(d) - Number'of Exists - Every apartment and
ever1:' other slecpin"g-J?oonl-shaflh:,::...ve access to not ,less than
two exists nor less than the number of exits required in
Sec. UEC 3302 of this Code ..

Sec. UDC 1313 (£) - Interior St:lir:?ays - Every itlt.erior stair
\vay shall be enclosed tdi til \'lalls of not less t.han one-hour
fire-resistive construction.

Where existing partitions form part of a stairwell enclosure,
wood lath and plaster in good condition on both sides of the
fire wall will be 2cceptable in lieu of one-hour
fire-resistive construction. Doors to such enclosures shall
be protected by a self-closing door equivalent to a
solid wood door not less than 1-3/4 inches thick. Enclosures
sha.ll include landings betwee!1 flight.s and any corridors,
passageways, or public roo~s necessary for continuous exit
to the exterior of the building.. .
The stairway need not be enclosed in a continuous shaft if
cut off at each story by the fire-resistive constructioti
lE-gllirs-d by this SUbS8Ctio:1 for stairvlell enclosures.

Enclosures shall not be required if an 2.utomatic fire
extinguishing system is provided for all portions of the
building' except bedrooms, apartments, and rooms accessory
thereto.

Sec. UBC 1313(11) - IIDeletc".

Sec. DBC 13l3(n) I~terior Corri~ors - Interior corridors
h 11 - y.]" .. ~.: t 1 .L.-'-~-.:-'-~,; '"'" - ~::-;:-::'-:C:;:'--:l.":;- ,'" +- co .;: th's _a Cvln1) Y .... .L 11 ,-He l<ll1 •.l-J::ttLl ':;'0..<-<•• L-:.- requlremen,-oJ 0.... AJ.S

code, except \iliere existing partitions form a corridor,
vlood lath and ple.ster in ,geod condi t.ion on both sides _of
the viall will be acceptable in lieu of one-hour f ire
resistive construction. Openings sh~11 be protected as set
forth in Sec. UEC 3304(h) of this code, except self-closing
doors equivalent to a solid wood door not less than
1-3/4 inches thick and framcs acceptable to the Building
Official may be used as an altcrn&te.

; UBC p~PPENDIX CHfiAprrER 15 - AGRI~T1L'rUPJ~L BUILDlf'lGS

:Delete Appendix Chapter 15 of the UBC, provided, however, that
:all matter ~:lhich \'lould othCr\'lise be subj ect to FAppendix Chapter
-15 of the UBC shall be subject to Sections DBC 1507, 1508,
; 1509 I 1510, 1511, 1512, and J. 513, and UBC Table No. 15-1l,.,
',15-B, and IS-C.

•....~'!

-U13C APPENDIX CHAPTER 38 - "Delete"
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UBC APPENDIX CEAPT~~ 49 - PATIO COVERS

Sec. UDC 4901 - Patio Covers Defiried - Patio covers arc onc
story roof stl:"ucture-~; \','l1ich shalTnot exceed 12 feet in
height. Pa tio covers shall l:x~ 0P2~'-1 on one or more sides for
a clear heigh-t of not less than 6 feet 8 inches bet\':een the
floor and the soffit of supporting members! ~']here two sides
are op2n, such open sides may b0 partially closed by solid
walls which are not more than 30 inches in height above the
pat:.i.o floor and the remaining sides ElEtY be totally enclosed.
All p,~ti05 s~lall have a minimum open area of not less than
one-third of the floor area of -the patio \',7i th a minimum open
area of 65 sqUare· feet. Openings shall be located reasonably
close to ,·,rinc1o,;,;s, adjacent ·to the patio 1 in ~che primary
structure so as not to interfere with exiting, natural
light and ventilation required by the Division for the pri
mary structure. Open sices shall not be covered vli-t.h any
materials which would obstruct the free passage of light and
air.

Patio coyers may be detached or attached to other buildings
as accessories to Group IJ, Gro~.p I, or to single dwelling
units in Group II Occupancies. Patio covers shall be used
only for rec~e2tional, outdoor living purposes and not as
carports, gar~ges, storage rooms or habitable roo~s.

EXCEPTIO~:- ~pen sides may be closed with insect screening
and plastic.

IThe plastic ref0renced in Sections t190land 4902 is
read ily re:;rlovable transluc(~nt or readily reYl10vable
transparc~·~t flexible plastic scri~t2ning of not IT;orc
than 20 mils thickness.

: Sec • U3C 4905 - 1-~on-P(ltio l\reas - Structures designed to be
: patios, but 110-:: confDrming to the requirements in Sec. UBC
: 4901 f sha11 be considered part: of the pr ir~ary structure. rrhe
: prir~2.ry structure shull conforn to tIle requirem.ents of applico..
; ble codes.
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Sec. UEC 5108

Sec. UBC 5109 - "Delete"
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Sec. DEC SIll
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llDelete"
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Al\TICLE 2

UNC .. UNIFCRN l'-iECHANICAL CODE

Sec. UNe 202 - Violations Clnd 1?cllalties - It shall be unla\v
ful for' any persoi~.t:crm, or corpo1:2.tion to erect, install,
alter, repair, relocate, add to, replace, use, or maintain
heD. ting, vcntila ting, co:nfol~t cooling, or refrigeration
cCjuipm0nt, -in the jUi:isdiction, or cause th2 sa~Tle to be daDe,
contrary to or in violation of any of t~c provisions of this
Code. NaintenanCf~ of equip:nent \'lhich \\'12.8 unl.:n·;ful <l t the
time it \'las installed 2nd \'lhich \vould be un1aHrul under this
Code if installed ~fter the effective date of this Code,
shall con3titute a continuing violdtion of this Code.

Any person, finl or corporation violating any of the
provisicn~ of this Code shall be deemed guilty of a mis
der.loanor, and each such person sha11 be de.emed gull ty of
a separate offense for each and every day or portion thereof
durir-:g ~,;hich any violat.ion of any of the provisions of this
Cod:~ is c.o~-nittE:d, c:ontinued, or per:-nitt;=o, 2,nd tipon convic
tion ~~ &ny such violat!on ~uch person sha~l b~ punishable
b -;r a ~-'n':.l of no~- ~'O-l~(~ tn'Cll'il $Son 00· or b)r , ....~p.r) ~C";lfl10nt fa"""J ."-. .L \-.., - ... ~ .... f - -- Go.- _ _,,,_. , , _ .... ...l-l:. _ _....... ... ........ __~ • L

not more ~nan SlX months, or oy botn SUCh [lne and lmprLson
n12nt.

Sec. m·,re 203 - Board of L'IpDeals - Delete Section 203 of the
U~·;.C, provided) hO\"!(:VCl:, ~;-ny apr;e.::..l ,·.~hich \;ould other,·,is e be
he2~rd pursuant to Section 203 of the UNC shall be hEard by
a Board. of Appec~ls as provided in Sections 3105) ~!-.. s.£.9..
of this Division.

Sec. ill'-Ie 303(d) - PeI}~.lty Fe~ - Delete Section 303(d) of
the C-IC, provi.ded, h(;~}ever) that pen2.1ty fees ~'7hich \·!oulcl
other~·.7iscbe governed by Section 383(d) of the lJ[-IC shall
be governed "by Section 3110-5 of this Di.vision.

Sec. UMC 304, - F(!es - pclete Sec tion 30£.. of the m~rc, provided,
ho\·;cver , that evc:rything \..;hich vlould otherHis e be subj ec t to
Section 304 of the Ui:iC shall be subj ect to Sectio·ns 3110) ~et

~~. of this Division.



ARTICLE 3

unG UHIFOl~l HOUSING CODE

Sec. VEC 101 - Title - This ordinance shall be knmm as the
"Hous ing Code" -or tile II Subs tanc1ard Building Code, II may be
cited as either, and will be referred to herein as "this
Code. II

Sec. UHC 102· - R_~]rpos(~ - The purpose of this Code is to pro
vide minimum requ ire~nents for the protec tion of 1 ife, limb,
health, property, safety, and welfare of the general public
and the owners and occupants of residential and other types
of buildings.

Sec. UEC 103 (a) ~pp.1-.if.~_~io~ .- The provis ions of this Code
. shall apply to all buildings, including, but not limited to
those buildings or portions thereof us~d, designed or
intended to be used for human habitation. Such occupation
in existing buildings may.be continued as provided in Section
l04(g) or the Uniform Buildinz Codc) ezcept such structures
as are found to be subst<2.ndard as defined in this Code.

l~lerc any building or portion thereof is used or intended to
be used as a cO::1bino.tion apartr::ent house-hotel, the provisions
of" this Code shn~l ~pply to the separate portions is if they
were separate bUlldlngs.

Every rooi:ling house or lodging house shall comply \<lith the
require~ents of this Code fdr iliqellings.

Sec. IDIC 203 - Board of Auneals - Dc~ete Section 203 of the
UHC, pro\? ided, 1-~c~-7evei~-1Y-appeal ~·;hich ldould other\..Jis e be
heard by a Board of Appeals as provid~d in Sections 3105, et
seq. of this Division.

Sec. VHC 204 - Vi0_?tions ;..!J7d Penal ties - No person, firm, or
corporation, l;".7he.ther <':tS c'\/I1er, lessc-:E:, sublessee, or occupant,
shall erect, construct, enlarge, altcr,repair, improve, re
move, demolish, equip, usc, occupy, or maintain any building
or premises, or cause or pe~lTtit the sar;lC to be done, contrary
to or in violation of any of the provisions of this Code or
any order issued by the Building Official hereunder.

Any person~ firm, or corporation violating any of the
provisions of this Code shall be deemed guilty of a mis
demeanor, 8nd each such person shall be deemed guilty Of a
separate offense for each and every day or portion thereof
during l;·:hich Ciny violati.on of any of the provisions of this
Code is c:oDl.'11i tte-:d) continued, or p ermi tted, and upo,n con
viction of any such violations such person shaYl be punishable
by a fine of not I~ore than $500.00" or by imprison.l~ent for not
more th~n six months, or by both such fine and imprisonment.

Sec. UHC 302 - Fees - Delete Section 302 of the illIC, provided,
ho~"cver, that evcTything t;'lhich \\7ould other"\-lise be subject to
Section 302 of the liHe shall be subject to Sections 3110, et
seq. of this Division.

Sec. IDle 1351 - Fearing_ - The Building Official may reques t a



ARTICLE 4

DBC - DANGEROUS BUILDINGS CODE

Sec. DBC 203 - Violations and P~nalties - No person, firm, or
corporation, 'wheth-er a-n O\'lner, lessee, sublessee, or occupant,
shall erect, construct, enlarge, alter, r~pair, . improve, remove,
demolish, equip, use, occupy, or maintain any building or prem
ises, or cause or permi t t.he sa~e to be done, contrary to or in
violation of any of the provisions of this Code or any order
issued bv the Buildi~q Official hereunder.. ~ -

Any person, firm, o~ corporation violating any of the provi
sions of this Code shall b~ dee~ed guilty of a misdemeanor, and

·,each such person shall be deemed guilty of a separate offense
for each and evci:-y day or portion thereof during \'lhich any vio"
latio:=1 of any of the pro\Ti~.io:1s of this Coc~~ is cor("'..:ilitted, con
tinued, or permitted, and upon conviction of any such viola
tions such pe.rson shall be punisha.ble by a fine of not more
th2n $500.00, or by iDprison~ent for not more than six months,
or by hoth such fine and imprisonment.

Sec. uBC 205 - ~~~~d O~~~!~?ls - D~lete Section 205 of the DBC,
provided, ho~ev0r, any appeill which would otherwise be heard
pursuant to Sec"cion 205 of the Dj3C shall be h8Clrd by u. Board
of Appeals as prov:i.ded in Sections 3105, et seq ~ of this Divi
sion.

Sec. DDe 651 -- Hearing - 'l'he Building Official may request a
hearing before the Board of l~ppeals on any matter related to
a d~ngcrous building.
AD 9-11-73 Ord. 2718

Sec. DBC 652 - Procedures - The procedures for the processing
of a request for h(~arI!1SJ -and for the conduct of the hearing
itself shall be the applicable procedures of Chapt8rs 5 and 6
of this Code.
AD 9-1l-73 Ord. 2718



Hearing before the BOClrd of Appeals on CtT\Y matLcr related to a
substandard building or the premises on which it is located.

Sec. vue 1352 - Procedures - 'l~he procedures for the processing
of the request forhear--rDg and for the conduct of the hea.ring
itself shall be applicable procedures for "Chapter 12 andl3 of
this Code .

• " ....... " ~ .... r'· I r - ," ...." • • .....~.... 4' ..... ~ .... _ _...... •• _ ••



usc - UNIFom1 SIGN CODE

Sec. USC l03(c) - Board of Appeals - Delete Section l03(c)
of the USC, providecf, ho;':ev,ii--~-any uppeal ~.-lhich \'lould other
wise be heard pursuant to section l03(c) of the USC shall be
heard by a Board of Appeals as provided by Sections 3105, et
sea. of this Division.
--~

Sec. USC l03(d) - Violations and Penalties - !t shall be
unJ.~\·lful for any pe:r:son, t J.rm or cor.-poration to erect, con
struct, c~nlargE:, ~l t(~r 1 repo.ir, move I improve 1 remove, convert,
de:l:olish, equip, usc or ~aintain any sign or st.ructure i.n the
city, or cause or permit the same to be done, contrary to or
in violation of any of the provisions of this Code ..

Any person, fin;! or corporation viole.ting c..ny of the provi
sions of this Code shall be guilty of a misder:'~eanor, and each
such person shall be deesed guilty of a separate offense for
each and every day or port:5_o11 thereof during T.·lhich any viola
t:ion of any of the provisio:r~~; of "'c.hi;:; Code is (;O~1tInitted1 con
tinued, cr permittcd~ and upon cOhviction of any such violation
such ps}:"son shall b'2 punish2..ble by 2. fine of not more than
$500.00, Dr by imprisoJE...ent for not IT,ore than six months, or
by bat.h such fine and imprisonlTlent.



ARTICLr~ 6

UPC - tnrrFORN PLUi'-lBIHG CODE

Sec. UPC 1 - Adninistration - This ordinance will be referred
to in t-his ordInance as IIthis Code. II

Sec. UPC 2 - Application and SCOP8 - The provisions of this
Code shall ap~~y to a]_l new co~struc~ion, relocated buildings,
and to ~ny alterations, repairs, or reconst~uction, except as
provided for other~ise in this Code.

:ec. Tu'pe .'i - p" ..... .; es 0 f" i- 1
"H:) f, r1':'n iT" i 51"Y'a+ i '/0 "" +1--""Y' it·, - T'neo • • _ __ _ . _~ ... ,.. L-L. -: ~ _... c ~ rJ.~ ...::..=..:.!:..::::.:...;_ __ ~_~ '- :~': --;_1V_: =~_

Adi;;lI1lstra"tlve At~th(;r'l'LY snal.. l r;l2.ln~aln pUb.llC or I lce hours
necessary to efficienl~ly adl:""iinis""ce:c the p:c'ov.:Lsions of this
Cede 2nd shall pE:rfOrL~: the folloHing duties:

(1) :::>-,...t-1· ....... 0 C:llh·1;r-r-;C l l o.c 1="-~·~':TI1· ne ,..:-lnr1 ""n~clc- pl ;:In<=.· ::lnd
.f\.e~u.-:::,; ~_,,:, .._.... 0~_:. -:' ~.?L<.1.. --:- •• '-:". L:.I~ r_ _'-<. 0 (...;,:
speClI lCQT J.ons, G~a:;·J2..ngs, de scrJ.pt: lOr;.S, and/o!..-' Glagrar:tS
neceSS2:~Y to ShO~"l clearly the character, kind and
extent of ~'lor~k cov<2red by applica.-tians for a. perrf,i t and
upon ap?roval thereof shall issue the permit applied

.. for.

·(2) Keep a pe~mans;.t, accurate ac~ount of all fees for
per~its issued a~d other monies collected and received
;:>c- pY>oo-inerl b-,; this- Corie ·th::>n;:>~·'~s of" tr.::> Dorc:ons
......... -......J ... ,. _ ...~ - "'" ..." .. '"- .........., - - ........... ~ - - .. '- .L '-- ~ .£ ..

upon \"lhose acc-::J'J.n"t the S2..:':",e \-Jere p2..id, the date and the
a;nou:rt ther"eof, "cogether ~·!ith the locat ion or premise s
to \-]hich they :eela.te.

(3) Ad~inisLer and ~~:8rce the provisio~s of this Code in
a manner' ccn.:; i.s tent ',:i -:::h the i n"ter-;t t:-l'2.y'cof ;:u~d shall
inspect all pluI::bi;)g 2nd d:c-2.ina&~ ~·;or·k authorized by
a r.-y De-r'~'l i 1: TO ~ 5 c u·..... p CI~,;":1T) 1 -} anr> ~ 1"i-1 -;""'-1 1)1-'J,T; s io~ c 0 f t h ; S ..(. .... L _ • _ ....... _ _. _ oJ #- _ ~ .. +~.: ~ ... ~_ _ .................... ... _ :...i- _ ~ _.__ ...
Code, 2.PP:00··lJ.T1g or conder"'--:Y1lng sald ~':Jrk In v-:hole or lD

part as conditions reQui~e.

(4) Issue upon request a Certificate of Approval for any
work approved by him.

(5) Condemn and reject all work done or being done on mat
erials used or being used ~/7hich do not in all respects
cOfrlply ftlith the pr·ovisions of this Code and c~r;u;lendDents

thereto.

(6) Order c~2nges In workmanship and/or reaterials essential
to obtain cODpliance ~ith all.provisions of this Code.

(7) .Investigatcany constructio~ or work regulated by this
Code and issue such notices and orders as p~pvided in
Sec. UPC 4.

(8) Keep a complete record of all the essential transactions
of his office.

(9) Transfer all fees collected by him.to the proper auth
ority provided by 12~vl to receive such funds .

Sec. UPC 4
.

Dangerous ?nd In~:.ni·tary Construction

Sec. UPC It (a) - Hu iGil.11CE; - Any portion of a plun.bing sy st(:L"~

found by thr:; Adfa~rr'~"':C~-;~~T.·'a.fi --J(~ l~l...i t:-:ority te be in~:a.ni-tary as
d r.: fin ':>.d hr-::r'(~ -i;~ 1 ~ l~ ;,."nr' i \~T cl ("I {., .:c, 1"0 ,1 T:'l ~,:--' ";1 n'l"1 <:~~. n r-:-.



Sec. UPC 11 (h) - _Invest i r:.ation - \':hc~nevel"' bY'Ot~ght to the
at-r-eni·';cn or th r.. - Je-I'-;-....~-[;..;-;-;....t fl·2,,-jn{~ -i\..lr~C'.dict~an t: l '3.t ;-"-1·',1

- ....... -. __ ~ J. -_ ..... _ .... - ....... _...... .4. 'f1 -- ... ~"")o J "" - ....... -.-....... JL "'- ... ~ ...y

iJlsanitar'y conditi.ons exist en' tilat any construction or v.;OPK

- regulated by this Code is dangerous, unsaf-e, iI.1sanitary, a
·rH.tisance 01' a iTlenaCe to life, heal-tit or pl'oper-ty or other
Hise_ in violation of this Code, the SE'.. id department may

• " • ~. 1 1\ ~ •• • ~ •
re.quest c!n lDves"tlgal:lOn Dy t 1e nQi;llnlstratJ.ve }\uth,01:'lty
~·:h(), upon deter~.ini11g such imfor;:1a·:.:ion to be fact, shall
order any person,.corporation USiIlg or maintaining any such
condition or l"'esDonsible for the use or m2.i:iltene.nce thel"eof
O -'-0 PD---j,..., ]:.!=-, .....: nh~ntTc.> l;:>Y'lO\'f-' 1-' (4""I~O;l·C'·· C' h" ~ l'r.>r l. r~1 et ~~, a _l. ~L, ...... --,~ '0'-' r ~". .~. 04_ ~J. t:.iL ~ un a,de a~ ~..:...

may consider necessary for the proper protection of life,
heal~h or property ~nd in the cas~ of any .gas pi~ing or gas
applla.nce !!!2.y order any person, fJ.rm or corpora-tJ.on supply-
• ..... .. 1 . . d.. .:Lng ga.s t:o StiCH plJ~nn6 op apP_lance LO lscontlnue supplyJ.ng
gas thereto until such piping or appliance is made safe to
life, health or property.

Every such ord~l-' sha.ll be in vl~eiting, a.ddressed to the o'.V'ner,
agent or person r'csponsible fer the pl"'ejfl.ises in \-lhich S'-lch
condition exists and shall specify the date or time for com
pliance v;i th such order.

Sec. U?C 4(c) - l';onco;:lpliance
TO cor::ply Hi -rh ar:}~s~~cnn-ctice

a violation of this Code.

Refusal, failure or neglect
or order r:hall be consider'ed

Sec. upe 5 - ViGJ.e.ti_ons a;v} ?cn2.1ties - Any person, firr;~ or.. -~--t--------_·.-·- . r- ""," "'"

corp0~'a. t:Lon VlOJ..2 .JCli";f, a.~y p~JVJ.s lon or t n:LS Caae shall be
dceEed guilty of a Di3d~~~anor and upon co~victicn thereof
shall be pu:: ishable by 2. fine of no-'c to exceec. $ S GO. 00 or
by i.~:-lP!'iso;-H:,erlt in -the C01l2yty J 2.i 1 for not to exceed siz L~onths,

or by both fine and i~p~iscn2enT. Each separate day or any
portic~ thereof during which any violation of this Code occurs
C:c' c~ntinLlc;S shall be dee::ied to constitute 2. sepcra.te offense,'
and upon conviction thereo~ shall be pUriishable as herein
pr'ovided.

The issuance or granTlng of a permit or approval of p~ans and
specifications shall· not be dee~ed or c~nstrued to be a permit
for:', 0:0 an approval of, any '/iol·~tion of any of the provisions
of this Cede. Ho per-mit presu::tiilg to f:i'1<:: a.uthority to viol-ate
or cancel the provisions of this Code shall be valid, except
insofar as the \'10rk or' use ~lhich is authorized is laHful.

The issuance or gpanting of a permit or approval ·of plans shall
not pr-even·t the Adr:!i.nistY'a-rivc Authori ty fr-om thereafter requir
inF the correction of errors in said plans and sp~cifications

or fr'C~a preventing construction oper2.1:ions being carried cn
-thereunder when in violation of this Code or_ of any other ord~

nance or from revoking any certificate of approval when issued
in error'.

Sec. UPC 6 - Permit Recuired - It shall be unlawful for any
person to install, re~ove, alter, repair or replace or cause
to be installed, removed, altered, repaired or replaced any
plumbing, gas or drainage pipinE work or any fixture or water
heat:ing or treating equipru:;nt in a building or premises Hithout
first obtaining a permit to do such work from the Administrative
Author·i ty.

A separate permit sliall be obtained for each buildin~ or struc
-'cure.

:-:



No person sha 11 allov,T any othel" perso:1 ·to do or cause to be
don2 any \',Tork undc~l"' a periilit secured by a permi ttee except
persons in his e~ploy.

Sec. UPC 7 t'lark: not Requil... ing Fe:r'mi t - tIo permit shall be·
required in thec::.->..si; of any r'cpair ~'!OI'k as follo~'ls:' The stop
ping of leaks in drains) soil, H3.ste c.r vent pipe, pr-ovided,
however, that should any trap, drainpipe, soil, waste or vent
pipe be or become de~ective 2nd it b~coms necessary to remove
2nd replace th(~ S2r:lt-; \-lith ne,;·; material in ilny pa.rt or .parts,
the. se.me shall be ccY"!sidered as such net·; HOI'k a.nd a perJ.'ti t
she-II be procured a.~lj insDeci: ion ;:-l2de as h21"2 inb2 for-e prov ided.
No permit-shall be,requir~d for t~e clearing of stoppages or
the repairing of leaks in pipes, valves or fixtures, when such
repairs ~o not involve or require the replacement or rearrange
Dent of valves, pipes, or fixtures.

Sec. UPC 8 - To ~h?m Permit~ May Be Issued - No permit shall be
issued to any person to do or cause to be ~cne any work regu-
, d 1-.. • _. C ' t t- h ' .. - , d '
.;..a~e LiY T;-~lS ?C'2.,. exc.ep ·0 2. person :':;>-.:C:lr,g a vaJ.l :1I2?xpl~ed

ana unrevoked P~u2Dlng Contractor1s CertlIlcate of Quallrlcatlon
or Rcgist~':"ation.

A pernit ~~y be issu~d to a properly li6ensed person not
in "liolation of any curreTlt CO:1trac.:to:c' licensing la';rl.

.... 'aCLlng

'\
/

Any pe~mit requi~~d by this Code may be issued to any person to
do any work regulated by this Code in a single family dwelling
used exclusively for living pu~poses, including the usuill
accessory b~ildings and quarters in con~ectio~ with such build
ings in the event that a~y s~~h person is the bo~a fide o~ner

of any su~h d~'7ellir:g and 2CC2S~.:OY'Y buildings 2r:d quar"ceps, a.nd
that the S2;:~e are occupied by said O~'lnc:r, ppovided, tha.i: said
o~ner shall personal:y purchas0 all ~aterial and shall person
ally perfor';H all la-bor in connection "there~;i1:h.

Sec. UPC 9 - Application for PEr~it - A~y person legally
en·t--it'er. 1 0 aDD-=;-:'~-(·'-:;:;---:.nd--:r.:,~-::'r-;vo-- pp-":,,it "j-..~, 1 rn~}:r- c-u~h.. 1 L __ -L U ......., ..... ~ ..J-J _ ....~...... G .... .L.-. _ ......... ......... _ a. _ ...... 1. .::> .. .LG_J..... ... C1 ..... _ v _.1

C:,pplication on f()r;r~s pro~Jided for -that purpose. He shall give
a desc~ipti0n of ths ch~rac~2r of the viork proposed to b~ done,

~ h'" , , d f' '2nG. t ("~ J,Ocatlcn, ol;°lnersnlp, occupancy an use 0_ tne premlses
in connection th~rewith. The A~~inistrative Authority may
require plans) specifications, or drawings and such other infor
nation as he may deem neceSS2...ry.

If the Ac~lnistrative Authority determines.that th: pl~ns,.
specifications, drawings, descriptions or lnformatlon rurnlshed
by the applicant is in compliance r,'lith this Code ~ he shall issue
the permit applied for upon paynent of the required fee.

Sec. upe 11 - Na"tification - It shall be the duty of the person
doing the ~·lork-2u-·t"}rGT;-lZeci-by the permit to notify the Admlnis-·
trative Authority orally or. in writing, that said work is ready
for inspection. Such n~tification shall be given not less than
t\.'lcn ty- fou::· (?l~) hours before the ~vork is to be .ins peeted.

I )- J1' h' f . 1- • ~ bt S.la. De. t.C dU"ty \.) - t.he p8r'son dOln[ the vlork au·tdor'].Z2u Y
the p'~rr~Li,t, to m2.}~(~ SU~t:; 'that the \-Jork i,·,ill stctncl the tests
pr0~c~ibe~ elsewhere in this Code, Lefore givin~ the above
not 1 fJ,cat 1 ()n,



S~c. U~"C 12 - S~lnit2l-'\; n-jstp-i('t·c~ - 1.'he DPovisions of this Cede
rela.t iLg "to th~:::-i\1S:"~:;~:~~~~~;-~-'-3~~---Lhc installa. Lion of out"door SC\<I-

... ? .. -: . . - .
ar:e £2..cl.ll tlCS an·.:! tn;:.:: l":~~q'_llrer~2~1ts .:tOP pcr;11lt·s and fees thel'c-
fo:-:"', ~·~;.:~ll n01~ ~·:'::'Gl'.r t-Il t;lin the lJoanc1aries of a Sanitar'y Dis·- .
tricot: 5,f the S:J.:-:J.iary Distl:"ict has 2dopted and is cnfo2cin.r:

~ • 1"" oiII .. -.. ~ ..OrGlY12:-:ces or regu_a"Clons ~-inlCi1are e.qua..L 0 or more restr"lctlve
than t}10SC con-ta.ined in this Code. Eouivalencv of ordin<:lnces
or rerclations shail be determined by-the Admi~istrative
Autho~ity, subject to app~al to the ~echanical and Plw~bing
Board of Appeals. .

Sec. U?C 13 - Specialty Plt~mber - A specialty plumber is a
pel"50n l,-iho has--passed 2. \-]£,i tten examination given by "the Adrr.in

. is-rrative Authol--.i ty pU:C'suant to Section 3115 of this Division
for pllon:;bir.g specialties.

SeCA UPC 14 - Board of Appeals - The Board of Appeals as provid
ed in Section 3105 et rec of this Division shall hear all

? ""~~l<~ ·.... ,.1;:,+;·.10 -l-.LO =:j--l-.pV)Y1......, .... ~ 'e T..,;::>+~·("\ir:!lc ?nr ..o+h d' J:.: 1-'-'-Pl-'~Cl. ~) "- c: __ ~ .......... ~- Q._ L ~- __ G. L._\ •. ''-4 L ~ '-'-_ .... _~_ • ..J. r.:.~ ....0 s OJ. CO~1

SLl:"'UC"t i.on a.nd -::0 r'easonc.<.ble inte.rp:{)c''catio;-ls of the pI'ovis ions
of this Code.

Sec. U?C 117 (oJ - Pcy·s'on .~ PE:rSCi"i is a n-2_ tural person, his
heirs, executors, aarninist~2tors or assigns and also includes-. . - . . . . . ] .. .
a Xl:::'::; > p2:~Lne}-·.3;lJ_P, C()Y'psy-a-':J.on> I!":'.lJ'"llClPC:. _ Ol--' quasJ.-munlc2.pa.l
co~po~~ti.o~ or govsrn~ental agency> its or their successors
O Y'l 2C:-::--'; ';~~,... or i-1--:c:> ·--:;",ni- 0'{7 ~n'l o~:- -i-ht=> ~FO""'PC"- ~d..l. - _ ........ '-..... '- b..& ... ..;> ) ""'" J,. j,. - c.. <.,:} - .... J, .... ..L:--e. J -~ L .. 1 _ Cl.. _ __ - _:J- d.. _ •

Sec. U?C 12Q(b) - Seepa~e Pi-t - A seepage pi t is a rock-filled
eXC2.va -::: j.o~ in t:h::.: f:rc 1..:nd "·j;1ich reC'2i.'1f~S the discharge of a sep
tic t2.:d.-~ so des:Lgn~2 2~S to p2rrr~it th(; effluen''c fro:-a the septic
-t:ar-d< to se'2p "th~'OUbh its bottom and sides.

Sec. U?C 1101(8) - Ho building per·::-:it shall b-::: issue.d fOl... any
buiIdiI!; rtlhich ~'Iill L''2quire a pri~Ja.tc se~iag::: d::'sposal system
until it has been deter~ined to the satisfa2tion of the Admin
is-t:ra t i'1<?- iiuthor·i~y tr.a"t th::; qua.nt i ty d_::'ld "CYl/-3 of ~.-laste to be
disch2~ged may be successfully di0p~sed by such system.

Sec. upe; 1111 (a) .- ~'!her'c per';:li tted by SectiGn 1101; the building
Sevier DeJ.y be cO~lnected to a privatE: Se'd2.g~ disposal system
complying with the p~ovisions of this chaptep. The type of
syst(;!n shQll be de.1:erEiin'?-d on "th8 ba.sis of inforrr.a.tion contained
in the soils report concer'ning location, soil porosity, ground
water, depth to i~pervious formation, and hillside stability
and sh~ill be designed to receive all sanitary se::lage from the
prope~ty. The system, except as otherwise provided> shall con
~ist ~~ a septi? t~nk.with effluent discharging. into a~sub-sur
Tace dlsposal flela, lnto one or more seepage plts or lnto a
combi~ation of s~b3urface disposal field and seepage pits. The
maxii:~:..:;:-! kno:-ln seasonal elcv~tion of the gr·ol.~nd Hate,r table shall
be at least five (5) fef~i.: belui:l the bottom of the leaching area
trench or seepage pit.

EXCEPTION: Replacement of existing systems serving presently
improved property shall be made in compliance with all provi
sions of this Co:le so far as practica.l. Va~""iances fro!r. any
section of this Code for r2pla.ce:~lent of existing sys·t:eJf:s must
be .specifically authorized by the Administra·tive Aut:!lority.

Sec. UPC llll(f) - ~hen there is insufficient lot ar8a of improper
soil conditions, or in:"{dequate hillside stdL iIity -for' adequate
sevEige disposal for ·the Lu.ilding or' lClnd us!;:; proposed, and thc



A<:hd.r.istrative Authority so fi~ICS, DO building p2rT!~it shall be
issu~J ·and no p]"'ive te se~.,.'c.ge dispos:".ll 51i3.11 b~ pCr"r;'.i i:tcd.·
\';'rn21"'c :=::p2.CC or soil condit ions are cri t iCdl) no builciing pcr!:.i t
sllall be issued until engineering da~e and test reports satis
facto1'Y to tbe Ad:r.inis,trc.i.tive Authority have been submi-'etect
and ar>proved. An a.eration system for biological treutiYlent,
sta~ilizaticn and dispQs~l may b~ substituted for the private
seh1age disposal. system and septic -tank syste,::1 specified in
Sectio:-:s UPC 1112 and 1113 provided a clear, odorless and sta
bilized effluent i:; pr'oduced \·:hich shall then be treated to
rendcl'" such efflueat nonscptic or not a health hazar~cl. The
JiLe-t:hod of tr'ea t~i1en-: and efflue;1t disDosal shall be accE:ptable
to the Administ!.'ative Authori ty prior to installation.

Sec. UPC 1113 - ~~ea cf p_~~,p<?sal Fi.eld 2nd Seepag~ p~ts - The
miniffiu~ effective absorption area in disposal fields in square
feet of trench bottom, a~d in seepage nits in square feet of
side~.,!.:tll, shall be predicated on the r~qui:-l:?:d s~p ..tic te.nk
cap2ci~y ~n_g~ll?ns.and shall.confor~ ~o ~PC Table l~_l~ as
deter~lned Tor the TYP~ of sell found In ~he ex~avatlon or s~all

conf'or-I:l to U?C Tc.bJ.e J.1-6 for the measured percolation test
ra-'ce, 2nd sl~a.ll be as fallen·,s;

1. \'lhen disposa.l fields ere installed, a 1:1inimum of one-hun
dred a~d fifty (150) square feet of trench botto~ area
belov: the Gy'a.inlirle shall b~ pY'ovideC: fo!' e2.ch systeB"L
excl:..lsive of &ny fEl:r.... d pan) r'ock, cJ.a~/ or oth~r ir::perv ious
fopr:'~ations. FoY' large spsci2.J.ly c.e signed 2.nd appr>oved
systems, sid0~all a~e~s in excess of the required t~elve

(12) inches 2~d not ~o e~ceed thi~ty-six (36) i~ches

belo~1l thE:: lea ch lin~) r:::lY be adc(;cl -'co include no·t J,!"'I c;xcs 2 S

of 50% of the totel required area., vlhl2n CO;[~putin.g a.bSGi~p·

tion c;reas.

2. The mini~u~ effective absorption ~~ea in any seepage pit
shall be calculat~d as the excava~ed side wall area
be 10:'-: the inlet: eX21usive of any har'dpaD, roc;k, clay or
other i~pcrvious for~ations.

The mini;:-tU2 required area of porous rop!":',-:ltion shall be
provided in OD2 or r:-:c~'e sc::ep2.~e iJi-ts. Ho excava~lon

shall extend to vri.-"ehin five· ('5) f ee't.- of 'the kno':lD ~·]2.ter
table nor to a depth where sewage bay contaminate under
ground water stratum that is usable for domestic purposes.

3. Soils other than those determined by the Administrative
Authority as adequate shall be tested for porosity as
required by Sec~ion UPC 1114. Leaching area and. abso:cp
tioD rate shall meet rainimum requirements of Table UPC
11-·6.-._,. -_.'

~ ..... .".

4. III those areas . designed by ordinance as critical ~-.:atE:;r

shed areas or prohibition areas, the design provision of.
said designated ordinance shall apply.

Sec. UPC 1114 - Percolation Tests

Sec. UPC 1114 (b) - In oi:\der to determine the absorpt ion
quali tics of q u es.Je ionab Ie so ils, ·th(~ proposed ~sit:c shall be
subjected to pr!.rcoJ.a-tion tests -a.ccepta.ble to the Administrd··
tive Authority.



ABSORP'fION AREA EEQUIRL~·j£l·~TS (a) - (h)

10
15
30 (c), (e)
lf5 (c), (e)
60 (c), ( f) , (e)

12
85

100
115
125

I or less
2

3
If

5 -------

L_

~crcolatlDn ~te -~~-C-O-.U-'i-r-e-d--a-b-s-o-r-p--~~I~p-e-r-C-O-l-a-t-i-o-n~r-a-t-e~~-R-e-q-lr-i-r-e-d~a~~-p--

I
I(tif.le requi red tion area, in sq. (time requi red tion area in sq.
,for h'ater to f~ll ft. per bedroom for \··;ater to fall ft. per bedroom
one inch, in min- (b) ;,.stan.qard one inch, in (b), standard
utes) '. :'t rchch (c), Seepage fi1 i nutes) t rench (c), ~nd

beds (c), and seepage beds (c)
sBepage pits (d) and seepage pits
and {g) (d) and (f)

-.------t------------!--~-!--:....;..:..::...-~~-

165
190
250
300
330

(a) Sufficient 12Gd area for entire new absorption system if needed in
future. (100~ exponsion) ~ust be provided.

(b) In every cuse sufficient lc1no area sh8uld be provided for the nUr.1ber
of bcdroOf:1S (filinir:~uin of 2) that can be rev50nably anticipvted, includ
ing the unfini~hcd sp~cc available for conversion as additional bed-
rooms.

(e) Absorption area is figured as trench-bottom area and includes a
statistica.l 2Jlo~·;ance for vertical sid,,; \.'1 a 11 area.

(d) Absorpti8n arc~ for s8epag2 pits is figured as effective side wall
vrca bene2th the inlet.

(e) Unsuitable for secpas'e.pits if over thirty.
(f) Unsuitable for absorption systcu is ovbr sixty.
(9) . ninir:l~.!~ required area i50 sq. ft.
(h) Pro .... ides for gartag'2 grinder und auto~nC1tic clothes ~·;ashing machines.

'.



Sec. UPC J.llt~(e) - A minimun~ 01: t ...··lO (2) tests shall be !nade
in Sep2l"'ate test holes space::l u!1ifoP~ly over' °the proposed
absor~tion field site. The holes with vertical sidewalls shall
be- :::',",:.);°;1 six (G) inches to tHclv8 (12) inches in diaJ~c-tel' and
she:~11 [:9. drilled to the depth of the Dl"'ODOSed absol'"'ution trench.
The sides of the holes shail be scrat~he~ to removc6smea~ina
left by the boring tool and the loos~ dirt r~mov~d from theO
hole. - Two (2) inches of coarse sand or fine gravel shall be
placed in the botto;n of the hole. \·l2.-cer shall be placed in
the hole a minirnu:!1 of t~·;relve (12) inches over'. the gravel and
shall be ~~a.ir1"tctined elt tha·t elevation for at lea.st four (l~)

hours. A period of approximately twenty-four (24) hours shall
elapse after the initial water placement and before the tests
are observed.

The hole then shall be refilled to a denth of six (sj inches
over the gr2.';el a.Tid r o3.intained at that ieve 1 for f~urhou:c\s.

At ~he end of the four (!~) hou"!'s) me2.sur-e in min'...~tes the time
required for the water level to drop one (1) inch fro2 a firm
arid fixed :..... erereY1Ce point. J:bsorption i.:.l"'\ea srlall then be COf:l

puted by the use of Table J.1-6. PeY'cola.tion tests may be made
by the owner or his agent in the presenceoof t11e Adninistra
t i '.Ie }\utho;:~ity or sha.ll be contained· in the soils report.

Sec. UPC llll~ (f) - Test date L'e-ported shall include the follo~'l

lng:

(1) Dates of the tests.

(2) The person l.·Jf:O -cerforr:-:ed the. tes t; his 2.dd~ess, tele-
~l- ~~ ;, 1 ~- -..,. ~ y, -. - ~ -1-. t' ~p iO!:.~. n ...lHlu:,::~) ena. LJ_ ..l~.

(3) ~':eather conditions 2nd te;:-tperature at the i.:ime of the
test.

A vicini ty r.~~n shO~ling -the
and the lot boundarie~ ~nd

location
Slze.

of land in question

(5) The numher of bedrooms in the existing or proposed
structures.

(6) A plot plan drawn to scale sho~ing the ~xact location
of the test h~les. Include th(~ contours of the land;
location of lakes, str'eaJ;~s, Or' ·.-78115, O-..Itcy.'o?pinLs)
existing or proposed structures; location 2nd approxi
~ate height of road cuts, if any; and location and type
of surface vegetation.

(7) Depth of holes and soil profiles of each hole.

(8) All percolation rateI:-tea.suremen"ts taken) ana stabilized·
percoJ.a-tion rates. Re.port the pF..:rcolation measurements
and. l-'ates as minutes peL~ inch. (The minu·tes required .
for the l,°later to drop one inch.)

(9) The· location and design of the proposed disposal systeffi.

(10) An engine'21-'ing geology report may be required for si-tes
in hillside Cl:CCClG or other areas vlhere g~oloGic ha:-..ards
may ezis"t. /\ hillside area is d::::fined as one \'Jhepe·
either of the following conditions ~xist or are Dronosed
Hithin -the pl-'Oj ect a!:"ca or vL~thin Yhe 2.rea of any of f
s.ite \·J01--.k in connecti_on vii~h t:he proposed pr'oj ect :
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in excess of 10 f2et.
fac~s t.vi th VCrl:l' c"J. 11r:>; (T11~-Su. '-'-c:.).i \.. L

b) Existing slopes steeper than 10 hor-izontal to 1
vertical, having a verticul height in excess of 10
feet.

Sec. UPC IllG(b) - Before placing filter material or drain
lines in a u::"Icpa.l'ed e~<cav~-tion, all sif:2.a.rcd or' COTJDacted sur
faces shall- be - l"leJiiOVed frol~~ t.renches by raking to ~ depth of
one (1) inch and the loose ma..terial r:::rr.ovecl. Clean stone,
gravel, slag or similar fi.lter material ~ccept2ble to the
Adiliinistr·ative Au·tllorit:y:. va.ryi.ng in siz'e frC'!l1 3/ lt H ·to 2-.1/2 11

,

sha.l~ . be: pl2.c::cd in' ~he ~pench, to "the Q?pth and grad~ recp.li1"led
by thlS sectlon. Ll]~8S-COn~ si1~ll nD-f.: be used. Dra1n plpe
shall be placed 0;""1 fil tel' sateri:::l.l in an 2p~!.'oved raanne::.'. The
Gl"la.in lines shClll th~n be cove::."'ed Vlith filter r:e:terial to at
least the nini~~n~;;·l depth re.qui!:'ecl by i:his sect~ion and this
cove~ed with untreated building pape~, straw, O~ similar po~ous

material to nrevent c!os~~e of voids with earth backfill. No
earth b~ckfiil shall be D12~ed over the filter material cover
unt iJ. c:f -:ep insp:;;ct ion 2.JlC accep"cance.

Sec. UPC 1116(d) - Where two (2) or more drain lines are
l'nc-j--,,! -i n"~ --'---'~'"Y'Ir··,~-..,i~+-c.. T1''-~-in,:;s r,Yl ::IT"; aT)'r)·....·U\·,c.r1 ?'lo S"-Yll

O h\,..L-;on
.:;Jo ..... c_~-- .... '-~_~4.:.J..t:J~-Jljl ...~_~ ..... 'V ..... --1 0 .... ~-_-(.. .......... ..... ~I:'..:... ~\.:...--.... ~. L_ J.. "\o...olL_.......

box of surrlC1ent SlZ~ to recelve ~atcral llnes shall be
co~stru~ted at the head of each disposal field. Where a dis
tpibut=i"';!1 bo:.: of suf fic icn"t size "to r·ecei ve letteral line.s shall
be COTIS"CY'UC1::€C at 1:h2 h2ad of 22.ch disp~s2.1 field. \'Jhere 2.

distrib;..ltior! box is used, the in"Je::"I-ts of all o:...~t12ts sha.ll be .
le'1e 1 and the invc:.--·t of the: inlet sha II be aJc 1 e2~S t CDC; (1) inch
above the outlets. Suit&ble baffles shall be provid2~ to insure
equal 21:-y.·!. Dis"'_r'ibuti,on to%C~S 3hcJ.l b~ buil~ on a le'l ..~l con
crete s12b installed in na~ural undisterbed or cO~Dacted soil.

Sec. UPC 1117(a) - The capacity of seepage pits shall be
basee on the qu.::tnti ty of of J.iq,uid ~"lc:.S-tE: disch~rged ther'ein
to" a.nd en the char'aeter- a:i(1 pc'ro:::ity of th0 surY'ounding
soil 2nd shall confor·J!l to Sec. UPC 1113 of this chapter.

Sec. UPC 1117(b) - Multiple se8page pit installations shall
be served through an approved distribution box or be connec
ted in series by means cf a water-tig~t connection laid on .
undisturbed or compacted sqil; the outlet from the pit shall
have an approved fitting extending at least 12 inches below
the unperforat~d inlet fitting.

Sec. UPC 1117(c) - Each seepage pit shall be circular in
sh~pe and shall have an excava~e~ diameter of not less than
f () f (". ° h 1 . .r- • 1 ~ 1 • -j.:'Y 1 dour' l~ eet. ueep2.ge pl"t 3 s_"a_.l De .c J_-<..Leu \071 tJ! Has 1e
rock 314 inches -'co 2-II L ir.ch!3s in die.rr.e-ter) free froTn fines.
Sewage shall b~ conducted within the seepage pit by means of
an aDnroved Derforated Dine and such piDe shall extend a
mini;il~J,:n of eight (8) f(:~t'" into the gr~v~l fill. i:".pproval
shall be obtain~cl priol:' to constl"'uction for any pi t h3.\.!ing
an excavated dia~eter g~eater than five (5) feet.

Sec. UPC 1117(d) - Seepage pits may be used in cases where
soil cGndition2, n~ar i:h'3 surfc.ce of the ground 2.re unsafis
f 2.ct:oPY f01"1 le:::.ching; or, the~"le is i nsuff icient space to



, ;

install. a: trench f/sterr.; or', ':'l.n c:-:ceptione.lcir·cu:r:stclIlce
p!~ccludcs use of a -trench E:yst(~!i\. In no case f:·h~ill seepage
pits extend more th3n sixty (GO) feet beloH the surface of
~he ~pound.

Sec. UPC 1117 (e) - Seepage l)its shall Eotext end to Hithin
fcur (t~ ) feet of gP0'_.lnd \..TdtcP. \'Jhere ground \'Ja ter is
encountered, the D-::;t'tom of i:I18 pit sha.ll be backfilled ;\1ith
clean coar'se sand at least five- (5) feet above the -ground.
water encountered.

Sec. UPC 1117 (f) - A soil profile sho~·d.ng the t:ypes 2nd
c8pths of soils encountered for each'seepage pit bored shall
be prepared and 5ubraitted to the Dep2.J.... ·L:f.'.ent of Building und
Safety.

Sec. UPC 1117 (g) - Connections bet\,:cen a septic tan}~ and
c: r-> one 'JC> "i t sh;::lll be> 1 aid r,,:; +-}l a.n 2.~..u·_,,)::·oved D,t· i -_,}e and h'at 2-.('-
lo--'" - - 1..... ~. 0......... l""" • -.- - ~ 11 ..- "- ... ,..---

-'eight joints on Da.. t--'ll"al gr'(J:1T'~cl or CO;:1p2cted f l11.

Sec. UPC 1117(h) - The rock fill shall be cove~ed with
asphalt trea.ted building p2.pe::,) then ba.ckfilled \-lith a. i:lini
~~8 of ei~hteen (18) inches of earth.

;

. '
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LTPC TABLE 11-1

LOC.ATION OF SE~'JAGE DISPOSAL SYSTE~'IS IN FEET

Building Septic Disposal Seepage
Minimum Horizontal Distance From: Sc\'\~el' 'Tank Field Pit Cesspool

"---

Building Structures ( 1) (. 5 8 8 8

Property line adjoining private proKcrty -- l~ 5 8 .g
~

Water well or suction line " 50 ( 2 ) 50 100 100 150

Streams, lak.,::.s? ocean tidal \\!atcl"lS r
0::.... ccea.:1 ':-la tel'S .•.

50 50 50 100 100-
Large tl"lces -- 10 .-- 10 10

S.;~,epage Pits or Cesspools -- 5 5 . 12 12

Disposc"'..l Fields -- 5 l+ ( 3 ) 5 5

Do~cstic Water Line 1 (4 ) 5 [) 5 5

Distribution Box -- -- 5 5 5

note: When disposal fields and/or seepage pits are installed in sloping ground the minimum horizontal
dlstance between a:1Y part of the leaching system cU"ld gl"'o1...lnd surface shall be fifteen (15) feet.

v.~hcn facili.ties 2.1"'8 located near the ocean ti6al \·:~tE'"X"'G or occo..r: Haters, the horizontal distance shall D8
me~sured fro~ the ~istorical1y most landward locaticn of th~ beach at the mean high tidal water elevation
Structures or facilities sh~ll be constructed in accordance with all Federal, State, a~d local laws to
prevent el"'osion of the beaches and movement of the n:can high tid~l ~vater line closer tha..n the hor'izontal
distances specified above.

1. Including p01.'cI1es and steps Hhethcl" CO'lCl"'cd or uncovered, br02eZI~\.;ays, roofed port-cocheres .. roofed
uatios, caroprts, covered walls, covered drivewavs and similar aupurtcnances.

2. ~hc distanc~~may be. reduced to not less than ·twc~ty-fivc (25) fe~~ when approved type metallic pip
ing is installed. Where special llQZards are involved, the distance required shall be increased, as
T!'.Cl.y be dir(~cted by the County Health Officer or the Administrative Authority.

3 . P11.1 S tr..;o (2) f '2 C t for e 2. ch udd it ion 13.1 f 00 t 0 f cl e p t h incx c e s s 0 f 0 n e (1 ) f OO"t below the bot t OJ". 0 f
th -.... cJr'"ll' n 1'; '10 (<:::::-.c S(:l~' U·PC 1'" IG)• I,:; l C .\,. .1... ,_, .... \;'~ . ..;. ~ • _ .L _ •

4. See Sec. DPe 1108.

",,'1 • :' ~ ;. ': , Jr, ;. : ; • •••• ;.: I '"



ARTICLE 7

UWC - UNIFORM WIRING CODE

Sec. UhTC 1·.2.1 - A~!."icul tu:'al Exe~·iF>tion - The pr'ovisions of
·this /'~rt icle shaJ.l'··notappty ·to. \'Ji~-ld r::e.chines on propel"ty
held ullder one lcg2.1 r:·'2.ne.geT.lent ha.ving an al"ea of tHO ar:d one
half ac!~es or P.'.ore '..ihen SUef) propel'"lty is uS2.d primarily for
.agricaltul'al purposes. AD 2-1-72 Orcl. 2553 .

Sec. UWC 1.4 - Application - This Code shall apply to every
pepson) his heirs-;· exe~~to:.'s, admini~~pat:ors: 01"' a~signs at;d.
shall also apply to a. rlY'Jn, partners:llp, corpor'atlon, !:tUl1lCl-

pal corporation or·gove~nrriental a~ency, its or their successors
or assigns, o~ ~he agent of any of the aforesaid. AD 9-11-73 Ord.

Sec. UWC 30 - Fees - Delete Article III (Sections 30.1 - 30.9)
O.L,c thp U;,!(" Dr::::~~ c;,..,r! hor ·)\,O"(l th.=>i- ever·,/thirl::7. ~·lh·ich \·-]oU_l n_._ 11"",,-,,) _ "-J'Io-_ t"'-'"-'L, .., ......... ..-, • "'-"'-_ _ ~ ..........

otherwise be subject to Article III of the U~C sh~ll be subject
+ S ...... 3" ,., -f - •• ' ~,' • •_0 eCI_lor-iS _J..~j, e~ se.q. 01.~ L:!:J.S Dl~}lSlon.

Sec. U:..lC 40. 6 - !38ar-:-l of llppeal s .-, I~.ny appeal rrGm the. provi
sions of this Chn.~)~f:r·· ~r~L'(;, ::e2.rc by a Boar'd of Appeals

". ." S . . -:> - 0'" - f t" .,..." " .as prc\'lGeCln ~::c~l.ons..;1. ~, CL: seq.• o· DlS lJlVlSlcn.

Sec. U~·]C Ill. 6 - S~:::"\d.C2 G~oundiilg - Groui'ldi Eg sha.ll be as
. - l· ~ t -.~,..J- ~ "-1;""- r/.cr:-~-=--.~1--.. c::. -~,;- ..::l-:~; r Y"l ...-:l 1 T""'I1 ..L-~~ ('l ... 0 p",:;, CJ tr'eqUl rr:::C1 J.Jy .L ~~ l...l.. C _.'~ h 0 U C"4 l.. .. "....... • t-. lor ...J...U .. J.r-......J. .t.. J.ec L~riC ,-,00 __ ) _/.c _ p

Lha. t for :1e:I1· cc~-;struc~ian i.·:Il;:;r·e ccnc:::--cte foot ings are er::ployed
the electrical service grc~nd electr0de shall be of the concrete
encased type t:;·;i-;:h not less Lha.n 20 f(2'2"t of bc~r'e copper condu.cto.C'
si zed in 2.CCOy,d2.n2C ~.,i th l2tles 2:) 0 ... CJ ~~ (a») 2 5 0 (b) of the iJat iOL~~1

Elect~'i.c Code 6.Ild ;-,::)t sr:,~l J.er tn2!1 !:o. 't A. ;,.}. G.) enC2.seC in not
1 e 5 s Tf: a.;t 2 i 1:. ch r:;; S 0 f co11 ~.::::-' 0 tean dIeedt e d y] i t::, i. n and n:-~ -=il" "t h e
botio~ of a concrete fcundation footing that is in direc·t
con L2. c·t r..: i. th the ec.Fth.

Sec. UWC 320.1 - Violatio~s and P2nalties - Any person~ fire or
corpo!"'B.tion "-J ioJ aITrig dLy o£ the P-~-CJ',/isia:-is of this Code shall
be guilty of a nisde2cancr and upon convicticn thereof shall be
punis;iablE by a f:.ne of not J:'~ore -than $500.00 or by im;>risonrr:ent
for a period of not more than six DODths, or by both such fine
and imprisonment.

Sec. UWC 330.1 - Violations and Penalties - Every person, firm
or corporation violating any of the provisions of this Code
shall be deemed guilty of a separ2t~ offens~ for each C2Y or
port~on t~ereof d~ring which such violation continued and shall
be punishable thereof as .herein_provided.

Sec. U~lC 340.1 - Violati8ns and Pen~lties - It is unlawful fov
any person, firm or corporation, ei~her as owner, architect,
contractor, artisan or otherwise, to do or kno~ingr~ to cause
or permit to be done any electrical vliring as defined in this
Code in sueh manner that the same shall not confor'ill to all of
the provisions of ·this Code.

n r""')'" -.

L I J.... b



I\RTICLE 8

NeE. Ce - Hi\TIO~\_t'\L ELECTRIC CODE

Sec. NEe 680.6 - Location and Protection of Receptacles and
Lifl1"tin,; FixtU1:"'cS - ~jo outdoor' recepta.cles 01"' ligh-ting :i:lX

tur0s-orl tl{epropcri:y shall be loc2.-'ced Hi t~lin ten (10) feet of
the inside Halls of the pool. All outdoor r-eceptacles and
lighting fixtures located between ten (10) feet and fifteen
(15) feet of the inside ~alls of the pool shall be protected by
a ground-fault cir·cuit- inter~upte1.'. See Sec. 400. l~ fo!"' prohibi-
ted uses of flexible cords. See also Sece 210-22(d) for outdoor
residential receptacles.

On pools located inside 2 per~anent s~ructure, recept~cles

and lighting fixtures within .the pool enclosure shall be at
least ten (10) feet fro~ the inside walls of the pool. All
receptacles and lighting .fixtures located between· te~ (10)
-feet a~·:d fifteen (15) feet of" the inside ·...lulls of the pool sha.ll
be protected by a ground-f2ult circiu~ inte~rupter.

Sec. NEC 680-20(a) (2) Under~ater lighting fixtures supplied
eithe:l' directly froJ:: a branch circui-t or by a transfo!_~Y:":sp
·-e>n-'-';·"',c .J.-he r~all-iY"'lC-""-C->~1+C' o~: ~c.""" r~r!_r:.(a) c:-},--:O.1-1 ",o-""r'-o1-'''T! Y>nllo-J;!_:- \"'_J.Jc._ ... \.,,1 '_1. __ ~::__ i~ .. ·_J Lv '!I -= '-"':'~. ...~ ....,~ ~ ,-" .. 1._~. P';.L. .... .: ..... ~~_

ably urlcer any l.-;_i-:e.iy CO:::0lna -r lon 0:- =- a.ult cOLdl tlons so th2.t
there is no shock hazard. Co~p].iance with this require~ent

shall be assured by the use of a ground-fault ci~cuiL interrup
tel' e

Sec. ?rEC gO-II .- i\~lV person, fir;:l or' corpor2.-:: ion 'v iol2.t ing ·any
of tl:~- vro'.;isions of this Co:J.e sh-=:.lJ. be guil ~:.y of ct E,i sc;eri1cancr
and upo~ convictio~ ther~of shall be punishable hy a fine of not
more than $500.00 or by iffipriscnuent for a period of DGt ~cre

tIlan six months, or by bOTh such fine and i!;:pT'iso~Haent.

I:very p2rS0:1, f irn o~' corpora"t ion v ic12~ t ing any 0 f the prov i
sions of this Code shall be dee~ed guilty of a separate offens~

for e2.c:-~ da.y or portion t;"iE~:reof during \-lhich such violation
continued and shall be punishable thereof as herein providede

It is unlardful for any pe~SQn, firT:1 or cOrpOT'2.t ion , either as
owner, architect, contractor, artisan or otherwise, to do or
}:novliT1g1y to cause or per-;fli t to be done any electrical 'Vliring
as defined ~n this Code in such manner that the s&rne shall not
conforn to all of the provisions of this Code.

i·



CHAPTER 3 - S1·n:N~"IIl':G POOLS

Sec. 3300 - Af):"~INISTRATOR - The Building Official is
designgted 2s---tI18--AJ;lillIstrator of this Chapter.

Sec. 3301 - PUP.}?OS~ - The purpose of this Chapter is to
provide l:linimum s tanc1al"ds "to pro tee t life, limb, hca 1 th,
property"and puLlic velfarc by regul&ting Bna controlling
the d?si~n, cDn~truction, quality of materials and fencing
of SHlITll111.ng pOOlS.

Sec. 3302 - DEFINITIO~S - For the purpose of this section
c€):ta.in terrrls- are --ci""c:[Lned as £01lo\'7s:

S~c: 3302-·1 - J'_,?o1. - Any body of \,,"80 ter crea t eel by crti
£~clal ITt0.ans \';hlCll is designsd or used for sHi~Tiilling or
immersion purposes and any porti.on of \vhich is "capable

r . i' . r ~ • n~ t (J 0) . ~ 1 1or con.: ~:lu~n6 ':7.::1 L~r 2J-bil ...:een .0.. , lnCh?S Geep or deeper,
also calIco s\,";rlE:'~:lln~; pocl. Plu:HDlng flxtures such as
bathtubs or baptismal founts are exempt.

Sec. 3302~2 - Hillside: !J.,reas - Areas wher.e there is a
d ·f-F~ ..... r"> {-' ·f-:'~:-'::--(Z--)--::.-...-:--t· _.~ To!· ':11 .... 1/ -. r:' 1
~ _e~.en,,-e 0_ .0>..1_ • Lee In OrJ.,S,J..dc:.. c.J1C.. OJ. ).ln~...

, r t . , f" t ~ 1 ' . 1graQC or.: any -~,;ro S~Cl(,S o· ~nc 1?OO~ or uncre, in t~l€

.. f 1 13'1" O""i-·' - '..J ,0plnlon O~ tDC . Ul_Qlng r~lclal, toe auequacy ano
ovcretll stability of the pool size should bc.~ investigated.

Sec. 3302-3" - '&Xj")en~d"ve" Soils - The expansiveness of soils
shall be classified by the requirements of U.B.C.
Chapter 29.

Sec. 3303 - ISSlJi\I'~CE-------
Sec,- 3303-1 - P2Y!~~its r~~C11JirE.'d - Permits shall be required
for· th-e cons t rtlct{on ,-'-:Il~is fa fTition, al LeTt:. tion or rr:aj or
repair of a S\·;lITi,."11Lng Dool as Set forth in Sec. U.lJ. c.
301 (a) ~ ~

Sec. 3303- 2 'p)_an~ - All application for permits for
construction of pools shall be acco~panied by plans, in
duplicate, for the approval of the Building Official.
The plans" shall includc= the folloHing: Plot plD.n to
scale with relative elEvations, property lines, existing
structures, fencing, retaining walls, and other relevant
characteristics c'.dje.ccnt to pool area, proposed pool
shape, c1incnsioneu, and located to sho\I," setbacks, side
yards, and clearance frOOl overhead or underground
utilities, existing structures, and graded slopes "
adjacent to peol arca, proposed E1c;chanical equipment
pad, dime!lS j.O~1S and 1. oca tioD; prop"os ed dec k \-7ork>·..con
figuration sh6t;ving its anticipa ted drainage, anticipated
overall drainage of pool site; pool depth,and volume in
gallons; s truc tOTal deta ils of Halls and floor, and vIas te
disposal syst0rn. If gradin3 is required, the plans will
be required to confonD to the grading requirements of
this Dcpartmc:nt. In hillside areas, a soils T0port
containing pertinent soils and, if necessary, geologic
inforIt12tion rau.y be required by the Building Official.
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Sec. 3303-3 - OL.l~.e"1~ PS'..Tmi_ts - SepRrate permits shall be
requi:ced for plumbing, heu ti.ng and electrical .,>.~ork.

Sec. 3303-!~ - E.u1.2.:1ic Pools. -- Application for permit to
eonstTuct or operate a public s\vilil-:nil1g pool, bath hOl1s"e
or related aplJurte::nances shall be accorapanied by plans
with the State Board of Health approval stamped thereon.

Sec. 3303 u 5 - Pools in Fnc.ertified Fill Soils - Pe:cmi ts
may be issued -for--the CO"j~IS tru-ct{on-of f:£-loat[ng!l type
pools in fill a}:eas \'lhcn the follo~'liI1g couditions are
met:

(a) A cOillp1ete investigation of the fill is Thade by a
qualified soils engineer and, based on the findings,
the engineer establishes the design conditio:1S and
extends rec.:onrnendCltioilS that "\/ould lead" to a stable
and sare pool.

(b) A structural design is prepared by a Registered
Civil Enginccr\·;hich incorp0i"_'a tcs the r.(~com!Tlenda

tions of the Soils ~ngincer, as approvcd by the
Building Official.

(c) The pool is designed under the assumption that it
receives vertical support frO:~1 the soil lying
unde.r "tbe poaI bOttC3. The lir,iits of the support
ing soil shall be below a-line drawn around the
perimeter of the pool Clnd located on the bottom
\....hcr~ a l1.ile tangent to t.he: pool bottOi'i:' slopes at
33-degrees with the horizontal.

(d) Pool \';0.115 shall be dcsign(:d ~.sslJl!1ing no-support.
from the surrounding soil and in accordance with
the winiTiIUill requir~mcnts as set forth in this
Chapter.

(e) The dr)T'>/eJl for the pool back1:1ash shall not be
located within the fill material.

Sec. 3303-6 - P~}~its - Refer to Sec. 3320 of this Chapter
for plast?_c-li"DecT s\"imrning pools.

Sec. 3304" _. .fEES - Fees for plan ch2cking and permi.ts shall
be based on Division 3 - BUILDING REGUI..ATIONS, Chapter 1,
Sec. 3110.

EXCEPTION: Plans \1hich have been class iiied by the
Buildi.ng Official as stande.rd pla:'1s may be checked for
one-half the no::_-mal plar~-checking fee.

To receive consideration for standard plans an applicant
must first furnish the Building Dcpartillent with tw6
copies of each plan ~iliich is requ0sted to be classified
-as a II stanc1ard plan," and the payment of a full plan
checking fee. The: Building Official shall issue a
s tand:ird plo.n nun~ber for such plan and, Hhen appyov .;~d,

one eepy of such plan shall be kept on file in each
Building Depa:ctr;lcnt Office. Subs(~qucnt applic.ations



for pC1.111its for construction of pools \·;hich have been
granted a st8.ndard plan nUfi!bcr \'Jill requil:e the submis:=..:ion
.of an applicati.on, one copy of a plnn, 1...'hicll ~\7ill then be
cO:~lparecl Hi th the pIa n on file, and if found to be icL::n ti
cal the per~it may then be issued without n formal plan
check. In cas e of any dcv ia tion \\7h3. ts oever from this
standard plan, co~plete ~lans together ,~ith a full plan
checking fee shall be submittc:cl for the propos ed Hork. .

·~ec 3-:>n /t-1 - (''-'j Tlf-; n1 1(1t1C:. T","\c;norof-;on l;'<:.~u - 1\ $':to 00 £ee folJ «. J J--. ~._~:..-J:::..=~h_~....;.,.~:-.....::;..~;..4~~~.~ ..=_-:::_-:-:.-_._..__<.:__ -J..L .. r
continuous inspection of the pool shall be col1ec:tcd at the
tiin8 the permit is issued. .If the time of inspection ex
ceeds rour hotl rs" the pe):-~!littee shall be b i lJ.ed at. the rate
of $2.50 per each additional one-quarter hour or portion
thereof.

Sec. 3305 - IKSFfCTION - Contractors shall giVE thirty-six
(36) hours not-ic'2 rc:garci_ng time and place for gunite in
sp~etion.

Sec. 3305-1 - f)ea~~~~:~ - Electric.al in2pc~tion clearance
for grounding of reinforcing, plu::1bin:; and condui t is
required prior to apprcval of reinforcirJg stcel for gun
iting or concreting.

Sec. 3305-1.1 - Insn2ction Clearance - Refer to Sec.
3320 of this Chaptei=- forplcu3·tlc-=I-ined s\-7iI:"lTaing pools.

Sec. 3305-2 - }riscell?~eous

Sec. 3305-2.1 - .EJJ~~tri~.?J:. - All ~lectrical \llr~ng sha 11
be installed and connec~:ed in accordn.ncc Hith the'
applicable Electric~l Codes.

Sec. 3305-2.2 - Pip in~~ ~ Gas and \-Jei ter piping shall be
installed in accordarlte ~'lith the c:::pplicablE.~ codes.

~llien approved·plastic pipe is use~for pool piping,
approved. r::.ctfil pip Lng. sha~ll b:- ins ta~led on the uot;·;n
streC.TI1 s~de of any HaLer tlcatlng equ~p~Ti<?nt for a
min~num distance of ten (10) feet, and a check valve
shall be installed aujacent to heating equipment on
the upstream side prior to the conriection of plastic
pipe.

EXCEPTION: For rapid or hi-rate filters, check valve
may be excluded.

Sec. 3305-2.3 - ~.212.l:L;:;,ll-ces - Heat producing appliances
shall be installed in accorcl;~nce \'lith the appli...~able

codes.

Sec. 3305- 3 - ~.Q.ntil1.-uol}'? Inspec tien - Continuous inspec tion
will be required on all gunite and dry-pack pools;

Sec. 3306"-1 - lLt..l}~..f.?~_~_Ji~t;_cr - The pool decI: and all
portions of the - lot sl~.all drain to the street or to a.n
area appTOVC:cl by the J3uilcline O£[j:cial. Hhen a pool deck



extends to Hithin three (3) feet of an adjacent property,
means shall·be provided to conduct splash vate~ to a
satisfactory point of disposal.

Sec. 3306-2 - Haste '··!ate-c - Pool \\:Q.ste \,!ater shall be clis
pas c:c1 as specified in j\pp'cndix G of the Uniform Plumbing
Cocle. ~ .

Sec. 3306- 3 - DJ--\Y'(,r€1.1. - The loca t:ion of any dry\'Jell shu11
be . ~~1?j oct ~? ~hc apPTov,J.~ of the BUi~~ing ~ff:tc~.al. The
BUlldlng Ofrlcl~l shnll glve due conSlceratlon, lTI approv-
ing or disapproving said location, to the type and .
condition of the soil and proxiQity of the dr~~ell to the
pool and other structures, and a soils and/or geologic
repoj~t may be required at the dis.cretion of the Building
Official. . ..

Sec ')')()7 - "tT'l.TT\'"'(\C'7~1"'Tr. F'.1"i" I1?T - /\1.... "'\7 poo-l tc be C011S i --,- t d. • J .J \... _!2:.-:!"::.~~~:.!_'::"::--: __.-:::":::'_-:;:''-:''~~:''::-' :.. .I.J. ) - ~ ..... u c e
in un area in ,·}ll:"i.ch res idual ground Ha t2r cYe.:~tes hydro-
static hE:ad against the pool structure 5h0.11 ha\le a suitable
un dey 6 ~C(3. in sys·t l:t:l to ,·;;h ich 2. pUin)) 01-- hydro3t.s. t ic reI ie f
valve can be properly altached, or sufficicilt mass \',;-eight
to prevent flotation.

Sec. 3308 _. }.JIgHTIXQ. _. J~J.l lightinG of pool Cirea shall be
so hooded that the light do~s not shine tOHa1:ds abuttir;g
propc;rlics.

Sec. 3309 - Ij'II-·r:T~_bF:P 0lJTI~~~},S - Facilities for introducing
·Hate;.- to ctnu rC::lC)IJ:i_n~; \':atC:T fro:-n the: 0001 shall be: T)1.:"O\1ided
aDd e :cranged to fCl(; iIi ta t!2 unifol.tTI c i~c!J 1.'1 t ion or the '.la ter
a.nd thc.~ rr:;;intcna::cc or a uni£o:cm dif;infcct[:Tit residu2.1
throughout the pool. Every pool f::hall be provided Hi. th a
bottOi!": drain OL~ outl~t by \·;hich the pool call be emptied.
The botto:n drain and reci'.cculation outlets shD.11 be covered
with grates or other protective devi~es \~lich cannot be
rc:;:;).ov cel czcept ,.,Yi th too 1s . ',[,he s lot.s or open:tngs of thes e
covers shall net exceed on~-h2.1[ inch i.n the sEialler
dimension and 511;:11 be of such area, shape and arrangement
as to prevent the hazards of bathers being (~Tat·Tn thereto
with such force ns to produce a safety hazard.

-Sec. 3310 - DIVIl'~G BOARDS ~ No di\ling board shall be located
adjticcnt a (rivIng area -less than eig!lt (8) feet in del)th.
A depth of D?t less .than eight (3) f~et and siz (6) incl:'tes
shall be required for ·a· ~c:"-!l:~-tm~ter. boaTeL A depth of not
less. tha.n· .. ter1·.{IO) ··£:~.et:~h~Il be· required for a three··meter
board. 0.- '.. "-•• ~ .: ••• ~_; -. • • -'

Sec ')')1]' - l,fA rr"t'-J,D"rJ,T-c 0 17 pr'jot Sf:E-TT - Qrll-'[-'~;nr~ poo1" .. ,.l-,nl1s
1;. .- JJ _ !.~J.!·l.~_~'-.:~~__-=---::~~..:::"'-_O"_:_~'_~~ u'.- :'l.l .. -I-. {? .L. "J.i.~

shall be of rciili:orc8d concrete, _or other r:"~2.terial equiva
lent in streil'gth and durability, design(~d 2nd built to
uithst2.nd anticipated strcs'ses, of Hater-tight cOT.lstruction
-I h dO . r A ,- ••.•. Hlt 1 Sl~"tOot an ].liipeTVJ_OUS st1YJ:aces. I.'.. HatcrprOOl: ln~Crl.Or

- . '--finish, t,·;hich \-,?ill H:Ltbs La.nd rcpco.t.2d brushing, sC'Lubbing,
. end cleaning procedures, shall completely_line the pool to

the copjng or cantilevered decking .

. (l:~~fcr to Sec. 3320 of this Chapter for plc~stic-lilled



S~c. 3312 - COYSTP.~UCTION

Sec. 3312-1 - .9l1an,ge~_ - All changes shall be approved in
writing by the design engineer or architect before they
will be reviewed by the Department.

Sec. 3312-? - Placing_Gunite

Sec. 3312- 2 . 1 - Aj) 12..~ i c.ll t 1..QD.. - 1\PpI j cat ion 0 f gun i te
shall comply l,,~ith Sec. DEC 2621.

Sec. 3312~2.2 - FrocS2~~ - In gunite pools, the portion
of the ficior adjacent to the walls shall be placed before
any material is deposited in the \....all. A sufficient
width shall be placed to f&cilitate the removal of
rebound frc:n the t;olall sec tion.

S r:,c 33' ') o. cTc:'.l ...·l-jr;.)T.' - C-'CTuctu;-"'l pl~ns """("\(1 c""cu] .... L-;ons
_~ • .... "'LJ .. :.Jl~'~J.'~-=--"'~",,:~~~ ~ _.. - ...... u ... • c.:4 C;lt .... Co..J... _.u.l ... __ •

shall De slgn(;(l by a l'.eglEtered ClVll Enf.J.necr or ArcelJ_tect
licensed by the State of 'C3.1ifo~cni2 for Bony pool t,o;here the
I~1o:')"""P; Tj'"\' ,r1 ~ 01) ttl ; c:. ["orr., t}"p·... t-hYr:. -:.. (')) .r. c "':'. t... t. ..... ...::.~:..~lU:.l ~.lL .£ • .,oL..".,,-J a t..:.~ !_ll ..... _\..:e J J... t:.: ..

(Refer to Sec. 3320 of this Chapter fo:c plastic-lined
C'~ 71' -~.~.! 1- 0- roo 1s )'-J~" t(~~dJ_!O J...I lo..

Sec. 3314 - Et.~:.~II~Z~_ C/'~TT~S 1.:·;!U-JOCES- - Trhe I~aintcT!;J.nce of
a s\'!ir:-;ining pool \o]ithout u.ppropriatc: precautionary measures
constitutes a hazard to the safety of small childr~n.

Sec. 331l;.-1 ., K§'D.£..:Lll~;. - Any person, fi YL1 or corpora tion in
pas s es s ion of Ian d) (> i thc:1." <l S o~,;n er in fee, pur chc:.s er un de::c
contrac t, les s ee, tel:£:. i.1t, lie CDE: cc or any typE: of l(~gal

estate, upon \·;hich is sitUDotcd a peal as defined above
shall at all times maintain en the lot or property, upon
\o;hich such pool or such body of ~'.!atcr is located, a fence
or ",;'!C111 not l(~ss than five (5) feet in height cO~i1pletely

surrounding such pool or body of \,}atf~r. Said fence or
wall shall h£ve no opening therein or space between inter
mediatel:lcli:bers great:er than fcur and one-half (L~-1/2)

inches, except for doors. No such fence or well shall
provide ladder-like access to the swim~ing pool area;
horizontD.l rails shall not be snaced less than four feet
apart. A dwelling house or acc~ssory building may be
used as a part of su~h enclosure.

Sec. 3314-2 - Gates - Other than a door to a dwelling or
equ:tpment g.:l tes tha t uill bc' locked e;{ccpt \olhen in actual
use, all exterior gates and JOOL'S through access.qry
buildings or garages, ~hich nre a part of su~h enclosure,
shall be equipped ~·:,ith a selfo'closing and self-latching
device IDea ted no leSS than four feet, si;.: inches (4 1 611

)

from the udj acent ground lev\~l. Equipr!'lent ga tes, for the
purpose of this Section, when two (2) gates shall be in
stalled i.n such a Qanner that, vlhen closed, euch shall
auu t the other and forr:! an ii.i tegral part of the fence.
Such gates sh211 not be used foY

o

norr.1al access 0 Hith the
exception of those infrcqucIlL tii:lcS HI1CfI the sarTle n-;ay be



open to permit access for repair or replacement or
equipment, etc., the gates shall be bo11:ed to? and bottom·
or closely locl~ed together. Equipment gates may, ho\vever,
be used for access gates ~lcn one gate is. installed in a
seGli'~pel:mancnt maiHlerand cannot be readily opened Hithollt
removing bolts, screws or those ccrta~n.things requiring
tools tore2ove, that make the same sDnl-pcrmanent, and
the opposing gate is installed in the n~~:nnel' hereinabove
specified. Tbe responsible person TI2.med hcn:ei.nabove shall
be responsible for maintaining said gate.s as herein
specified.

Sec. 331 l l·-3 - Hateri.al.s of Cl?I!.~tri.i~tion - The follol;·,ing
materia.ls for cons··tJ:uc-Eion of fences are approved:

(a) Solid masonry or concrete.

(b) Corrosion-re.sistant sheet IY:etal of not less than
26 U. S. Gauge.

(c) One-inch nominal solid sheathing.

(d) Exterior gJ::ade plyHood 1/2" thick or heavi~r.

(e) Ten-gCtlige corrosion-resistDnt \·:ire mesh, 2" .
mD..ximu:-n spacing.

(f) Pickets at least I" x 4" in size.

(g) Post construction.

(1) Metal, galvanized or plaib iron, protected
against corrosion. -

(2) Wood, 4x4 no~inal dimension, dccay-re~istant

and embedded in concrete.

Sec. 331l:·-4 - l·rocH.fj.:...c:.D.tions - The Building Official may
permit other r)j~otcctive d2'"ices to be used so long as the
degree of protection afforded by the substitute devices
or structures is not less than the protection 2.fforded
by the fence, gate and latch.d~scribed herein.

Sec. 3314·· 5 ~ EJl1in..g I:ool - No \'7Cl ter shall be placed in
B.ny s\·!im:.ling pool prior to the ~~nstallc.tion of all safe
guards specified by this Chapter and approval of the
Building Official.

Sec. 3314- 6 - Exe;npt ion - Na tural or man -made l-a~ces,

marinas, or res~er\}Oil~S used prirnari 1y for \>7a ter con
servation or i:crigation shall not be deemed to be a
Swi~illling pool or body of water requiring fencing by
t:his Section.

Sec. 3315 - DEC~ - A concrete deck shall b~ provided around
the pool \·.:i th a ITlinimum \·;idth of four (4) feet, lTtC'D.stlycd
£1.-0[;1 the pool Haler-line and· \-lith a tHO (2) per cent slope
cHvay frOlll the [.'°91. Soil under the deck Gilu.I1 he i"jXlil and



shall slope: t\\TO (2) p(;r cc:,nL D.\-:ray rro;n the pool and soil
around the deck sball slope at one (1) per cent minimum.
to 6r.2:Ln 2\'.~dY frem the ~dge of the deck to\\:ard an approved
disposal area. The deck shall have a minimum thiclcness of
~J, ," --. 1·,:::, ..... , d c'h~ 11- 1... ~ 'c' "'£0-'" oed \.71." to} ..'~3 b." ...~s rd r>L'"':;'7 Ll.C .. l~S cull .:J .c. , L>L 1: lL ~.C ....1 1,. ..~J... \.: 4- O.C.

e~ich \.'~~Y or 2quival(~nt reinforcing"' The outer edge of the
deck 511a11 have a cutoff 'h7all not less than. fifteen (15)
inc.hes belo\V' grctc1e.. A six (6) foot deck may be us cd in
lieu of a four (/1.) foot dec1-:: and cutoff \':,~:J.l1. Decks of
lesser Hidth may be utilizp.d ,-·;:hen the cutoff \'7al1 depth is
increased by a propoyt:i.onate awount of the j_~CdliCed deck
't-!idth. \·;-hen the soil ul"idc1." decks has an expansive index
91 or gre2~tcr, it 'shall be prc-sa..turatcd \'lith ,;·;-ater to a
depth of eighteen (13) inches prior to the place~ent of
the. . concrete deck. Sufficient joints \'lhere the deck j ains
the bond beam at corners of the deck and at IO-foot max~num

intervals shall be urovicled to allo~'l for di££erclltie.l fJOVC

ment and to minimi%~ ~dverse effects to the deck'. All joints
in the deck a.nd COp:i.:lg shall· ha\,c pE~r;na"-12nt resilient Hater
proof seals as approved by the Building Official.

Exception: The deck may be omitt.ed provided that the
pool shell is cl(~sign2d to resist exterIlal force equiva
l~nt to ({·?+20 pc£") H+P c:,' as defined ill this Ch2ptcr) and
bouu beam has Cf. thicldless of not less than t\'7elve (12)
:Lr:ches and is reinforced ~,;-ith aminir;:um of three :fj:!.~ bars
in each face with #2 ties at forty-eight (48) inches on
center.

Sec. 3316 .. ~·rAL~ZFAYS - A three (3) foot minimum Hide un
obstructed SllY'£,s c"e;..c-'.-n:l 1 kTday , neasured from H~,-t:C): line, f.:·hall
be: .p}:"ovide:d bet\'/Qen any pool and adjacent buildings) shelters,
diving boards and obstructions.

Exceptioil: Grab bars t;;.;:relvc (12) inches D.DOVC the
"later line or an equivalent method may be provided at
fou'r (4) feet on CCI!tcrs in lieu of the above upon
n,pproval of the Building Official.

Sec. 3317 ~ DESIGN

Sec. 3317-1 - General

Sec. 3317-1.1 - r'ij_ninum St-:tndaTc1s - Every s;·,rirmning pool
design shall 2C~1·It:- of ratiolial alialysis according to
accepted enginc(-;ring p'rinciples and all criteria
hereafter noted are to be considered as lninimum standards
only.

Sec. 3317-1.2 - CO~.1nrcssiv(~ Strength - The minimum
specified cc:np:ces-s-rv-e-- 5 t-icngth-~E-pncumaticalIy applied
mortar (gunite) and dry pack concrete shall be t,\'lO

thous~nd pounds per square inch (2,000 p.s.i.).

Sec. 3317-1.3 - Earth PreSSUTGS - The \'la11s of s~'7imiTling

pools Ioea ted in-110n":-ezpiins iv e soils sha11 be des igncd
for earth pressures as' specified in Sec. V.B.C. 2310
a.nd Sec. 3315 of this Chapter. The Halls of sh'rir::ming
pools located in c;.:po.nsivc soil s;lal1 be designed as



hereinafter provi.ded, and in Sc·c. 3315 of this Chapter.

~cc 3"'17-] 4 - l·!\,....JrnC't·~t··1 r pl·"C-('llrr.· - H-T...J"'·ost~t-ic~... ~. .J .. . .. • ~_~~a".---" -= :~".4~.~_·-=- ':':.~_ a:....::.::.--=~'-: . J LI .L .... (....... .L

pressure shC!.l.l ·be used .in an ol1t~vard dircct:Lon as a
des ign C1:'i te.:r ia Khel:e cone l~ete is not depos i ted agains t
natural un~isturbcd earth or approved compacted fill.

Sec. 3317-1.5 - PCl-'21.....lLalls ~ Sloping 01: radius type pool
,;~alls shall be des izned for specified loads Hhere \\:alls
have an 'angle '-Ii til the horizon'L:al greet tcr than 33 degrees""

Sec. 331. 7··1 . 6 .- B-e~n.to:c~ i.DZ~_~eel - Hinimum reinforcing
steel shall be not less than #3 bars at twelve (12)

• 1 b '1 . • •• ,.. (2)· 1l.TIencs o-:.:a 'days, "ll tl1 a m~tnJ_rG.1.:i.m cover or t~·.~o ll1C 1es
except lcngitudinal steel in th2 botlo~:1 transition area
from the sh3.11c\·J "to deep end shall be (=3 bars @ 6"

• • 1 • •• ~. f r' (5) fmLnlffium c:·{tc:;.1.CtJ_ng a Tllllll.mum Glstance o' r~ve" eet
beyond each side of the trnnsition.

Sec. 3317- J.. 7 - J:.fiDt_y PooL_G!.~r-~LiJ:: ion - Pools shall be
designc"d foY both e'lilpty and filled conditions.

Sec. 3317 -1. [) - Q'l e.r:.~:irn il:g I-~;:~ ~s -. P.e ~er to Sec. 3320
of this Chapter :cor p-'-ast~c-llilecl S\·l2.:.7.;-;n.. ng pools.

Sec. 3317-2 .. Pools in EZD2.ns :i.ve Soils - All soils Hill be
cons idered exp~J.nsive 1..1nl-(;$s't:cs·ts- at t~'lO (2). feet veTtical
intervals t.o full pool depth by Soils Engineer ir1dicates
very 10\·; cxpC!.nsive soil as defined in the Uniforr:1. Building
Code. Pools designed for expansive soils ghall have the
fo110...·;-i118 minirf!um requirements.

(Refer to Sec. 3320 of this Chapter for plastic-lined
sHi....:t:·ning pools.)

Sec. 3317- 2. 1 - Des izn Fo~mu1.2. -' Th.c des ign formula to
be used in calculDting late-raT earth pressure on the
pool Hall shall be P = HH+Ps ' in which:

P Lateral pressure in pounds per square foot.

W - Soil equivalent fluid pressure in pounds per
cubic foot.

H = Vertical dist~nce in feet below the ground surface.

p ~ Lateral pressure due to any surcharge loadiDg.
s

The design of bond beams and the thickness and amount of
reinforcillg steel in the bottom of pools shall,..bc given
special consideration. Sides of the pool shall be de
signed for drained soil equivalent fluid pressure of
£orty- five «(1"5) pounds per s quare foot, except vJhere
sixty (60) pounds peI:" square foot are required by the
Building O~ficial for locations having soils \V·ith an
expansive index 91 or greater.

(Refer to Sec. 3320 of this Chapter for p]"a~tic-lined
s"lim~nil1g pools.)



Sec. 3317-.2.2 .. Bond Beam - A taD bond bCClm shall be
l?rovided \vitl: ~ r;-inlr:1L1Ll \\~idth £tn~l c1?ptl; of tHel~c (12)
l.r~chc~s and \o1ltn a rainiLH.un of fOlD: <if) ::t4 bar:...: OJ: rQ
ir;.'>.);~cillg s.teel (tHO t~{~ bars. near each facQ) \-lith ~;:2

tics tit forty-eight (l~8) inches on center. Vertical
·steel shall be bent at least eight (8) inches hori
zontally over top longitudinal steel. At sq~3re corners,
lODgitudin~l steel shall be carried around the corner
and lapPQd to tal'm a rigid cons true tion. Special des ign
and pIal} details shall be required for any niches or
indentations in the shell or other special details.

(Refer to Sec. 3320 of this Chapt~r for plastic-lined
swi.ITl1:1ing pools.)

Sec. 3317-2.3 - Pool Palls - The l:1inimum thickness of
pool ualls sha1.1--be-fi ve-(S) inches.

( ner::e ...... ·'·0 C'e·c j" ~'10 I-I-e-m 3 or. t h )' s C1la·...... tnJ-.r\.. J __ )_ L o.J • • " t'., ...... 1. ~ L - ~ 1~ 1,;;;.

lined sh7 ip:::ning pools.)
for plastic-

Sec. 3320 - PID_stic Lined S\·!ir-:~in~: Pools - Tbese installa
tions 2T2 nOll.;;'·ll:;··i~acl~by·~(~:ZcavatJ:ngl-:O a depth of up to
eig~~ (9) feet. ,'Ihe upp~~:~ port~ol: of th:~ v,"a~.l is usually.
v er clcaL c:nd des J.gned as a reta lil:Lng ,;·/a11 us l.ng s true tural
materials of m&sonry, concrete, light-zau~e galvanized
steel or light- g2.ur;c alu:";·Jil1u:"fl. The \\Ta 1J. s of the lO\'Jcr
portio~ are slopedj however, this slope shall be no
steeper than l-l!?- horizont&l to 1 vertical. Designs
shDll CCnf01:Tl to the reGUil·c::~cnts of IID2DaYLi~~(:l1t of
1:'., ·ll':~~{"r ,., i c:·... .r:.r!- T BY·-J':T pJ'.....,.. p-;-'-"TT Arr'T(l'~'s 11 n'i~ - t .- ')
J .....!~ (l.Li)fJ a.nu LJ<.I.L .... ; L-J ) lJ _.:-J:.J .~,""7 .... LGUJ,..,.:-.. l.L !~.,., \..,!-:.C.t) eL J,

("~.-.7· r-''''' . n '", 1)00J c \,;': t1 tho .r. "I 1 'o';' {"~ .-,-,... '=or t' .... '"' '"). d If or
L..' " l"ll..IJ_ if:; _.::I,. L 41 J. '- J.G.L_. 0·.• lno c ........ cp lOLl ..:> <..-·.n .

c:tdcli tions :

1 .. Sec. 3303-6 ~ Pc}~~i~~

Cd) Permits t.ILll be required for structural
walls of two (2) feet or higher and for
grading ·'~lcre gunitc or concrete is not
us eel on the pool bottoin.

2. S t:·c 3 ')0 5 -1 ] - J.~ Q 1'\ r.:.r· t; or _. C'l r.,'.l r ~.,,- c (:) - Grouna~.! ncr.... ';: • ..:; .:. ~::..t:"-;:..':;:. -- ~l _ "'--~...'::.::~.__t.:..:. . ,..L D

or relnforcJ_ng, pLU;T;£")~Ll1g and condul t shall be
inspected and c1.en-:ced prior to approval of re
inforcing steel, rct2.ining \lalls or metal ~·lal1s.

3. Sec. 3311 - Naterials of Pool Shell - S\<7imm~ng

pool shells shalr--Se-o£ l:'~in{or·ced concrete,
masonry, galvnnized steel, eX" c~luminlJn, designed
and built to v7i.ths·~and antici.pated stres.pes and
of sound ccnstrlletio:'1 uith SGlooth surfaces capable
of supporting a plastic, or eq:Jivalent, Hatcr-
proof 1 ining t.·lhi eh Hill \'li ths rand repea ted brushing,
scrubbing, and cleaning procedures.

Structural materials shall be in conformance with
Uniforr:l Building Code and Standards, 19 i' 3 Ec1i tions.
Concrete and ~a~oriIY shall be reinforced in both
d ' . • I") • ~. -/ ~ ]"1 1 ••

J.Yce Clons , \.c ll1 to~(eln~ s tee;. sna _.l ·lave 1HJXllffilUll



cover in accordo.rtce \·:ith Unifo1.··m Building Code,
1973 Edi.tion. Structural steel, bolts, and
connections shall bE~ gal\'nnized. HinimuiU thick
ness of ,·.~D.lls shc:.ll be as fo110,\\7$:

Gunite and Concrete - 5ft except L}-1!2" for very
low expansive soil.

Concrete Block ~ ASTH C-90 - 6H nominal.

Lt. Gauge Galvanized Steel - 14 gauge.

Lt. Gauge Aluminu~ - 12 gauge.

4. Sec. 3313 - SiJ~.nf':.t~r.~ - Structural plans and
calculations shall be signed by a registered civil
engineer 0':"" architect li.censed by the State of
Califo:cnia for any pool ht"lEre the mZl~:imuU). pool
depth is more thCli1 thrc-:8 (.3) feet or ,·there the
vertical height of a structural \',73.11 steeper than
1-1/2 hori~~ontal to 1 vej~·tice.. l is tHO (2) feet or
great(~r .

5. Sec _ 3317 -1. g - .Qx(~rt\!..~Ili::!"lg_ F\)rce~ - I'Jasonry and
concrete reta.inir:::; ,-:·.~a.lls shall have a footing
ex tending under the vertice.l '-iall and des ign2cl \\~ith
a safety f~ctor of 1.5 for overturning forc0s. The
fac.e of the footiiig nE~ed not 1:!2Ct the requireinents
of Sec. V.B.C. 7011 upon subr:.:Lttal of evidC:llce
tha t: E:}"os ion of s lODes Hill not re::su 1 t. Hori zon-
t 1 r. ,--~. ~ r:. t1-)r' c-":J -:lr-,,";~--.r'-1· ......1... · ... 1· .... -l.,r. -1-1 ......a Lo~.Ce0 OI J..L. 00-,- .• C.i.6C.'- ..... 1l~ L. LL1c. pOu. \la .1..:J \·iJ.~cr.

the pool is ~~pty shall be engineered. Footing
keys o:c eguivalt:nt 3.i:e usually required.

6. Sec _ 3317'" 2 - Pools i.n E~<D2.ns ive Soils - All soils
"!:-Till be cons idcrc;-c}---e-:{pa1l3Iv e-unles-s tQS ts a t tHO
(2) foot vertical int~rvals to full pool depth by
Soils Engineer indicates czpansiv€ soil as defined
in the Uniform Building Code. Pools with floors
of pla.stic lined earth <i.nd ~}alls back-cd \'lith t,·}'o
(2) fe0t minirr:u:n of sand shed.l be considered very
low expansiveness designs. Pools designed for
expansive soils shall have the follo\oJing minimum
r~qLlirements:

Sec. 3317 - 2. 1 - .DCS:.i-g11 l'~Cl...::.G! la - The des ign
f01:T[:ula to be used in cc::.lculating lateral' earth
pressu-ce on the pool ~·.,7al1 shall be P = ~·nl+ps'
in Hhich:

tr"'~

r = Lateral pressure in pounds per square
foot .

.W = Soil equivalent fluid pressure in pounds
per cu1):LC foot.

n =: \TerticHI dis tance in feet belo,,;'? the
ground surface.

Ps = Lateral pressure due to any surcharge
loadin6 _



:

The design of bond beaiTIS and the thickness and
amount of reinforcing steel in the bottom of

- 1'- 1 b' . ] .., .poo.Ls Sil0J. c' til.von speCL1.. conSl.c!erutlon.
Sides of the pool shall be desigried for soil
eql1iva lent fluid pres SUl:'e of forty- five (/1.5)
poullds .per s quare foot, e~-':cept \·;llcre sixty (60)
P08Dds per square foot are required by the
Building Official for loc<:..tions having soils
with an expansive index 91 or greater.

Sec. 3317-2.2 - Bond BeRm - A top bond beam
shall .be prov ic1cd Hith <.i. minimum \'7idth and depth
of t\':e1vc (12) inches and 'dith a m1.nimum of four
(4) {~4 bars of rei.nforcing steel (t~,;o 7:~!.~ bars
near each face) with #2 ties at forty-eight (48)
i.nches on C(::nt'2T. Vertical ste·el shall be bent
at least eight (8) inches hor~zontally over top
longitudinal steel. At square corners, 10ngi
tud5_naJ. steel shall be carried around the corner
and lapped to fonn a rigid construction. Special
design"and plan details shall be required for any
niches or ind~~tations in the shell or other
special details.

Exception for H(:ta.l and Mctsonry Pool Halls:

A top bond beas or metal tension ring for metal
pool ,,;·~al1s s110.11 be provided at high Hatc=;r line
or adjacent soil Grade; \'1hichever bas .the high
est E'1.evatio!.l. 111E bond. beam for casonry ':Jalls
shall l1avc a uinitnum of 2 - :/J:l". rebars continuous.



CH1\ PTE R 6 ~ < t·'l I seE L L A ~l EO US ST Rue T II RES

ART f CL E 3 - HOD I L EHOt·! ES AN D C0 t·l1-1 E Po CI ALe 0 ACHES

Sec ~ 36 30 -, DEFir~ I T I 0 :'~ S - The d e fin i t ion s 0 f the f 0 I 1 0 \'! i ri 9
t e r ms s hal 1 ap;~-I-y-t 0-- the pro vis ion s 0 f t his art i c 1e .

Sec. 3630-1 - Accessory Structl!re _. Accessory structure is
a s t r tI c t u r e n 0 t-inc 1 u d c'Ci---as--ar;--rr; leg r alp art 0 f the mob i 1e 
home or comfilerci"al coach but udded as an accessory and
s hal lin c I' u d e a III n i n 9 s) cab a n as, p 0 r c h e s, car p 0 r t s, a 11 d 1 ike
structures.

Sec. 3(; 30 - 2 - Cor: mer,c i ale 0 a C h - Com mer cia 1 c 0 a chi s B

ve h i c I e \.J i tho r \-1 i tho u t - fi10 t i ve p O\'if~ r des i !] ned and e qui p p e d
for h uCla n c c C li P (J n c y for i n d us t ria 1, pro f C 5 S ion a lor com-
mercial purposes. ~

Sec. 3630 - 3 - nob i 1e h 0 IT! e - r·~ 0 b i I e hamcis a ve hie 1e· des i 9 ned
a n G c qui r p e d f o·rt1lJf:; a'nha bit (j t ion and far b e i n 9 d r a \./ n b y
a motor vehicle.

Sec. 3630-4 -'Recrc2tional Vehiclc - Recreational vehicle
is (J c ump ca r ,motorhof~lt: :t-ra\~-tra i 1er, 0 r te n t t r a i l·e r J

\-lith or \'/ithout r;18tivc /Jo ....'er, designed for human habitation
for recrcational· or cr:1ergcncy occupancy., \"ith a livirlg area
less than 220 square feet, excluding built-in equipr.lent
s LI c h as \'/ (j r d rob (;; c los e t s, cab i n·c t s ~.. kit c her: un its 0 r fix 
turc5, bath enc toi let rooms.

Sec. 3G3:) - 5 - T r () vel r r i! i 1e r - T r a 'I e I t r a i I e r i s a ve h i c 1 e
o the r t han a rna lor v -:; hie le,-\'! h i chi s des i 9 ned 0 r usc d for
hurr:an habitation and tlhich may be moved upon a public
hiS h'lf c.: Y VI i tho uta 5 pee i alp e r r.l it. 0 r c h auf feu r I s I icc n s e 0 r
both, without violating any provision of the Vehicle Code.

Sec. 36 3 1 - HOB I LEH0 1-1 E - T E 1~ P 0 RARY

Sec. 3631~1 - Tenporary Use Defined - As used herein,
t e i.l ~ 0 r a r y use [5-- the usc a f a fi1 Gb i i e home asad\-, ell i n 9 .for
ape rio d 0 f six (6) 1710 nth s 0 rIc 5 san d \"; hen per mit ted by
the provisions of Division VIII, Chapter I, of this Code
and does ·not include J imi ted use for recreational purposes
of r e ere a t jon a J v e h i cl e s and t r a vel t raj 1e r s .

Sec. 3631-2 - License Requirc.d - No person shall initiilte
a temporary use of a mobilehowe unti 1 a J iccnse has fi rst
been obtained from the Building Official. f\ license shall
be issued only when the following requirements have been
me t:

(a) A zone cleara'nce has been issued pursuant to
Section 8165-0.

(b) The mobilchomc is installed and maintained in com
pliance \"titll the applicution provisions of Part 2,
Chaptc~ 1 of th~ California Health and Safety Code.



(e) A fcc of twenty dollars ($20) shall be paid ~o cover
the cost of inspection~ This fee is in addition to
dny other fees for permits or licenses ~,!hich·mcJY

a the noJ i s e b ere qui red •

Sec. 3632 - t-103ILEH0/-1E, SEt-\lPEf\t-!/\NENT

·Sec. 3632-1 - Semipcrmonent Use Defined - As used herein,
semi -pc rm2n en t -u-se·-rs--~Llse 6f -a-me-bTl ehome a s a d\'le 11 in 9
for ape rio din ex c e s S 0 f six ( 6 ) mo nth s . and \'/ hen per IT; itt e d
pursuant to. the provisions of Division VIII, Chapter I of
t his Cod e and doe 5 not inc Iudeli mit e d 1I S e for r e c re a t ion a 1
purposes or of reereutional and travel trailers.

Sec. 3632-2 - !:..ic<:..~~~~cquired - No person shall initiate
o r con tin u e a 5 e mi - per r.1 a n e n t USe 0 f a Iii 0 b i 1e hom e u n til a
license for the current year has first been obtained from
the Duilding Official. A license shall be issued only
when the following requirements have been met:

(a) A zone clearance has been secured and is in effect
pursuant to Section 8165-0.

( b ) Th £; mob i I e h 0 1:1 e i sin s t c1 I 1 e dan d r1 a i n t 0 i ned i n
com p I ian c C 'II i t h· the i) P 1J 1 i cab 1e pro vis ion S 0 f Par t 2,
Chapter 4 of the Ca 1 j forn i a f-lea I th and Safety Code.

( c ) 1\ fee 0 f t ...., e n 1. y dol 1 a r s ($ 2 0 ) s h a JIbepa i d toe 0 V E: r
the cost of inspection. This fee is. in addition to
2 n y 0 the r fee s for pcr:-I its 0 r 1 j ce n s c s \', h i ch fila y
otherwise be required.

Sec. 36 3 2 - 2 • I - L ice n 5 e Du rat ion - 1\ lie E: n 5 cis 5 U e d pur
5 U cJ n t t 0 Sec t ion -.3 6 j 2 =-T-s·hal· J L e \' a lid for the d u rat ion
of the calendar ye<Jr during ·ldhich it is issued.

Sec. 3C32 - 2.• 2 - l, n n u a 1. Lie e fi s e R. en':: VI a 1 - 1\ I ice rl s e 5. h a I 1
b ere qui red ann u Cl 1 1y . and s h 2 (1- b e issUE: don 1y H hen the
ma b i 1e hom e i s f 0 U n d t 0 b e inc 0 mp 1 ian c C "'I i t h t h cap p 1 i c a -
ble provisions of this article. Renewal inspection fee
shall be fifteen dollars ($15).

Sec. 3632 - 2 . 3 - Re n e ~./ a 1 r~ p p I i c.:] t i 0 n Tim e L i mit a t ion 
f; nap p I i cat ion for. Ii c ens ere n e-;,:j-a I, tog e the r Itl itt1 the
ins p c c t ion fee, ·01 U 5 t . b e s IJ b rn itt c: d H j t h i nth e . fir 5 t

.t h i r t y (3 0 ) day s aft e r the be gin n i n 9 0 f t he c a I en dar
yea r.

Sec. 3632-2.4 Fee Penalties - Failure to submit an
a p p 1 i c Cl t jon for lice f, seren eVI a 1, t 09 e the r_ \>1 i'tl1 the
ins p e c t ion fee, \-/ i t h i nth e fir 5 t t h j r t y ( 30 ) day 5 aft e r
the beginning of th~ calendar year shall invoke the
f 0 1 1 0''</ i n 9 pen a 1tie s :

( a ) An a p p 1i cat ion for 1 ice n 5 ere n e ~/ a 1, tog e the r \-/ i t h
the inspection fee, received bet'deen the 31st and
60th day after the beginning of th(; calc;ndar year
shall require a penolty fee in the amount of fifty
percent (5(;~) of the inspection fee.



(b) An applicatio.n for 1 icense renc\'/al, together Hith
the ins r ..; c t ion fee) r c c e i ve d bet \,'1 e en' the 6 1st and
9at h (; ,J y 2 ftc r the b e 9 inn i n 9 0 f the cal end a ryea r
s h .3 I Ireq 'U ire ape n t:: 1 t Y fee i nth e a ma un t 0 f 0 n e
hundred percent (lOO:~) ,of the inspection fce.

Sec. 3632 -2.5 - £.~..!-~,~_C2..-.S ub~..u.. - Fa i 1 u re to s ubmi t an
a p p 1. i. cat ion for I ice n s ere n e ~-/ <1 1, tog e the r \-/ i t h the
ins pee t ion fee) \../ i t h i nth e fir 5 t n inc t y ( 9 0 ) day s aft e r
the beginning of the calendar yEar shal I result in an
order to remove the mobile home from'the property.

Sec. 3 {; 32 - 3 . - Ins p e c t jon 5 - 1-'10 b i 1 e home 5 and a c c e 5 S a r y
s t r u c t u res \'; i 1-I--Se--rrlspected a t the ear 1 i est p r a' c tic a 1
time after receipt of the app} icatioo and inspection fee.
Discrepancies noted by inspection shall be corrected with
in 30 days after notification.

Sec. 36 32 - 3. i - f{ e ins;; e c !_~~~ I f ill 0 r- e t h a 'n 0 n e add j t i 
ana 1 inspccti on is neccss i tated for a fai lure to correct
discrepancies, a reinspection fee of ten dollars ($10)
\,' ill b e c h a r sed for e a c h 5 U c h t~ d d i t ion aIre ins p e c tic n .

Sec. 36 3 3 - ~ (H~ !.~ ERe I !\ Leo i\ CHES

Sec. 3633-) - License ~equired - No person shall initiate
the use a foe0 ri'i r,-e r c ~f-c o.J c}l-for i n d u s t ria I) pro f e 5 S ion c}. I
o rca r:-I!TJ E: r c i tl 1 P lJ r p 0 S e 5 u n til [j I ice n 5 e h <:'1 5 fir 5 t bee n
obtained from the Building Official.

A I ice n 5 e s hal 1 bcis 5 U e don 1y \-, hen the f 0 1 10'// j n 9 r e q l! irc
men t s h cJ ve b (: C n f;i e t :

(a) A zone clearance has been issued purSu2nt to Section
816~-o.

(b) The cornn:erciiJl coach is installed dnd r.1aintained in
compliance with the provisions of this article.

( c) A fee 0 f t ':1 e n t y dol 1a r s ( $2 0) ,s hal 1 b epa i d t 0 c 0 v e r
, the cos t 0 f j rr S p e c t ion . This fee i 5 ina d d i t ion t 0

allother feE: 5 for per mit s 0 r 1. ~ .c ens e sot her \-/ i s e
required and docs not include electrical, mechvnical
or plumbing installation fees, each of It'lhich requires
separate permits.

Sec. 3633-1.1 - License Duration - f.. license issued
pursuant to Section 3633-1 shelll be val id for the
d u rat ,j 0 n 0 f 't h e c a len dar yea r d uri n 9 VI h i chi tis i S $ U e d .

Sec. 36 3 3- 1 . 2 - Ann ualL i c ens eRe n e \'i a 1 - Ali c ens e s' h a I 1
b ere qui red ann u £illy a n cls h a lIb e iss u c don 1y \'t hen the
comrnerciaI coach is found t·o be in compliance Idith the
a p p lie ci b 1 e pro vis ion s ofthis Art i c 1e . Rc nevIali n s r c c -
tion fee shall be-fifteen dollars (S15).



Sec. 363 3 -. 1 . 3 - Ap p 1 i C,j t ion T i ril eLi In ita t ion s - Ap p 1 i c u -
t ion 5 fo r 1 ice n s ;-i-e'i-e-'.~i-a 15, acc~-)mpanTcd~tTl apr rop r i <l tc
ins pee t ion f c (; 5, mu s t b e 5 1I b Iii i l ted v: i t h i n -3 0 day s 0 f
the beginning of the calendar year.

Sec. 3633-1.4 - Fee Pt~nalties - Failure to submit <In
a p p 1 i c () t i 0 i1 for ali c ense~e \.,' a 1 a fl d . top a y the r e qui r
ed fees within the first 30 days of the new calendar
yea r 5 hall i n v 0 k e· pen a 1tie s as f 0 I 1 (n'l s :

(a) An additional 50% shall be added to the inspection
fee for. a p p i i cat ion s r e c e i ve d bet \.J e c n 3 0 and 6 0
days after the beginning of the new calendar year.

(b) Double inspectiori fees shall be charged for
appl ications received beyond 60 days after the
beginning of the new talendar year.

Sec. 3633-2 - Inspections - COfilmerci 21 coaches and accessory
5 t rue t u res \"1 i I -1- b e-r-rl-sP8Cted a t the e d r 1 i est p r act i cal
time after receipt of the application uod inspection fee.
Discrepancies noted by inspection shall be corretted with-
in 30 days after notification.

Sec. 3633-2.1 - Reinspcctions - If morc than one
add i t ion ali n 5 p e c tf 0 n --TSil e·ces sit CJ ted for a f a i I u ret 0

correct discrepancies, u rcinspection fee of ten dollars
($10) \-!ill be charged fer each such additional
rcinspcction.

Sec. 3G3 3- 3 - ~ e c; u i _~ e n e n t s

Sec. 3633-3·.1 - f·loor Spc.:ce - Floor space of comrlercial
co a c hUll i l s con ri ec t e drn f;l u 1 tip 1e s s hal I not ex c e e d
the b.J 5 j c f I 00 r spa c c p e rrn itt e d for the 0 c cup an c yin
accordance ~-Jith the al1o·;tablc rroor SP.:lCC for Type, V-N
construction, Table 5-C of the Uniform Building Code,
as adopted by this Division~

Sec. 3633-3.2 - Location - Commercial co()ches shal i be
locutcd in accordiJnce~:JTth the requirements of Section
504 at the Uniform B~i}din9 Code, as adopted by this
Division.

Sec. 3633-3.3 - Exits - Exits sh.::11 be installed as per
Chap t e r 33 0 f the Un i (0 r rJI Bu i 1 din 9 Cod e, a sad 0 pte d b y
this Division.

Sec. 3633-3.4 - Sanitary Faciliti£5 - Sanitary facilities
must be provided 2S per Sec UBC 1105, as ad0'P,.tcd by
this Division. Temporary sanitary faci I ities '.;Ii 11 be
per mit ted a n I y vi i t h the a p pro va) 0 f the C0 un t y He a 1 t h
Off i ce r .

Sec. 3633-3.5 - £cound~~ - All exposed metal parts of
the commerci<.ll coach shall be effectively grounded.



Sec. 3631~ - HORILITY - r-iobilchornes and commercial coaches
s hal 1 rem a i n-a·sedc n t i f i i1 b 1c mob i 1est r u c t u res • Per nl.::: n en t
adu·itions or alterations, \"Jflich render a mobilehome or com
mercial coach immobile, are prohibited.

Sec. 3C35 - PHYSIC fl. Leo !-J DI T ION - f-. n y r.10 b i 1e hom e 0 reo mmer cia I
c oa c h s l! b j c cttot1~e p r (; visTo;s 0 r t his art i c 1e H hie h f a I I
into a state of disrepai r to the extent that it fai Is to pro
v ide pro per she 1 t e r for the 0 c cup ant S 0 r is 0 the n-J i 5 e u n fit
for humf3n habitation shall be declared a public nuisance and
shall be removed.

Sec. 3636 - ACCESSORY STRUCTURES - Accessory structures shall
b e con 5 t r II c ted a:1 d ma i n t oJ incdin a c cor dan c C \'J i t hap p 1 i Cub I e
provisions of this Chapter.

Sec. 3 637 .' _~Q_~!\ T I0::: Sin add i t ion tot he 0 the r r e me die 5

provided in this Code, 2 vi·olaticn of any·provision of this·
article shall be cause for revocation of the license and/or
issuance of an order to remove the mODi lehome or commercial
coach from the proberty.



P .... (.,/0 DT-,JDr..\·p,-r ...-,. T"'I~t)'[lrJ' 1'l,.....·'(tTnT"1~) A-l]1 J..:>ec. .)OLt- ~ ~~:~~~!.:-0~1__~~~~--:. ...~~2:J.~.::.~!'~t'....!- - ~~ peTson s 1,~. no c move
ontq any premises, any ollilding or structure, except a contrac
tor 1 s toolhouse, constru.ction building or simi.lar structnre
\iliich is moved as construction requires, until he first posts
tlH~ security Qnd secures a l.-eloc[.:.i:ion building p(~rTnit as hercin-

. after provided. A pcllnit is not required \\7hcre the only r(~loca

.: tion ii.1Volvcc1 is tb.3.t of moving a building temporarily to the
. regularly o·ccupied business prc:mises of a house mover.
AH . 11/23 i 71 _. 0 RD . 2 f~~ 6

Sec. 35!10-2 - Ap~~ic?t_~o~ - Every application for a reloca
tion building P21..':'Eii t sha 11 bc~ in \vri ting upon a form £ur
ni.sh~cl by the Building Departnent and shall set fort.h such
infoITt1<.ition as th0":; Building O£fi.cic.l may reasonably require
in order to carry out the purpose of this Chapter.

Sec. 36!,·O-2.1 - Invcst:L~!.:Jtion Reouired - In order to
c1eteni1ine any o f-Ul e-lna tt-ei-s p-ie;-.)c:nted by the app l:Lcation,
the Bni.lding Official m2Y requil.~c plans, photogr<::phs, ox:
othel: subst2nti.;~ti.ng data, and may cause to be made any
inves tiga tiol:. \..ohich he be li~ves necessal:Y or he Ipful.
After the inves:.:igatioa is cO::lplctecl, if the applicant
fails to post the required security and secure the
relocation building peruit ~}ithin 60 days, the c?.pplication
is nnll and void. iu·I. 11/23/71 - ORD. 2496

Sec. 36~-O-2.2 - Anp1.ication and Invcsti2:ation Fee - The
Building Of£ic:La-r-s}lall-col1ectan 2.pplic.s.t:ion-·and inves
tigation fee of $25 for structures locat~d within Ventura
County. For structures located outside of Ventura County,
the fee shall be $50.

Sec. 3640-4 - Iss~ance of Pen]it - If the condition of the
building or struc iG.re in the"] ,-~~-Jge:i:ent of the Building Offi
cial a~nits of practicable and effective repair he may issue
a relocation buildi;~g pe:rmi t to thc~ O':l:ler of the property
where the building or structure is to be located upon condi
tions as hereinafter provided; othCr\'7ise the permit shall be
denied. .

.
L

Sec. 36!+O-L~.1 - ''Condition of Permit - The Building Offi
cial, in grantirlg-:l.ny relocation b-uilding permit, may
impose thereon sllch terms and conditions as he may deem
reasonable v.nd proper. 111.ese terms may include, but are
not li~~d_ted to, the period of time required to complete
all T;lork; the requiremen ts of changes, alterations, addi-
.tions or repairs to be made to or upon the building or
structures, to the erid that the relocation thereof will
not be· materially detrirp.2ntal or injurious ·to public
safe ty or to pub lie \-78 Ifare or to the proper ty' and im-

. provements, or either, in the dietrict, as hereinabove
limi ted, to \'lhich it is to be re loea ted.



Sec. 3640-4.2 - Permit Fce - The permit fee shall be based
011 the va luCl t jori-o~t the -\~lork necc s sary to bring the
structure into compliance c.nc1 5h:111 be in accordance \·:rith
the fee schedule set forth in sec tions 3100, .~!: ~.9.., of
this Division. ADDED 11/23/71 - ORO. 2L;,96

Sec. 3640-5 - Prohibited Buildings - Except as otherwise
provid~c1, in thl·~.> -'-Chaptc·;: , '-i:he-Eu{-fc1ing Official shall not
issue a reloca.tion building p(~rmit for any buildin8 or
structure uhich:

(a)

(b)
(c)

Cd)

Is so constructed or in such condition as to be
dangerous.
Is infested 'oith pests or is unsanitary.
Is so dilapidated, d2£ective, unsightly or in such a.
condition of deterioration or disrepair that its re
r~locatj_~.:)11 a t the proposc~ :;~te '·Jou.~d cause apprc··
cl.ablc bari:l to or be materl0.11y GctrJi0..entnl to the
prop~rty or i~rlpl~O\'~:il!ent s in the dis tr:i.c t \·ri thin a
radius of one tho'.is~~nd feet (1000 I) from the proposed
site.
Eecause of agc, size) desi.gn or architectural treat
ment) d~2S !10t sub?tLlntinJ.ly conror;:) to the design,
plan arlO COj"if.>tl.·uc:tl.on of the builc1inz~; located in
the dis tric t ;}:L thin a J::2.d ius of one t~hoUSClnd fEG t
( 1 () 0 r) t) f: -rC,1'":1 t- l , ;'..> 1""'" r):-- 0 C: r:.. 01 C' -J... 4- P C' 0 4-}_, ~ J. -.·1_ t':: .......J .•-:J 1J.. 0 c~_ 1· J'_on~ l \... . _ '._, -l. _ r'J_.- p .... ~ a L _.1 L .<... L ~ "-- ... , ~

\·;ould be 'r;:3..te:yiallv detric~'nt(11 to the property or
1• 1·':)""ro· 1(:,- '1'~J n t (' J' n c ~! "'1-' Cl~ G~]' S 1- 'f' -i c t-"c' \ .l.\... ,~ - ...)..... - '-~- .•

Sec. 3640-6 - Securi ty ReC!u ired - The Building Officia 1 ·sho.ll
not issue a rcTc~c-:.:lfi-(:;-n IJor:nftLlnless the o\·:ner shall first
po~t \'Jith the bLi.i~di.l:g g£iic~cl.~ a surety bond executed by the
s2..ld oT,'lrlcr, 8. s prJ_TIel pa 1 ~ ana DyaD a p prove d sure ty co~pal1Y

autha~ized to do business in this state, as surety; a cash
bond; or an ass:i.gn:nent of certificates or shQ.res issued by a
savinGS e.nd lOEln Clssocia tion doing b\.lsiness in this stu te and
insured by the Federal Savings and L02.l1 InsurcHH.:e Corpora tion.
The Building OfficiD.l f:1-:ly 'ddive the requirej':i2nt of security

'I t" r t· .... . taJ"lDen -n8 O'dner 01: he proper Ly 18 a govcrnrrlen --:I _ agency.
pJ1. 11/23/71 - ORD o 2496

Sec. 3640-6.1 - BDnc1 nC<fuir~ments - The surety bond re
quired by this cTk:.p-i:crs·ball:

(a)
( b)
(c)

( d)

Be in form joint and several.
j:'~a.r:1e the County of Ventura as obJigee:"t
Be in an amount equCll to the cstiElated cost, pIllS
10 percent, of the work required to be done in
order to comply \<lith all of the cO~1diti.ons of the
relocation bui'Jding permi.t, such estimate to be
as estimated by the Building Official.
State t[H~J:ein the legal description or address of
the property upon \~lich the building or structure
is to be relocated.

S~C. 3640-·'6.2 - Bq~!.d r~ondi t~iC2Fs. - The sure ty bond sh.-:1 J.l
provide that:



(a) All \'Iork J:cqld.rcc1 to be done pl..l r suan t t.o t-.110 COll

di lions of the relocution buil(l.illg p01:m.Lt shall
be p(~rfor:nK.-~d and. cor.1E)leted wi thin 120 days [rom
date of issuance of permit.

(b) The time lihlit specified rt1uy be extended for good
(l!?-d sufficient ca.usc 2ft.cr Ul--ittcn request of the
~rincipal or SuretYI either be£o~e of after said
time limit has e;-:pired. The Building Official
shall 'notify the principLll and Surety in -\'lriting
of such time extension ~nd may extend the time
limit wit.hout consent of the Surety.

(e) The ter~ of e~ch bond p6sted pursuant to this
Section shall begin upon the date of the posting
thereof and shctll end upon the co~pletion to the
satisfact:Lo~1 of the Building Official of the per
forr:1ance of all the terrr:.s and conditions of the
relocation building permit.

(d) The Building Official, the Surety or duly author
ized represen-ta.tive of ei-cher shall have Clccess
to -'che pl:-ernises described in the relocation build-
ing r-,erlr~it fer the purpose of in:-Jpecting the pro
gress of the work.

(e) Up:Jn d8f2.ul·~ by the P::incipal, the Surety shall
be required to perform all conditions set forth
in the relocation p2XTi',i Jc and give the Surety l:ight
of entry to the premiEcs to' perfol.-m such condi
tions.

(f) In t}-!c event of any default in Lho pc~rforffiance of
any term or co~·!;JitiO~1 of the reloc2tion building
permit, the Sur..:::. ty or any persori e:npJ.o~"ed 0r en
gaged on its behalf, or the Building Official, or
any person C:D.pJ.oyed or en\~, aSE:d on his hehal.f, may
go upon the prc,:Jises to cC!T:plete the required
\'lor1-~ or t:o rer:-:c-..rc or de:L101ish the building or
structure, clear and clean and restore the site.

(g) The. relocation builOing p8rrnit shall be null and
void if the building or structure is not relocated
to t.he propo~:cd site \-li thin 60 da.ys after issuance
of the perrait.

Sec. 3640-6.3 - Bond D·cfau1. t - V1h_enever t.he Principal on
the bond clef auJ. ts in the perforI,tanCe of t.hc conc1i·t ions
requi!:·ed. by the relocation building permit, the Bu ilding
Official shall give notice in writing to the principal
and the surety on the bond.

Sec. 3640-6.4 - Det2.iIs of Not ice- - The Building Off icial
in the notice of default shall state the conditions of
the bond \~lich have not been complied with and the period.
of tiE..e de(~med by him to be reasonably n2ccssary for the
completion of such work.

Sec. 3.610-6. 5 - .?u.!"ctv r-~t?cl"'..! ircrr.~nt~ -. l\ftcr receipt of a
notice of dcfuult, the Surety, \vi·t;lin th0 time therein
specified, shall cause.:: the required '-lark to be pel:formecl.



hcH~ occnrr:ed on the p::trt. of the principdJ. ,u:1c1cr t:h(~ 1'i.·O

visioll~=3 of thi.s Ch;:tpte):-, 1-.11c Surety, at: its option, in
lieu of cornplc;t i.ng the \·,'ork rcquiJ:e:d, ltlay remove. or c1c
Eolish the buildin9 or structure and clear, clean and
restore the site.

Sec _ 36·1-0--6. 7 ~ 'pef~~l t_of C~~h Bond - I f a caSll bond has
been posted the Building Official shall give notice of
c1efaul t T as provided above to -the principal, and if com
plic:nce is not had \'lithin the tir.1e specified, the Builc1
ir~g OfficiZll shall proceed vlithout delay and "lithout
further notice or proceeding \·.-hatever, to use the cash
deposi t ·or any portion thereof to cause the required \vork
to be done by contract or othe.r.\·;is€: in his discretion.
The halance, if any, of Euch C2.sh deposit! upon the com
pletion of the "fork! shall be returned and reassigned to
the dep6sitor or to his successors or assigns after de
ducting the cost of the: \'ior}~ plus 10 percent thereof.

Sec. 3640-6. B - Eefund of Cash I38rJCl - \'~'hen a cash bond
has been posted 2nd all rcqui.rE:r:-~ents of the relocation
1)uilc1ing pe;:-mi t hcl"ve been cOI:'\pleted, the Euilding Off i-
C l• ~.l 1 C:~11 -.' 11 ·,~p.!-u:r'l' ':-~'lP C -, <:::·h to -'-he' c1e"~"'o~·;.!' or or.Lo - hl' 0:--. ("' __ ~~ _'-. _ ~.L, _ L-i _ ~(>.~. L. ~ 1"- ...- __ L. ! _ L ,:I

successors o~c C=.ssigns, cxcep·c. any portion thereof tho.t
may have been used, cashed, or deducted as provided else
,·ihere in this Chapter.

. ,.

Sec. 3G40-6 _9 _. E):(l!1f~rc1.ticn of SO:-lc1' - i:lhcn "all conditions_________4 • _

and req:uirc:;;c:n ts or the reloce.tion pe:r:mi t: have hC2n com
pleted, the Euildin~r Official 5:")211 notify t.:he Surety
th~t trJe bO:--id hctS becn ezonerated_

S r-c 36/'0-/0 10 - T'l o f:"'ll]t 01- b.cr'J·rrl~tn~-11t - If'~:"'n "'SC-1.·n-r,p·-eI1t<..::. -r. !.:~_: .__' ~_- ~._._F__-":::_'2_ :s~-::._ . d. I c:t ~..;, b" _.,1

has bC'.~n postc.:d, the: £uilcling Official sh<?:.ll give notice
of defDnlt, as pj'ovic1(:d D.Love to the princip21, and if

I ' . h l' l' h' -.t:' d hCCE;...,P l2.nCe l5 not I ['~c. \.'7~tnJ_n tdf~ tU;iC SP(~ClL1.e , t e

Building Official shall proceed \·;ithou t delay and \"ithou t
further. noti.ce or proceed ing \.;11.0. t2ver, to requcs t paymcl1 t
of the certificates or shares OE c:ny portion thereof to
cause the required work to be done by contract or other
"t'lise in his discretion. The balance of such pa).';ncnt, if
any, upon the cOI:lpletion of the ,:·]ork, shall be -returned
to the principal or to his successors or assigns after
deducting tLe cost of the "\-lork plus 10 perc.ent thereof.
ADD. 11/23/71 - ORD. 2/1-96

~ .~.~'.~ ~~ • .--- ~ ~ ~~_.~ --~ ~ - , •• +~ .-...... ...-



Sec. 3 6!~ 0 - 6. 11 - ~l:-t:n s ~~~_r.J~\.:.~~ i.~l)..!-~!.s:.~ t. .. \,n-u:'.n <1n as sign
men t h2 S been pas ted and a 11. requircl:1(~n ts of tb(~ re loca
tion building perr:li.t have been cOl:'~p10tccl, the Building
Offici.[~l slJall nOl~ify the s3vings Lind loan association
and s11c..11 do all t.hings rCC1sonably necessary to effect a
J:-elcase of said assignli!Cnt to the prii1cipal or to his
successors or assir.rl1s, exc("~pt any portion thereof that
may have been used:' cashed or dedli.cted· as provi.ded else
'h1here in this Ch~l.?ter. ADD. 11/23/71 ~ ORD. 2L~96

Sec. 3640 -7 - B.igh t of_0J!-_tl~j~ - The O\'lneT) his represen ta t t~.re)

Successor or assign, or any other person \·;'}.10 interferes ';.lith
O -~ ()1)C't~~l1 ... f-c ~h-:lo' ;nr~·r~,C'n or t":>f1-~eQ~ to o~~ from ~ll'-- Sll ....h p .....c1.," 1-~' L;..L L~,-'- L_ C .J- l\.~; ...:t_ ...:> ..~ ,-~()J_ "-'LJ .. ~L 14 t...: J~ - \.... .t... . --

m~£~es) or any 2l1ttl0r:!..zcd rcpresell ta tJ.ve or qgen t 9f any
S I11'O~L-"\T oy' ·or·- .;--1'.... 0. r.oi~,ft-·\7 OJr: \7~'-:tl,-L-d.~ e-"-'u"!uc,r;-i'n tlle l'7o-"~1~ of

~+~ ~ ~ ""~ _ ..1 • .1'" \..~ t\.- ., ':: ,) .. t...:..:,I. A. Ll 0<-""·0 ~ _ ..l.. \. _

ccr;~p 1. e t J.ng, d'~Ti:O1 J.S 1:1 1.ng or rerr;O\llng 2ny b LlJ_ICI ~ng 0:( s true-
t -I ... - _. r. • ,1-,' 1.. - r- .J ro, r- " t-'. b . .] ~.' . '-r . ---: t h "'l ~ b'· ,:>.' -=!

,-~l.e )_Ol: \·...;].c:,J a ro,;:.'.V'-<-l_~on . Ul. _lU.ll o per_i.L ~._. _"'--:1.:_~1 ~ssue(~,

a {- ~-r.-v< "l del- q 111 ~- 1" ~ C' 0 r L' reel 1'- Loll r.::> P .-:-».- LO"'-'-'~ 01"'ce o·s..:. the ter'-' (l.. _. l_'- L <"-to. • _G. •. __ t., .~,.' - _ .!. l :,L1 L~::.... c:. L • J..l_j~ • .L ~.j Ith..l

or c.ond~tloas tnere8£", lS gU1.1~y of a l:11sdemeanor.



s c:c. 3652 -, _F'oZ_rJ~1.~~JLL'J_;]2QI~Ec::"\J.fj).!}a Oil 1 V: Sect iOll S 10;"1
ctnd (f) of said Unifo.nn Builc~in~r Code shall be amGnded
50 1)2rcent. in place of 25 percent nol.,;' sho\·';l1.

(d) (e)
to read



PASSED AND ADOPTED this __lpth day of

_~I 1974, by the following vote:

A.YES: supervisors

NOES:

JCl~ett, Bent}ett, Schmi~flynn and Conlan.

None.

ABSENT:

ATTEST:

ROBERT L. HAI\11-'I, County Clerk,
Cou~ty of Ventura} State of Calif~

orilla, and ex officio Clerk of the
Board of Supervisors thereof .

•_") ~ -c'- 'f) " 0 .
By /) c}-(l...<:....c.'-<~.'--.J· II o-c·L(,vq/~~_.?

Deputy Clerk I ~)




