
 





Minimum Horizontal 
Distance Required From: Tank Irrigation Field Disposal Field 

 Feet (mm) Feet (mm) Feet (mm) 
Building Structures 1 5 (1524 mm) 2 2 (610 mm) 5 (1524 mm) 

Property line adjoining private 
property 5 (1524 mm) 1.5 (458 mm) 5 (1524 mm) 

Water supply wells 3 50 (15,240 mm) 100 (30,480 mm) 100 (30,480 mm) 
Streams and lakes 3 50 (15,240 mm) 100 (30,480 mm) 4, 5 100 (30,480 mm) 4 

Sewage pits or cesspools 5 (1524 mm) 5 (1524 mm) 5 (1524 mm) 
Sewage disposal field 5 (1524 mm) 4 (1219 mm) 6 4 (1219 mm) 6 

Septic tank 0 (0 mm) 5 (1524 mm) 5 (1524 mm) 
Onsite domestic water service line 5 (1524 mm) 0 (0 mm) 0 (0 mm) 

Pressurized public water main 10 (3048 mm) 10 (3048 mm) 7 5 (1524 mm) 7 


